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NEW 300mm Ø HDPE WATERMAIN CONNECTION

(AND ASSOCIATED SLUICE VALVES) FROM

EXISTING PUBLIC NETWORK WITH PRESSURE

REDUCING VALVE PROVIDED

- TO BE CARRIED OUT IN ACCORDANCE WITH

IRISH WATER CODE OF PRACTICE FOR WATER

INFRASTRUCTURE AND DETAIL DRAWINGS

STD-W-05 AND STD-W-24

INDICATIVE 150mm Ø

WATERMAIN UNDER BASEMENT

- TO BE COORDINATED WITH

M&E DESIGN
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EXISTING 150mm uPVC WATERMAIN SERVICE CONNECTION

TO BE DECOMMISSIONED  IN ACCORDANCE WITH IRISH

WATER CODE OF PRACTICE FOR WATER INFRASTRUCTURE.

WATERMAIN TO BE TRACED BACK TO PUBLIC WATERMAIN

THROUGH IW CONNECTION AGREEMENT

INDICATIVE 150mm Ø

WATERMAIN SHOWN -

TO BE COORDINATED

WITH M&E DESIGN

INDICATIVE 150mm Ø

WATERMAIN SHOWN -

TO BE COORDINATED

WITH M&E DESIGN
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NOTE:

ALL WATERMAIN INFRASTRUCTURE TO

BE INSTALLED IN ACCORDANCE WITH

IRISH WATER CODE OF PRACTICE FOR

WATER INFRASTRUCTURE AND

STANDARD DETAIL DRAWINGS
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Ø300mm CAPPED SPUR TO BE PROVIDED

FOR PHASE  2

DEVELOPMENT. BLANK FLANGE, THRUST

BLOCK AND HYDRANT, I8N ACCORDANCE

WITH STD-W-05 TO BE PROVIDED

INDICATIVE LOCATIONS FOR
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TO DETAILED DESIGN
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PROPOSED CONNECTION TO

EXISTING Ø150mm WATERMAIN

AS PART OF PHASE 2 WORKS

F
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SECTOR 1

EXTERNAL

PLAY AREA

NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26, TO SERVE

SECTOR 1, BLOCKS A1 AND A2

BLOCK A1

FFL: +101.5m

BLOCK A2

FFL: +101.5m

BLOCK A3

FFL: +101.5m

BLOCK B1

FFL: +101.25m

BLOCK B2

FFL: +100.5m

NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26, TO SERVE

SECTOR 2 (BLOCK B1 AND B2)

NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26, TO SERVE

SECTOR 1, BLOCK A3

PRESSURE REDUCING VALVE,

IN ACCORDANCE WITH IRISH

WATER STANDARD DETAIL

DRAWING STD-W-24
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NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26A
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OFF-LINE SCOUR VALVE, TO CONNECT TO

MANHOLE SW/MH-52 ON LOCAL SURFACE

WATER NETWORK (REFER TO DRAWING

AFF7-OCSC-XX-XX-DR-C-0500). NON-RETURN

VALVE TO BE PROVIDED AT OUTLET

EXISTING 150mm uPVC WATERMAIN

SERVICE CONNECTION TO BE

DECOMMISSIONED  IN ACCORDANCE WITH

IRISH WATER CODE OF PRACTICE FOR

WATER INFRASTRUCTURE. WATERMAIN TO

BE TRACED BACK TO PUBLIC WATERMAIN

THROUGH IW CONNECTION AGREEMENT
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NEW 300mm Ø HDPE WATERMAIN CONNECTION

(AND ASSOCIATED SLUICE VALVES) FROM

EXISTING PUBLIC NETWORK WITH PRESSURE

REDUCING VALVE PROVIDED

- TO BE CARRIED OUT IN ACCORDANCE WITH

IRISH WATER CODE OF PRACTICE FOR WATER

INFRASTRUCTURE AND DETAIL DRAWINGS

STD-W-05 AND STD-W-24

INDICATIVE 150mm Ø

WATERMAIN UNDER BASEMENT

- TO BE COORDINATED WITH

M&E DESIGN
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EXISTING 150mm uPVC WATERMAIN SERVICE CONNECTION

TO BE DECOMMISSIONED  IN ACCORDANCE WITH IRISH

WATER CODE OF PRACTICE FOR WATER INFRASTRUCTURE.

WATERMAIN TO BE TRACED BACK TO PUBLIC WATERMAIN

THROUGH IW CONNECTION AGREEMENT

INDICATIVE 150mm Ø

WATERMAIN SHOWN -

TO BE COORDINATED

WITH M&E DESIGN

INDICATIVE 150mm Ø

WATERMAIN SHOWN -

TO BE COORDINATED

WITH M&E DESIGN
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NOTE:

ALL WATERMAIN INFRASTRUCTURE TO

BE INSTALLED IN ACCORDANCE WITH

IRISH WATER CODE OF PRACTICE FOR

WATER INFRASTRUCTURE AND

STANDARD DETAIL DRAWINGS
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Ø300mm CAPPED SPUR TO BE PROVIDED

FOR PHASE  2

DEVELOPMENT. BLANK FLANGE, THRUST

BLOCK AND HYDRANT, I8N ACCORDANCE

WITH STD-W-05 TO BE PROVIDED

INDICATIVE LOCATIONS FOR

PHASE 2 WATERMAIN SUBJECT

TO DETAILED DESIGN
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PROPOSED CONNECTION TO

EXISTING Ø150mm WATERMAIN

AS PART OF PHASE 2 WORKS
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SECTOR 1

EXTERNAL

PLAY AREA

NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26, TO SERVE

SECTOR 1, BLOCKS A1 AND A2

BLOCK A1

FFL: +101.5m

BLOCK A2

FFL: +101.5m

BLOCK A3

FFL: +101.5m

BLOCK B1

FFL: +101.25m

BLOCK B2

FFL: +100.5m

NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26, TO SERVE

SECTOR 2 (BLOCK B1 AND B2)

NEW BULK WATER METER TO

BE INSTALLED IN ACCORDANCE

WITH IRISH WATER STANDARD

DETAIL STD-W-26, TO SERVE

SECTOR 1, BLOCK A3

PRESSURE REDUCING VALVE,

IN ACCORDANCE WITH IRISH

WATER STANDARD DETAIL

DRAWING STD-W-24
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OFF-LINE SCOUR VALVE, TO CONNECT TO

MANHOLE SW/MH-52 ON LOCAL SURFACE

WATER NETWORK (REFER TO DRAWING

AFF7-OCSC-XX-XX-DR-C-0500). NON-RETURN

VALVE TO BE PROVIDED AT OUTLET

EXISTING 150mm uPVC WATERMAIN

SERVICE CONNECTION TO BE

DECOMMISSIONED  IN ACCORDANCE WITH

IRISH WATER CODE OF PRACTICE FOR

WATER INFRASTRUCTURE. WATERMAIN TO

BE TRACED BACK TO PUBLIC WATERMAIN

THROUGH IW CONNECTION AGREEMENT
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PROPOSED 300mm HDPE WATERMAIN PIPE PHASE 1
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