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TYPICAL 110 kV  TRENCH
TREFOIL CONFIGURATION
5 X Ø 125mm DUCTS
 Scale 1:20
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5No Ø 125mm ESB DUCTS LAID IN CBGM B (CL 822)
COMPACTED TO CL.813.10 AND TABLE 8/4
OF NRA SPECIFICATION FOR ROADWORKS
(15N/mm² AFTER 7 DAYS)

Cl. 804 / 808 COMPACTED IN
ACCORDANCE WITH CL. 802

YELLOW MARKER WARNING TAPE
500mm WIDE ESB CODE : 2955092

2 X RED CABLE MARKER STRIP
400mm WIDE x 2.5mm THK.
ESB CODE : 2955103

12mm Ø PULL ROPES IN ALL DUCTS

175
MIN

TRENCH PROFILE: Ø 160mm OD Duct
SINGLE CIRCUIT - INTERNAL WIND FARM ACCESS ROAD
SCALE 1:20 Refer to drawing S500-501 for detail
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