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DRAINAGE WITHIN THE SHADED ZONE IS PROPOSED
TO BE CONSTRUCTED AS PART TO THE BAILEY GIBSON
DEVELOPMENT TO THE WEST OF THE PLAYER WILLS
SITE. THIS DRAINAGE HAS BEEN DESIGNED TO CATER
FOR PROPOSED CONNECTIONS SHOWN HERE. REFER
TO APPROVED THE BAILEY GIBSON DEVELOPMENT
PLANNING APPLICATION FOR FURTHER DETAIL.
PLANNING REFERENCE ABP-307221-20
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FOUL SEWER DETAILS
ALL FOUL SEWER INFRASTRUCTURE IS TO BE
CONSTRUCTED IN ACCORDANCE WITH THE LATEST
REVISION OF IRISH WATER - WASTEWATER
INFRASTRUCTURE STANDARD DETAILS DOCUMENT
IW-CDS-5030-01

STORMWATER  SEWER DETAILS
ALL STORMWATER INFRASTRUCTURE IS TO BE
CONSTRUCTED TO DUBLIN CITY COUNCIL DRAINAGE
DIVISION TAKING IN CHARGE STANDARDS.
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1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL ENGINEERS &
ARCHITECT'S DRAWINGS.FIGURED DIMENSIONS ONLY (NOT SCALING) TO
BE USED. WHERE A CONFLICT OF INFORMATION EXISTS OR IF IN ANY
DOUBT - `ASK'.
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PROPOSED FOUL AND SURFACE WATER
DRAINAGE - SHEET 1
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PROPOSED FOUL AND SURFACE WATER DRAINAGE - SHEET 1

NOTE:
TREE AND SHRUB PLANTING IN THE VICINITY OF WATERMAINS AND DRAINS
SHALL BE IN ACCORDANCE WITH IRISH WATER STANDARD  DETAILS
STD-W-12, STD-W-12A, STD-WW-06 AND STD-WW-06A. WHERE THESE
RESTRICTIONS CANNOT BE ACCOMMODATED, PROTECTION MEASURES
SHALL BE PROVIDED APPRORIATE TO THE PROPOSED TREE/SHRUB SIZE,
SPECIES AND LOCATION RELATIVE TO THE SPECIES. SUCH MEASURE MAY
INCLUDE ROOT PROTECTION BARRIERS, HIGH PERFORMANCE JOINTS OR
FUSION WELDED JOINTS FOR PE RISING/WATER MAINS. FULL DETAILS OF
THE PROPOSED PROTECTION MEASURES ARE TO BE SUBMITTED TO AND
AGREED WITH IRISH WATER

PIPE MATERAILS
UNLESS SPECIFICALLY NOTED OTHERWISE IN THE DRAINAGE LAYOUT THE PIPE
MATERIAL WILL BE  AS FOLLOWS:

PIPE DIAMETER < 225mm: USE uPVC PIPE WORK
PIPE DIAMETER ≥225mm: USE CONCRETE PIPE WORK.
PIPE MATERIAL TO BE IN ACCORDANCE WITH THE FOLLOWING:

1.    CONCRETE PIPES TO HAVE SPIGOT & SOCKET JOINTS AND RUBBER RING
FITTINGS TO IS EN 1916 (2002); BS5911, PART 1 , (2002- 2010) AND IS 6 (2004),
STRENGTH CLASS 120

2.    uPVC PIPES, JOINTS AND FITTINGS TO COMPLY WITH THE PROVISION OF
IS EN 1401- PART 1 AND BS 4660 (NOTE: uPVC PIPES NOT PERMITTED IN
AREAS TO BE TAKEN IN CHARGE BY DUBLIN CITY COUNCIL)
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