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GENERAL NOTES:

The Developer/Contractor/Builder is to ensure that
the building under construction/alteration is to
comply where applicable with the 2010 Building
Regulations in respect of all trades involved in the
construction of this development.

The Developer/Contractor/Builder should notify
BCA of any intended deviations from these plans
prior to commencement of development.

All Site Development works to be carried out in
accordance with
"Recommendations for Site Development Works for
Housing Areas" Dept. of Environment.

Contractors must verify all dimensions at the job
before commencing any work.  No working
dimensions to be scaled.  This drawing is for the
purpose of planning only.  Dimensions to blockwork
only.
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NOTES:

1.   ALL HOUSE CONNECTIONS IN ACCORDANCE WITH DRG. NO. STD-W-03

3.   SEPERATION  DISTANCES IN ACCORDANCE WITH DRG. NO. STD-W-11

4.   TRENCH BACKFILLING IN ACCORDANCE WITH DRG. NO. STD-W-13

5.   ALL PIPES TO BE PE WITH PE80 PR PE100 RATING.  ALL PIPESSHALL BE 
 BLUE IN COLOUR.   HDPE PIPES SHALL BE OF A TYPE PE-80 AND HAVE AN
SDR-11 OR SDR-17 RATING.  THEY SHALL CONFORM TO IS EN 12201: PART 1
AND PART 2 (PLASTIC SYSTEMS FOR WATER SUPPLY, DRAINAGE AND 
SEWERAGE UNDER PRESSURE - PART 1, GENERAL, AND PART 2, PIPES)
AND I.S.EN 12201-3 (PLASTIC SYSTEMS FOR WATER SUPPLY, DRAINAGE

6.   PUSH IN RUBBER RING JOINTS SHALL BE PLACED IN ACCORDANCE WITH 
      MANUFACTURER'S  INSTRUCTIONS FOR THE PIPE MATERIAL.  

2.   GENERAL PIPE CONNECTIONS IN ACCORDANCE WITH DRG. NO. STD-W-05 TO 10

AND SEWERAGE UNDER PRESSURE -PART 3 FITTINGS).
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