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EXTERNAL 2.6 METRE HIGH 

PALLASIDE GATE - MOSS GREEN 

RAL 6005

EXTERNAL 2.6 METRE HIGH PALLASIDE 

FENCE - MOSS GREEN RAL 6005

EXTERNAL 2.6 METRE HIGH PALLASIDE 

FENCE - MOSS GREEN RAL 6005 WITH 

REMOVABLE SECTIONS WHERE NOTATED
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EXTERNAL 2.6 METRE 

HIGH PALLASIDE FENCE -

MOSS GREEN RAL 6005

EXTERNAL 2.6 METRE 

HIGH PALLASIDE FENCE -

MOSS GREEN RAL 6005

NOTE: LANDSCAPING AND 

RETAINING WALL TO BE 

COMPLETED AS PART OF THE 

EDCDUB2.2/03 WORKS.

FIRE TENDER ACCESS ROAD TO BE 

A TEMPORARY SURFACE UNTIL 

FUTURE WORKS OF EDCDUB2.2/03 

ARE COMPLETED. REFER TO CIVILS 

DRAWINGS & SPECIFICATION FOR 

DETAILS / LEVELS
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ISSUED FOR PLANNING APPROVAL
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ALL DIMENSIONS TO BE CHECKED ON SITE
NO DIMENSIONS TO BE SCALED FROM THIS DRAWING
DRAWING IS TO BE READ IN CONJUNCTION WITH RELEVANT CONSULTANTS DRAWINGS
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1 : 200

EdgeConneX Inc.

PLANNING - PERMITTED SUBSTATION LAYOUT AS
GRANTED UNDER SD18A/0298

03/18/21

Author/ Checker

ESS-DUB99 - 110kV 2-Storey Substation, 20kV Building &
Transformer yard

ESS-DUB99-950723

P110

SCALE: 1 : 200
PERMITTED SUBSTATION LAYOUT AS GRANTED UNDER SD18A/02981

REV DATE DESCRIPTION CKH DRN
A TBC H.V PLANNING APPLICATION JM FG

NOTE:
ESB 110kV SUBSTATION UNDER CONSTRUCTION & 
COMPLETION DATE DUE MAY 2021
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