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PLANNING - PERMITTED 110kV GIS SUBSTATION BUILDING
AS GRANTED UNDER SD18A/0298 - GROUND, FIRST FLOOR

& ROOF PLAN

03/18/21

Author/ Checker

ESS-DUB99 - 110kV 2-Storey Substation, 20kV Building &
Transformer yard

ESS-DUB99-950723

P210

SCALE: 1 : 100

GROUND FLOOR PLAN - PERMITTED 110kV GIS SUBSTATION BUILDING AS GRANTED UNDER SD18A/02981

SCALE: 1 : 100

FIRST FLOOR PLAN - PERMITTED 110kV GIS SUBSTATION BUILDING AS GRANTED UNDER SD18A/02982

SCALE: 1 : 100

ROOF PLAN - PERMITTED 110kV GIS SUBSTATION BUILDING AS GRANTED UNDER SD18A/02983
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