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Proposed Watermain

Existing Watermain
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Proposed Fire Hydrant
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NOTES:

The water supply system is to be constructed in
accordance with Irish Water's Code of Practice for
Water Infrastructure (IW-CDS-5020-03) and Irish
Water's Water Infrastructure Standard Details
(IW-CDS-5020-01).

Construction of the water supply system shall ensure
the required separation distances as specified in
Section 3.5 and Section 3.6 of IW-CDS-5020-03.

Watermains to be HDPE SDR17 pipes in accordance
with Section 3.9 of IW-CDS-5020-03.

Sluice valve chambers shall be as per STD-W-15.

Hydrant chambers shall be as per STD-W-18.
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