
Parallel Groove Clamps. If using 95mm² Cu copper
Electrode, copper inserts required between
clamp and electrode.

Earth system consists of Radial Electrode (Potential
Control Ring -95mm² Cu/200/300ACSR) laid into trench.

Earth Ring bolt fixed to 1493ET L/C Mast by Radial Electrode
at Left Mast Leg - Longitudinal Face and Right Mast
Leg - Transversal Face . (indicated by circle).
For details of the earth connection points please refer
to manufacturers specification.
Overground earth connection insulated.
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EARTH RING DETAILS - NTS
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