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92 George’s Street Lower
Dun Laoghaire

Co Dublin, A96 VR66
Tel: +353 (1)506 0632

Website: www.fichtner.ie

BORD NA MÓNA POWERGEN LIMITED

MAIN AND SUBSTATION SITE

DERRYGREENAGH THERMAL POWER PLANT

SITE LAYOUT
VEHICLE TRACKING

PRELIMINARY
AO1 25.10.23
DTW 25.10.23
BAB 25.10.23

S7060-8310-0011DW MAIN SITE VEHICLE TRACKING R2.0

S7060-8310-0011
1:250

R2.01 1

LEGEND

SITE BOUNDARY

R1.0 PRELIMINARY DTW AO1 BAB 08.11.23

TWO WAY TRAFFIC
SITE SPEED LIMIT 15kmph
ALL ROADS TO BE A MINIMUM 8m WIDE
ALL FOOTPATHS TO BE A MINIMUM OF 1m WIDE
PUBLIC ACCESS TO MAIN SITE WILL BE RESTRICTED
VIA SECURITY ENTRANCE.

R13

R13

8

MAIN SITE ENTRANCE

220kV SUBSTATION ENTRANCE

R2.0 SITE LAYOUT UPDATE DTW AO1 BAB 10.01.24


