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Appendix 5 

 
Soakaway Test Records  

RECEIVED: 28/06/2024



Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA01 - Cycle 3 Easting: 703367.422

Client PM Northing: 730634.858

Date: Elevation: 74.273

Summary of ground conditions

from to Description Ground water

0.00 0.20 TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY.

0.20 0.85 Soft brown slightly sandy slightly gravelly CLAY.

0.85 1.50 Firm to stiff grey sandy gravelly cobbly silty CLAY

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP01

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.50 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.20 m

0.85 0.00 Initial depth to Water = 0.85 m

0.85 1.00 Final depth to water = 0.86 m

0.85 2.00 Elapsed time (mins)= 60.00

0.85 3.00

0.85 4.00 Top of permeable soil m

0.86 5.00 Base of permeable soil m

0.86 10.00

0.86 15.00

0.86 20.00

0.86 25.00

0.86 30.00 Base area= 1.54 m2

0.86 40.00 *Av. side area of permeable stratum over test period= 3.741 m2

0.86 50.00 Total Exposed area = 5.281 m2

0.86 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 4.9E-05 m/min        or 8.10032E-07 m/sec

None

12/09/2019
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA12 - Cycle 3 Easting: 703426.489

Client PM Northing: 730585.003

Date: Elevation: 74.565

Summary of ground conditions

from to Description Ground water

0.00 0.20 TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY.

0.20 0.85 Firm grey brown slightly sandy slightly gravelly CLAY

0.85 1.50 Firm brown mottled grey/orange sandy gravelly silty CLAY with a low

cobble content

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP12

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.50 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.00 m

0.44 0.00 Initial depth to Water = 0.44 m

0.44 1.00 Final depth to water = 0.47 m

0.44 2.00 Elapsed time (mins)= 60.00

0.44 3.00

0.44 4.00 Top of permeable soil m

0.44 5.00 Base of permeable soil m

0.44 10.00

0.45 15.00

0.46 20.00

0.46 25.00

0.46 30.00 Base area= 1.4 m2

0.47 40.00 *Av. side area of permeable stratum over test period= 5.643 m2

0.47 50.00 Total Exposed area = 7.043 m2

0.47 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 9.9E-05 m/min        or 1.65649E-06 m/sec

None

12/09/2019
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA19 - Cycle 3 Easting: 703454.168

Client PM Northing: 730563.858

Date: Elevation: 75.544

Summary of ground conditions

from to Description Ground water

0.00 0.30 TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY.

0.30 0.90 Soft to firm grey mottled brown slightly sandy gravelly silty CLAY

0.85 1.50 Firm to stiff grey brown slightly sandy slightly gravelly silty CLAY

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP19

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.50 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.10 m

0.47 0.00 Initial depth to Water = 0.47 m

0.47 1.00 Final depth to water = 0.49 m

0.47 2.00 Elapsed time (mins)= 60.00

0.47 3.00

0.47 4.00 Top of permeable soil m

0.47 5.00 Base of permeable soil m

0.48 10.00

0.48 15.00

0.48 20.00

0.48 25.00

0.49 30.00 Base area= 1.47 m2

0.49 40.00 *Av. side area of permeable stratum over test period= 5.712 m2

0.49 50.00 Total Exposed area = 7.182 m2

0.49 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 6.8E-05 m/min        or 1.1371E-06 m/sec

None

12/09/2019
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA31 - Cycle 3 Easting: 703528.724

Client PM Northing: 730482.402

Date: Elevation: 75.478

Summary of ground conditions

from to Description Ground water

0.00 0.30

0.30 1.30

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP31

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.30 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.20 m

0.41 0.00 Initial depth to Water = 0.41 m

0.42 1.00 Final depth to water = 0.55 m

0.42 2.00 Elapsed time (mins)= 60.00

0.43 3.00

0.43 4.00 Top of permeable soil m

0.44 5.00 Base of permeable soil m

0.45 10.00

0.46 15.00

0.47 20.00

0.48 25.00

0.49 30.00 Base area= 1.54 m2

0.51 40.00 *Av. side area of permeable stratum over test period= 4.756 m2

0.53 50.00 Total Exposed area = 6.296 m2

0.55 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 0.00057 m/min        or 9.51221E-06 m/sec

None

13/09/2019

TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY.

Firm brown mottled grey/orange slightly sandy very gravelly silty CLAY 

with a low cobble content
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA38 - Cycle 3 Easting 703601.636

Client PM Northing 730457.893

Date: Elevation 75.736

Summary of ground conditions

from to Description Ground water

0.00 0.30

0.30 1.40
cobble content

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP38

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.40 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.20 m

0.35 0.00 Initial depth to Water = 0.35 m

0.36 1.00 Final depth to water = 0.55 m

0.37 2.00 Elapsed time (mins)= 60.00

0.38 3.00

0.39 4.00 Top of permeable soil m

0.40 5.00 Base of permeable soil m

0.42 10.00

0.43 15.00

0.44 20.00

0.45 25.00

0.48 30.00 Base area= 1.54 m2

0.50 40.00 *Av. side area of permeable stratum over test period= 5.51 m2

0.52 50.00 Total Exposed area = 7.05 m2

0.55 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 0.00073 m/min        or 1.21355E-05 m/sec

None

13/09/2019

TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY

Firm to stiff brown slightly sandy gravelly silty CLAY with a medium
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA49 - Cycle 3 Easting 703111.638

Client PM Northing 730328.947

Date: Elevation 82.538

Summary of ground conditions

from to Description Ground water

0.00 0.40

0.30 1.40

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.40 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.30 m

0.45 0.00 Initial depth to Water = 0.45 m

0.46 1.00 Final depth to water = 0.71 m

0.47 2.00 Elapsed time (mins)= 60.00

0.48 3.00

0.49 4.00 Top of permeable soil m

0.50 5.00 Base of permeable soil m

0.53 10.00

0.56 15.00

0.58 20.00

0.60 25.00

0.63 30.00 Base area= 1.61 m2

0.66 40.00 *Av. side area of permeable stratum over test period= 4.92 m2

0.69 50.00 Total Exposed area = 6.53 m2

0.71 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 0.00107 m/min        or 1.78067E-05 m/sec

None

11/09/2019

MADE GROUND comprised of compact grey sandy clayey GRAVEL.

Grey brown slightly sandy slightly gravelly silty CLAY with a low 

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP49

cobble content and rare boulders
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA79 - Cycle 3 Easting 703460.658

Client PM Northing 730297.399

Date: Elevation 77.699

Summary of ground conditions

from to Description Ground water

0.00 0.35

0.50 0.80

0.80 1.35

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.40 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.30 m

0.39 0.00 Initial depth to Water = 0.39 m

0.39 1.00 Final depth to water = 0.44 m

0.39 2.00 Elapsed time (mins)= 60.00

0.39 3.00

0.39 4.00 Top of permeable soil m

0.39 5.00 Base of permeable soil m

0.40 10.00

0.41 15.00

0.41 20.00

0.42 25.00

0.42 30.00 Base area= 1.61 m2

0.43 40.00 *Av. side area of permeable stratum over test period= 5.91 m2

0.43 50.00 Total Exposed area = 7.52 m2

0.44 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 0.00018 m/min        or 2.97355E-06 m/sec

None

11/09/2019

TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY

Firm brown slightly sandy gravelly silty CLAY. 

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP79

Firm-stiff greyish brown very gravelly silty CLAY. 
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Soakaway Design     f -value from field tests  IGSL
Contract: PPK3 Contract No. 22000

Test No. SA99 - Cycle 3 Easting 703463.436

Client PM Northing 730149.264

Date: Elevation 80.786

Summary of ground conditions

from to Description Ground water

0.00 0.35

0.35 1.50

Field Data Field Test

Depth to Elapsed Depth of Pit (D) 1.50 m

Water Time Width of Pit (B) 0.70 m

(m) (min) Length of Pit (L) 2.10 m

0.46 0.00 Initial depth to Water = 0.46 m

0.46 1.00 Final depth to water = 0.70 m

0.47 2.00 Elapsed time (mins)= 60.00

0.47 3.00

0.47 4.00 Top of permeable soil m

0.48 5.00 Base of permeable soil m

0.50 10.00

0.52 15.00

0.54 20.00

0.57 25.00

0.59 30.00 Base area= 1.47 m2

0.63 40.00 *Av. side area of permeable stratum over test period= 5.152 m2

0.67 50.00 Total Exposed area = 6.622 m2

0.69 60.00

Infiltration rate (f) = Volume of water used/unit  exposed area / unit time

f= 0.00089 m/min        or 1.47992E-05 m/sec

None

11/09/2019

TOPSOIL: Soft brown slightly sandy slightly gravelly CLAY. 

Firm greyish brown slightly sandy very gravelly silty CLAY with

Notes: Three cycles were carried out with the third cycle represented. Soakway located adjacent to TP99

a low cobble content
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

Soakaway 2 – Fig.1 
 

 
 
Soakaway 2 – Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

Soakaway 12 – Fig. 1 

 
Soakaway 12 – Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

Soakaway 19 – Fig. 1 

Soakaway 19 – Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

Soakaway 31 – Fig 1 

 
 
Soakaway 31 – Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

 
Soakaway 38- Fig. 1 

 
Soakaway 38 – Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

Soakaway 49- Fig 1 

 
Soakaway 49- Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

 
Soakaway 79 – Fig. 1 
 

 
 
Soakaway 79 – Fig. 2 
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PPK3 Profile Park Soakaway Photography Project Number - 22000 

IGSL Ltd. 

Soakaway 99 – Fig. 1 

 
 
Soakaway 99 – Fig. 1 
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Appendix 6 

 
Groundwater Monitoring Records 

RECEIVED: 28/06/2024



Site Location
Project No.

Client
Engineer

Exploratory Hole No. Ground Level (m OD) Standpipe (m bgl) (m OD) (m bgl) (m OD) (m bgl) (m OD) (m bgl) (m OD)
RC01 81.56 SP 50mm 2.60 78.96 1.80 79.76

RC03 81.26 SP 50mm 2.30 78.96 1.52 79.74

RC11 82.35 SP 50mm 2.27 80.08 1.62 80.73

RC12 81.88 SP 50mm 1.80 80.08 1.29 80.59

RC14 82.47 SP 50mm 1.94 80.53 1.34 81.13

RC17 82.62 SP 50mm 2.40 80.22 1.63 80.99

RC21 80.87 SP 50mm 3.45 77.42 3.10 77.77

RC29 80.68 SP 50mm 2.60 78.08 2.10 78.58

Groundwater Monitoring in Standpipes
PPK3 - Profile Park
22000

PM Group

11/11/19
    Date of Monitoring

17/10/19

RECEIVED: 28/06/2024
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Rock Excavation Trial Records 

RECEIVED: 28/06/2024



Project No: 
22000 Rock Excavation Trial Report Sheet

Project: PPK3 Profile Park Trial No.: Trial Excavation 1 (TEX 1)
Client: Date commenced: 16.09.2019
Engineer: PM Group Date completed: 16.09.2019
Location: Grange Castle Co. Dublin Logged by: D O'Shea

Easting Northing Elevation
ING Coordinates 703287.7 730236.1 81.713
(Approximate corners of Excavation) 703284.7 730228 81.662

703292.6 730228.2 81.695
703294 730233 81.549

Equipment Details General Site Conditions

Breaker: 1T hydraulic breaker
Plant Used: 21T tracked Komatsu excavator
Bucket: 5' Toothed Bucket

Rock Excavation Log

Lift No. From Depth 
(m)

To. Depth 
(m)

Bedrock Description Duration 
Breaking/Diggi

ng (min)

Duration Lifting 
(min)

Length (m) Width (m)

1 0.00 2.90 See below 95 8.00 8.00
2 2.90 3.40 See below 55 5 7.90 7.90
3 3.40 3.90 See below 52 5 7.80 7.80

Hydraulic Breaking Production Details

Lift No. Production 
(m^3)

Duration 
Digging 
(min)

Digging Production 
Rate (m^3/hr) Comments

1 185.6 95.00 117
2 31.2 55.00 34
3 30.4 52.00 35

Rock Mass Geology

0.00 0.30 TOPSOIL
0.30 0.70 Firm brown slightly sandy gravelly CLAY. Gravels are angular to subrounded and fine to coarse. Cobbles are

 subangular to subrounded. 
0.70 2.90 Weak and strong (in competent beds), medium to thinly bedded, dark grey/black, fine-grained argillaceous

 LIMESTONE. Weathering grades 3 and 4 (slightly and locally highly weathered) with abundant clay infill.
Discontinuities close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 10mm 
tightening with depth), commonly clay-filled. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 
Scanline Surveys carried out at approx 2.00m depth - refer to discontinuity sheets.
Joint sets highly variable but trends are approximately: J1 - 20°/160, J2 - 88°/046 & J3 - 88°/258

2.90 3.90 Strong, medium to thinly bedded (to thinly laminated where mudstone/shale), dark grey/black, fine-grained LIMESTONE,
Weathering grade 2 (slightly weathered).  
Discontinuities close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 2mm 
tightening with depth), locally clay-smeared. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 

Sample details: Large bulk sample taken at a depth of 3.4 to 3.5m and placed in a 1T sack

Groundwater: Seepage at 2.80m (verly localised on eastern pit face)

Stability: No primary stability issues (i.e. planar, toppling or wedge failure mechanisms) noted in excavation batters of c70 degrees. 

Depth(m)
Rock Mass Description

Overburden and variably weathered rock (excavated by digging with bucket only)
LIMESTONE with some clay infill (hydraulic breaking)
LIMESTONE with some clay infill (hyfraulic breaking)

Flat area beside contractor car park. Grass covered. Dry

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  16/9/19 Face: 022/202

Client: Google Engineer: PM Group Scanline Location: TEX1 Direction:  Horizontal PAGE 1 of 2

Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0.00 J2 84 328 II S 0.3 - CS PL D N 1 2

0.10 J2 88 158 II S 0.3 - CS PL D N 1 2

0.65 J1 18 030 III MS 0.8 5mm CS R D N 1 2

0.70 J2 78 038 II S 0.2 2mm CS R D N 1 2

0.75 J3 78 312 II S 0.1 - CS PL D N 1 2

0.79 J2 44 046 II S 0.2 3mm CS PL D N 1 2

0.82 J1 24 226 III MS 0.4 2mm CS PL D N 1 2

0.85 J1 24 226 III MS 0.4 2mm CS PL D N 1 2

0.90 J3 78 152 II S 0.2 - CS PL D N 1 2

1.01 J2 64 008 II S 0.1 2mm CS PL D N 1 2

1.06 J3 88 258 II S 0.1 - CS PL D N 1 2

1.15 J3 82 290 II S 0.1 - CS PL D N 1 2

1.20 J2 78 018 II S 0.3 2mm CS PL D N 1 2

1.23 J3 62 262 II S 0.3 - CS PL D N 1 2

1.30 J1 20 160 III MS 0.3 2mm CS PL D N 1 2

1.35 J2 18 020 II S 0.1 2mm CS PL D N 1 2

1.50 J1 10 184 III MS 0.3 2mm CS PL D N 1 2

1.60 J2 86 254 II S 0.6 - CS PL D N 1 2

1.70 J2 80 044 II S 0.15 2mm CS PL D N 1 2

1.80 J2 80 044 II S 0.15 2mm CS PL D N 1 2

1.85 J2 80 044 II S 0.15 2mm CS PL D N 1 2

1.90 J2 80 044 II S 0.15 2mm CS PL D N 1 2

2.10 J1 20 164 II S 0.3 1mm CS PL D N 1 2

2.2 J1 20 164 II S 0.3 1mm CS PL D N 1 2

2.25 J1 20 164 II S 0.3 1mm CS PL D N 1 2

2.45 J3 76 314 II S 0.4 1mm CS PL D N 1 2

2.75 J2 60 230 II S 0.4 1mm CS PL D N 1 2

2.8 J3 78 306 II S 0.4 - CS PL D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating

I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent

II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good

III Moderately Weathered (MS) mod. Strong.(CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair

IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 

V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

0.10-0.65m - highly weathered zone with clay infill - no jointing discernible

2.45-2.75m - highly weathered zone with clay infill - no jointing discernible

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  16/9/19 Face: 022/202

Client: Google Engineer: PM Group Scanline Location: TEX1 Direction:  Horizontal PAGE 2 of 2

Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

2.85 J1 10 162 II S 0.5 1mm CS PL D N 1 2

2.92 J3 80 238 II S 0.2 - CS PL D N 1 2

2.98 J3 82 138 II S 0.1 2mm CS PL D N 1 2

3.01 J3 80 130 II S 0.1 2mm CS PL D N 1 2

3.02 J2 84 070 II S 0.3 - CS PL D N 1 2

3.06 J2 60 322 II S 0.1 1mm CS PL D N 1 2

3.1 J2 86 174 II S 0.1 - CS PL D N 1 2

3.14 J1 18 214 II S 0.3 2mm CS PL D N 1 2

3.2 J3 88 076 II S 0.15 - CS PL D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating

I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent

II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good

III Moderately Weathered (MS) mod. Strong.(CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair

IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 

V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  16/9/19 Face: 022/202

Client: Google Engineer: PM Group Scanline Location: TEX1 Direction:  Vertical PAGE 1 of 1

Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0 J1 25 198 II S 0.7 1mm CS PL D N 1 2

0.07 J1 25 198 II S 0.6 1mm CS PL D N 1 2

0.1 J1 25 198 II S 0.2 1mm CS PL D N 1 2

0.14 J1 25 198 II S 0.7 1mm CS PL D N 1 2

0.15 J3 80 090 II S 0.2 - CS PL D N 1 2

0.16 J1 25 198 II S 0.8 1mm CS PL D N 1 2

0.18 J1 25 198 II S 0.7 1mm CS PL D N 1 2

0.2 J1 25 198 II S 0.7 1mm CS PL D N 1 2

0.24 J3 50 296 II S 0.2 - CS PL D N 1 2

0.33 J1 25 198 II S 0.7 1mm CS PL D N 1 2

0.37 J1 25 198 II S 0.3 1mm CS PL D N 1 2

0.39 J1 25 198 II S 0.5 1mm CS PL D N 1 2

0.40 J2 84 070 II S 0.3 - CS PL D N 1 2

0.42 J1 25 198 II S 0.5 1mm CS PL D N 1 2

0.48 J1 25 198 II S 0.5 1mm CS PL D N 1 2

0.54 J1 25 198 II S 0.7 1mm CS PL D N 1 2

0.56 J1 25 198 II S 0.5 1mm CS PL D N 1 2

0.61 J1 25 198 II S 0.3 1mm CS PL D N 1 2

0.62 J1 25 198 II S 0.1 1mm CS PL D N 1 2

0.63 J1 25 198 II S 0.2 1mm CS PL D N 1 2

0.66 J1 25 198 II S 0.5 1mm CS PL D N 1 2

0.67 J1 25 198 II S 0.5 1mm CS PL D N 1 2

0.68 J1 25 198 II S 0.4 1mm CS PL D N 1 2

0.74 J2 86 346 II S 0.15 - CS PL D N 1 2

0.78 J3 82 046 II S 0.2 - CS PL D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating

I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent

II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good

III Moderately Weathered (MS) mod. Strong.(CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair

IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 

V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

RECEIVED: 28/06/2024



Project No: 
22000 Rock Excavation Trial Report Sheet

Project: PPK3 Profile Park Trial No.: Trial Excavation 2 (TEX 2)
Client: Google Date commenced: 17.09.2019
Engineer: PM Group Date completed: 17.09.2019
Location: Grange Castle Co. Dublin Logged by: D O'Shea

Easting Northing Elevation
ING Coordinates 703485.2 730198.2 80.193
(Approximate corners of Excavation) 703482.9 730191.9 80.105

703490.2 730188.9 80.212
703491.2 730196.3 80.08

Equipment Details General Site Conditions

Breaker: 1T hydraulic breaker
Plant Used: 21T tracked Komatsu excavator
Bucket: 5' Toothed Bucket

Rock Excavation Log

Lift No. From Depth 
(m)

To. Depth 
(m)

Bedrock Description Duration 
Breaking/Diggi

ng (min)

Duration Lifting 
(min)

Length (m) Width (m)

1 0.00 3.15 See below 32 4.80 4.50
2 3.15 3.65 See below 20 5 4.80 4.50
3 3.65 4.15 See below 21 5 4.70 4.50

Hydraulic Breaking Production Details

Lift No. Production 
(m^3)

Duration 
Digging 
(min)

Digging Production 
Rate (m^3/hr) Comments

1 68.0 32.00 128
2 10.8 20.00 32
3 10.6 21.00 30

Rock Mass Geology

0.00 0.30 TOPSOIL
0.30 1.10 Firm brown silty slightly sandy gravelly CLAY. Gravels are angular to subrounded and fine to coarse. Cobbles are

 subangular to subrounded. 
1.10 3.15 Weak and medium strong (in competent beds), medium to thinly bedded, dark grey/black, fine-grained LIMESTONE,

Weathering grades 3 and 4 (slightly and locally highly weathered) with abundant clay infill. Discontinuities are 
close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 10mm (tightening with
depth), commonly clay-filled. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 
Scanline Surveys carried out at approx 2.00m depth - refer to discontinuity sheets
Joint sets highly variable but trends are approximately: J1 - 25°/020, J2 - 58°/134 & J3 - 70°/052

3.15 4.15 Strong and very strong, medium to thinly bedded (to thinly laminated where mudstone/shale), dark grey/black, fine-grained
LIMESTONE. Weathering grade 2 (slightly weathered).  
Discontinuities close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 2mm 
tightening with depth), locally clay-smeared. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 

Sample details: Large bulk sample taken at a depth of 3.2m and placed in a 1T sack

Groundwater: No groundwater encountered

Stability: No primary stability issues (i.e. planar, toppling or wedge failure mechanisms) noted on excavation batters of c70 degrees. 

Depth(m)
Rock Mass Description

Overburden and weathered rock - excavated by digging with bucket only
LIMESTONE with some clay infill (hydraulic breaking)
LIMESTONE with some clay infill (hydraulic breaking)

Flat area in field. Grass covered. Dry

RECEIVED: 28/06/2024



IGSL

Project: PPK3 Profile Park Date Logged:  17/9/19 Face: 026/206

Client: Google Engineer: PM Group Scanline Location: TEX2 Direction:  Horizontal PAGE 1 of 1

Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0.00 J2 72 126 II S 0.4 - CS PL D N 1 2

0.10 J1 52 016 II S 0.4 1mm CS PL D N 1 2

0.70 J3 30 030 II S 0.2 - CS R D N 1 2

0.80 J2 58 134 II S 0.3 1mm CS R D N 1 2

1.05 J1 18 070 III MS 0.8 3mm CS PL D N 1 2

1.10 J3 50 040 II S 0.2 - CS R D N 1 2

1.35 J3 50 040 II S 0.2 - CS R D N 1 2

1.40 J2 56 148 II S 0.4 - CS R D N 1 2

1.42 J3 50 040 II S 0.1 - CS R D N 1 2

1.55 J2 56 148 II S 0.2 - CS R D N 1 2

1.60 J2 56 148 II S 0.2 - CS R D N 1 2

2.00 J3 62 060 II S 0.15 - CS R D N 1 2

2.10 J3 62 060 II S 0.15 - CS R D N 1 2

2.15 J1 70 058 III MS 0.8 1mm CS PL D N 1 2

2.30 J3 70 015 II S 0.3 - CS R D N 1 2

2.70 J3 60 056 II S 0.1 - CS R D N 1 2

2.80 J1 40 184 III MS 0.4 2mm CS PL D N 1 2

2.90 J2 70 176 II S 0.1 - CS R D N 1 2

3.00 J1 25 202 III MS 0.2 1mm CS PL D N 1 2

3.01 J1 25 202 III MS 0.2 1mm CS PL D N 1 2

3.03 J1 25 202 III MS 0.2 1mm CS PL D N 1 2

3.05 J1 25 202 III MS 0.2 1mm CS PL D N 1 2

3.3 J1 25 202 III MS 0.2 1mm CS PL D N 1 2

3.34 J3 70 052 II S 0.3 - CS R D N 1 2

3.6 J3 72 084 II S 0.3 - CS R D N 1 2

3.65 J1 25 202 III MS 0.2 1mm CS PL D N 1 2

3.85 J1 52 018 III MS 0.2 1mm CS PL D N 1 2

3.9 J2 82 115 II S 0.3 - CS R D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating

I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent

II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good

III Moderately Weathered (MS) mod. Strong.(CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair

IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 

V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

0.10-0.65m - highly weathered zone with clay infill - no jointing discernible

1.60-2.00m - highly weathered zone with clay infill - no jointing discernible

2.30-2.70m - highly weathered zone with clay infill - no jointing discernible

RECEIVED: 28/06/2024



IGSL

Project: PPK3 Profile Park Date Logged:  17/9/19 Face: 026/206

Client: Google Engineer: PM Group Scanline Location: TEX2 Direction:  Vertical PAGE 1 of 1

Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0.00 J1 52 016 II S 0.4 1mm CS PL D N 1 2

0.02 J2 55 142 II S 0.2 - CS R D N 1 2

0.15 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.24 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.25 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.28 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.29 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.35 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.40 J2 75 130 II S 0.15 - CS R D N 1 2

0.42 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.45 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.50 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.55 J2 75 130 II S 0.15 - CS R D N 1 2

0.58 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.60 J2 75 130 II S 0.65 - CS R D N 1 2

0.69 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.70 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.74 J1 59 024 II S 0.3 1mm CS PL D N 1 2

0.80 J2 60 150 II S 0.5 - CS R D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating

I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent

II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good

III Moderately Weathered (MS) mod. Strong.(CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair

IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 

V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

RECEIVED: 28/06/2024



Project No: 
22000 Rock Excavation Trial Report Sheet

Project: PPK3 Profile Park Trial No.: Trial Excavation 3 (TEX 3)
Client: Date commenced: 18.09.2019
Engineer: PM Group Date completed: 19.09.2019
Location: Grange Castle Co. Dublin Logged by: S. Cunningham

Easting Northing Elevation
ING Coordinates 703423.616 730594.307 74.486
(Approximate corners of Excavation) 703421.019 730587.696 74.628

703430.169 730584.909 74.455
703432.316 730592.168 74.434

Equipment Details General Site Conditions

Breaker: 1T hydraulic breaker
Plant Used: 21T tracked Komatsu excavator
Bucket: 5' Toothed Bucket

Rock Excavation Log

Lift No. From Depth 
(m)

To. Depth 
(m)

Bedrock Description Duration 
Breaking/Diggi

ng (min)

Duration Lifting 
(min)

Length (m) Width (m)

1 0.00 2.50 See below 92 7.80 7.40
2 2.50 3.10 See below 45 5 6.20 6.00
3 3.10 3.70 See below 42 5 6.00 5.70

Hydraulic Breaking Production Details

Lift No. Production 
(m^3)

Duration 
Digging 
(min)

Digging Production 
Rate (m^3/hr) Comments

1 144.3 92.00 94
2 22.3 45.00 30
3 20.5 42.00 29

Rock Mass Geology

0.00 0.30 TOPSOIL
0.30 1.00 Firm grey brown slightly sandy slightly gravelly CLAY with a low cobble content. 

Sand is fine to coarse. Gravel is subangular to subrounded, fine to coarse.
1.00 2.50 Weak and strong (where competent), medium to thinly bedded, dark grey/black, fine-grained argillaceous  LIMESTONE,

Weathering grades 3 and 4 (slightly and locally highly weathered) with abundant clay infill. Discontinuities are 
close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 8mm (tightening with
depth), commonly clay-filled. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 
Scanline Surveys carried out at approx 2.5m depth - see Corresponding Report Sheets
Joint sets highly variable but trends are approximately: J1 - 50°/120, J2 - 80°/150, J3 - 70°/080

2.50 3.70 Strong, medium to thinly bedded (to thinly laminated where mudstone/shale), dark grey/black, fine-grained LIMESTONE,
Weathering grade 2 (slightly weathered).  Discontinuities are 
close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 2mm (tightening with
depth), locally clay-smeared. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 

Sample details: Large bulk sample was taken at a depth of 3.10m and placed in a 1T sack

Groundwater: Seepage at 2.50m

Stability: No primary stability issues (i.e. planar, toppling or wedge failure mechanisms) noted on excavation batters of c70 degrees. 

Depth(m)

Overburden and weathered rock - excavated by digging with bucket only
LIMESTONE with some clay infill
LIMESTONE with some clay infill

Flat area beside located in area 1. Grass covered. Dry

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  18/9/19 Face - 045 - 225

Client: Google Engineer: PM Group Scanline Location: TEX3 Direction: Horizontal PAGE 1 of 1
Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0.00 J1 50 080 II S 0.2 1mm CS PL D N 1 2
0.20 J1 25 108 II S 0.1 2mm CS PL D N 1 2
0.30 J2 80 168 II S 0.1 1mm CS PL D N 1 2
0.35 J2 72 170 II S 0.2 2mm CS PL D N 1 2
0.40 J3 81 084 II S 0.5 - CS PL D N 1 2
0.45 J1 20 095 II S 0.2 2mm CS PL D N 1 2
0.55 J1 29 120 II S 0.4 2mm CS PL D N 1 2
0.60 J2 85 152 II S 0.1 2mm CS PL D N 1 2
0.62 J2 81 149 II S 0.2 2mm CS PL D N 1 2
0.64 J2 80 148 II S 0.3 1mm CS PL D N 1 2
0.65 J2 79 145 II S 0.4 2mm CS PL D N 1 2
0.69 J2 69 138 II S 0.2 2mm CS PL D N 1 2
0.77 J3 70 070 II S 0.2 - CS PL D N 1 2
0.79 J1 20 110 II S 0.2 - CS PL D N 1 2
0.80 J1 25 129 II S 0.2 2mm CS PL D N 1 2
1.20 J1 29 108 II S 0.2 2mm CS PL D N 1 2
1.25 J3 70 070 III MS 0.4 - CS PL D N 1 2

3.40 J2 80 181 III MS 0.2 2mm CS PL D N 1 2
3.60 J3 72 082 II S 0.3 - CS PL D N 1 2
3.70 J2 72 155 II S 0.2 1mm CS PL D N 1 2
3.90 J2 69 128 II S 0.4 2mm CS PL D N 1 2
4.00 J3 69 069 II S 0.2 2mm CS PL D N 1 2
4.2 J2 74 174 II S 0.2 2mm CS PL D N 1 2
4.5 J2 79 186 II S 0.2 1mm CS PL D N 1 2
4.6 J1 21 124 II S 0.2 2mm CS PL D N 1 2
4.9 J1 48 126 II S 0.2 2mm CS PL D N 1 2
5 J2 74 178 II S 0.4 2mm CS PL D N 1 2

5.2 J2 61 153 II S 0.3 3mm CS PL D N 1 2
5.25 J3 68 069 II S 0.2 2mm CS PL D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating
I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent
II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good
III Moderately Weathered (MS) mod. Strong. (CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair
IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 
V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

1.25 - 3.4 - Highly weathered zone with clay infill - no jointing discernible

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  16/9/19 Face - 045 - 225

Client: Google Engineer: PM Group Scanline Location: TEX1 Direction: Vertical PAGE 1 of 1
Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0 J1 18 109 CS PL D N 1 2
0.1 J1 25 085 CS PL D N 1 2
0.2 J1 31 110 CS PL D N 1 2
0.3 J1 35 092 CS PL D N 1 2

0.35 J2 72 168 CS PL D N 1 2
0.4 J1 26 095 CS PL D N 1 2

0.41 J1 49 079 CS PL D N 1 2
0.43 J1 40 100 CS PL D N 1 2
0.45 J1 30 092 CS PL D N 1 2
0.46 J3 74 069 CS PL D N 1 2
0.47 J1 12 100 CS PL D N 1 2
0.49 J1 18 101 CS PL D N 1 2
0.50 J2 69 170 CS PL D N 1 2
0.52 J1 32 103 CS PL D N 1 2
0.53 J1 20 280 CS PL D N 1 2
0.56 J1 40 097 CS PL D N 1 2
0.58 J1 42 089 CS PL D N 1 2
0.62 J3 80 068 CS PL D N 1 2
0.64 J1 36 096 CS PL D N 1 2
0.67 J1 20 101 CS PL D N 1 2

CS PL D N 1 2
CS PL D N 1 2
CS PL D N 1 2
CS PL D N 1 2
CS PL D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating
I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent
II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good
III Moderately Weathered (MS) mod. Strong. (CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair
IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 
V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

RECEIVED: 28/06/2024



Project No: 
22000 Rock Excavation Trial Report Sheet

Project: PPK3 Profile Park Trial No.: Trial Excavation 4 (TEX 4)
Client: Date commenced: 20.09.2019
Engineer: PM Group Date completed: 20.09.2019
Location: Grange Castle Co. Dublin Logged by: S.Cunningham

Easting Northing Elevation
ING Coordinates 703211.733 730300.981 82.747
(Approximate corners of Excavation) 703204.619 730303.854 82.873

703202.271 730297.123 82.99
703208.109 730293.988 83.034

Equipment Details General Site Conditions

Breaker: 1T hydraulic breaker
Plant Used: 21T tracked Komatsu excavator
Bucket: 5' Toothed Bucket

Rock Excavation Log

Lift No. From Depth 
(m)

To. Depth 
(m)

Bedrock Description Duration 
Breaking/Diggi

ng (min)

Duration Lifting 
(min)

Length (m) Width (m)

1 0.00 3.00 See below 95 7.20 7.30
2 3.00 3.60 See below 55 5 7.00 7.00
3 3.60 4.10 See below 50 5 6.70 6.80

Hydraulic Breaking Production Details

Lift No. Production 
(m^3)

Duration 
Digging 
(min)

 Production Rate 
(m^3/hr) Comments

1 157.7 95.00 100
2 29.4 55.00 32
3 22.8 50.00 27

Rock Mass Geology

0.00 0.30 TOPSOIL
0.30 1.20 Firm brown silty slightly sandy gravelly CLAY. Gravels are angular to subrounded and fine to coarse. Cobbles are

 subangular to subrounded. 
1.20 3.00 Weak to strong (where competent), medium to thinly bedded, dark grey/black, fine-grained argillaceous LIMESTONE,

Weathering grades 3 and 4 (slightly and locally highly weathered) with abundant clay infill. Discontinuities are 
close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 10mm (tightening with
depth), commonly clay-filled. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 
Scanline Surveys carried out at approx 3m depth - see Corresponding Report Sheets
Joint sets highly variable but trends are approximately: J1 - 20°/035, J2 - 80°/180, J3 - 80°/60

3.00 4.10 Strong, medium to thinly bedded (to thinly laminated where mudstone/shale), dark grey/black, fine-grained LIMESTONE,
Weathering grade 2 (slightly weathered).  Discontinuities are 
close and medium spaced, surfaces typically smooth to rough and planar with apertures of 1 to 3mm (tightening with
depth), locally clay-smeared. Discontinuity persistence highy variable but largely between 0.1 and 0.9m. 

Sample details: Large bulk sample was taken at a depth of 3.50m and placed in a 1T sack

Groundwater: No groundwater encountered

Stability: No primary stability issues (i.e. planar, toppling or wedge failure mechanisms) noted on excavation batters of c70 degrees. 

Depth(m)
Rock Mass Description

Overburden and weathered rock - excavated by digging with bucket only
LIMESTONE with some clay infill (hydraulic breaking)
LIMESTONE with some clay infill (hydraulic breaking)

Flat area in BAM coumpound (Area 2) 

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  16/9/19 Face: 036 - 216

Client: Google Engineer: PM Group Scanline Location: TEX4 Direction: Horizontal PAGE 1 of 1
Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0 J1 10 030 II S 0.1 1mm CS PL D N 1 2
0.2 J3 86 060 II S 0.1 - CS PL D N 1 2
0.3 J2 68 160 II S 0.1 2mm CS PL D N 1 2
0.4 J3 88 048 II S 0.2 1mm CS PL D N 1 2
0.6 J2 72 178 II S 0.2 2mm CS PL D N 1 2
0.7 J3 76 062 II S 0.2 2mm CS PL D N 1 2
0.8 J2 84 186 II S 0.2 2mm CS PL D N 1 2
0.9 J3 78 150 II S 0.4 2mm CS PL D N 1 2

0.95 J2 85 180 II S 0.2 2mm CS PL D N 1 2
1.00 J3 78 150 II S 0.3 2mm CS PL D N 1 2
1.10 J2 72 172 II S 0.3 1mm CS PL D N 1 2
1.20 J3 70 061 II S 0.2 - CS PL D N 1 2
1.00 J3 71 056 II S 0.2 - CS PL D N 1 2
1.20 J2 81 160 II S 0.4 2mm CS PL D N 1 2
1.55 J3 70 050 II S 0.2 - CS PL D N 1 2
1.80 J2 74 180 II S 0.2 2mm CS PL D N 1 2
2.00 J3 81 072 II S 0.2 - CS PL D N 1 2
2.10 J2 69 171 II S 0.3 2mm CS PL D N 1 2
2.20 J1 25 028 II S 0.5 1mm CS PL D N 1 2
2.30 J1 30 020 II S 0.4 2mm CS PL D N 1 2
2.90 J1 18 018 II S 0.2 2mm CS PL D N 1 2
3.00 J2 80 170 II S 0.3 2mm CS PL D N 1 2
3.10 J2 74 190 II S 0.2 2mm CS PL D N 1 2
3.20 J2 71 192 II S 0.5 2mm CS PL D N 1 2
3.30 J3 67 002 II S 0.4 - CS PL D N 1 2
3.35 J1 20 045 II S 0.2 2mm CS PL D N 1 2
3.45 J1 30 052 II S 0.2 3mm CS PL D N 1 2
3.6 J3 80 145 II S 0.2 2mm CS PL D N 1 2
3.7 J2 74 180 II S 0.3 2mm CS PL D N 1 2

3.75 J2 67 185 II S 0.2 2mm CS PL D N 1 2
KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating

I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent
II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good
III Moderately Weathered (MS) mod. Strong. (CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair
IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 
V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)

RECEIVED: 28/06/2024



IGSL
Project: PPK3 Profile Park Date Logged:  16/9/19 Face: 036 - 216

Client: Google Engineer: PM Group Scanline Location: TEX4 Direction: Vertical PAGE 1 of 1
Chainage Joint Dip Dip Strength Persistence Aperture Joint Joint Ground Daylight- Veg Stability Remarks

Type Direction WG Assessment (m) (mm) Infilling Condition water ing Cover Rating

0 J1 15 146 II S 0.2 1mm CS PL D N 1 2
0.12 J1 30 158 II S 0.2 1mm CS PL D N 1 2
0.15 J2 74 180 II S 0.5 2mm CS PL D N 1 2
0.18 J2 67 185 II S 0.7 2mm CS PL D N 1 2
0.2 J1 60 180 II S 0.2 2mm CS PL D N 1 2

0.22 J1 52 161 II S 0.4 1mm CS PL D N 1 2
0.25 J1 15 035 II S 0.5 1mm CS PL D N 1 2
0.3 J2 70 171 II S 0.2 2mm CS PL D N 1 2

0.31 J3 56 055 II S 0.2 - CS PL D N 1 2
0.30 J3 70 061 II S 0.1 - CS PL D N 1 2
0.35 J1 10 130 II S 0.4 1mm CS PL D N 1 2
0.46 J1 40 164 II S 0.4 - CS PL D N 1 2
0.48 J1 36 157 II S 0.8 2mm CS PL D N 1 2
0.49 J2 70 180 II S 0.4 2mm CS PL D N 1 2
0.53 J1 34 174 II S 0.5 2mm CS PL D N 1 2
0.55 J1 57 152 II S 0.3 2mm CS PL D N 1 2
0.58 J3 70 061 II S 0.6 - CS PL D N 1 2
0.60 J1 10 171 II S 0.2 2mm CS PL D N 1 2

KEY WG - Weathering Grade Rock Strength Joint Infilling Joint Condition Groundwater Veget. Cover Stability Rating
I  Fresh (VS) very strong (C) clean (PL) planar (D) dry 1 none 1 Excellent
II  Slightly Weathered (S) strong (SS) surface staining (R) rough (SS) slight seepage 2 light 2 Good
III Moderately Weathered (MS) mod. Strong. (CS) clay smearing (S) smooth (MS) mod. seepage 3 moderate 3 Fair
IV Highly Weathered (MW) mod. Weak (CF) clay filling (ST) stepped (HS) high seepage 4 heavy 4 Poor 
V Completely weathered (W) weak (CA) calcite (P) polished 5 very heavy 5 Very poor

ENGINEERING GEOLOGICAL MAPPING DATA SHEET (Scanline Survey)
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Compaction Trial records 
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Project No: 
22000 Compaction Trial Report Sheet

Project: PPK3 Profile Park Trial No.: Compaction Trial 1
Client: Date commenced: 19.09.2019
Engineer: PM Group Date completed: 19.09.2019
Location: Grange Castle Co. Dublin Supervisor: S.Cunningham

Easting Northing Elevation
ING Coordinates 703423.616 730594.307 74.486
(Approximate corners of Excavation) 703421.019 730587.696 74.628

703430.169 730584.909 74.455
703432.316 730592.168 74.434

Equipment Details General Site Conditions

Breaker: 1T hydraulic breaker
Plant Used: 21T tracked Komatsu excavator
Bucket: 5' Toothed Bucket
Roller: 3T Smooth Drum Roller JCB Vibromax
Dumper: 6T Forward Tip JCB Dumper
Plate Load Diameter: 450mm

Compaction Trial Methodology

Compaction Trial Results

Layer/Lift Plate Test No. Depth Material

Formation 1 0.5mbgl Firm brown sandy gravelly CLAY
 Layer 1 2 +300mm Dark grey argillacous limestone
 Layer 2 3 +300mm Dark grey argillacous limestone
Layer 3 4 +300mm Dark grey argillacous limestone

BS 1377 Test 4 (incremental load test) and utilized a 450mm plate. Two load cycle tests were performed (initial loading followed by a re-load) and kentledge was provided by
the 21T tracked machine. The plate test results are summarised below with accompanying photographs to illustrate the work. 

The excavated upper bedrock generated from TEX 3 was used at the Compaction Trial 1.  The compaction trial encompassed a footprint of c10 x 15m
and each loose layer or lift was 275 to 300mm in thickness. Three lifts or layers were formed for the compaction trial area. The rock material was dozed out with the 
Komatsu tracked excavator employing a smooth ditching bucket. The material used consisted of the' as-dug' bedrock material with particle sizes typically <150 to 200mm. 
The topsoil was stripped (0.5mbgl) and a plate load test was carried out prior to compaction (formation). Each layer was subject to 10 roller
passes of the smooty drum roller. Plate load tests were carried out following compaction of each layer or lift. The plate load tests were carried out in accordance with 

Ks (MPa/m)
Initial Load / Re-Load

25/45
53/79
61/83
80/90

CBR (%)
Initial Load / Re-Load

2.6/6.9
9.5/8.7

11.8/20.4
19.0/23.6

Compaction Trial 1 was carried out in a flat area adjacent to TEX3 
Grass covered. Dry.
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22000 - PPK3 Profile Park – Compaction Trial Photography 

IGSL Ltd. 

Figure 1 - As dug bedrock material, typically <150 - 200mm 
 

 
 

Figure 2 – Lift/layer 1 after compaction 
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22000 - PPK3 Profile Park – Compaction Trial Photography 

IGSL Ltd. 

Figure 3 – Compaction using a smooth drum roller on layer 2 
 

 
 

Figure 4 – Plate bearing test on layer  
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22000 - PPK3 Profile Park – Compaction Trial Photography 

IGSL Ltd. 

Figure 5 – Grey argillaceous limestone after compaction 
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Geophysical Survey Report 
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PRIVATE AND CONFIDENTIAL 

 

THE FINDINGS OF THIS REPORT ARE THE RESULT OF A GEOPHYSICAL SURVEY USING NON-INVASIVE SURVEY 
TECHNIQUES CARRIED OUT AT THE GROUND SURFACE. INTERPRETATIONS CONTAINED IN THIS REPORT ARE DERIVED 
FROM A KNOWLEDGE OF THE GROUND CONDITIONS, THE GEOPHYSICAL RESPONSES OF GROUND MATERIALS AND THE 

EXPERIENCE OF THE AUTHOR. APEX GEOPHYSICS LTD. HAS PREPARED THIS REPORT IN LINE WITH BEST CURRENT 

PRACTICE AND WITH ALL REASONABLE SKILL, CARE AND DILIGENCE IN CONSIDERATION OF THE LIMITS IMPOSED BY THE 

SURVEY TECHNIQUES USED AND THE RESOURCES DEVOTED TO IT BY AGREEMENT WITH THE CLIENT. THE 

INTERPRETATIVE BASIS OF THE CONCLUSIONS CONTAINED IN THIS REPORT SHOULD BE TAKEN INTO ACCOUNT IN ANY 

FUTURE USE OF THIS REPORT. 
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Project No. 22000 Sample Ref No. AA128656
Project Location: PPK 3 Profile Park Sample Location: TP42 - 0.30m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
80 20 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey,  fine sand & silt / clay size

Rock Types

Type 2:  Sandy Limestone

 SIMPLIFIED PETROLOGY ©

% Present

Sheet 1 of 2

Sample consists of metamorphosed sandstone, sandy limestone and 
concrete with fine grained grey coatings. No evidence of mineralogical 
changes, encrustations (e.g. gypsum) or calcareous mudstone.  Sample in a 
dry state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

Type 1:  Metamorphosed Sandstone 50%

 Riffled & Quartered Sub-Sample

Grey, silt or clay size

Image of Washed Fragments 

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

35%

Washed Fragments Sub-Sample Characteristics

15%(Type 3:  Concrete

Assessed Rock Types (lithologies) in Bulk Sample 
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               Sheet 2 of 2

Metamorphosed Sandstone

Dominant Particle size: 10-80mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Sandy Limestone

Dominant Particle size: 10-60mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): Strong

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

 SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

Clay/silt

Presence of Laminations in hand 
specimen 

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

If YES, Laminar Spacing

If YES, Laminar Spacing

Local Slight Iron-Oxide

Presence of Laminations in hand 
specimen 

Local Slight Iron-Oxide

Clay/silt

RECEIVED: 28/06/2024



Project No. 22000 Sample Ref No. AA128665
Project Location: PPK 3 Profile Park Sample Location: TP48 - 0.50m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
180 10 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey,  fine sand & silt / clay size

Rock Types

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

40%

Washed Fragments Sub-Sample Characteristics

10%(Type 3:  Concrete)

Assessed Rock Types (lithologies) in Bulk Sample 

Type 1:  Metamorphosed Sandstone 50%

 Riffled & Quartered Sub-Sample

Grey, silt or clay size

Image of Washed Fragments 
% Present

Sheet 1 of 2

Samplebconsists of metamorphosed sandstone, sandy limestone and 
concrete with fine grained grey coatings. No evidence of mineralogical 
changes, encrustations (e.g. gypsum) or calcareous mudstone.  Sample in a 
dry state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

 SIMPLIFIED PETROLOGY ©

Type 2:  Sandy Limestone

RECEIVED: 28/06/2024



               Sheet 2 of 2

Metamorphosed Sandstone

Dominant Particle size: 10-80mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Sandy Limestone

Dominant Particle size: 10-180mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): Strong

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

Presence of Laminations in hand 
specimen 

Local Slight Iron-Oxide

Clay/silt

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

If YES, Laminar Spacing

Local Slight Iron-Oxide

Presence of Laminations in hand 
specimen 

If YES, Laminar Spacing

Clay/silt

 SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

RECEIVED: 28/06/2024



Project No. 22000 Sample Ref No. AA128672
Project Location: PPK 3 Profile Park Sample Location: TP52 - 0.30m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
80 15 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey,  fine sand & silt / clay size

Rock Types

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

40%

Washed Fragments Sub-Sample Characteristics

25%Type 3:  Green Sandstone

Assessed Rock Types (lithologies) in Bulk Sample 

Type 1:  Metamorphosed Sandstone 35%

 Riffled & Quartered Sub-Sample

Grey, silt or clay size

Image of Washed Fragments 
% Present

Sheet 1 of 2

Sample consists of metamorphosed sandstone, sandy limestone and green 
sandstone with fine grained grey coatings. No evidence of mineralogical 
changes, encrustations (e.g. gypsum) or calcareous mudstone.  Sample in a 
dry state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

SIMPLIFIED PETROLOGY ©

Type 2:  Sandy Limestone

RECEIVED: 28/06/2024



               Sheet 2 of 2

Metamorphosed Sandstone

Dominant Particle size: 10-60mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Sandy Limestone

Dominant Particle size: 10-80mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): Strong

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Green Sandstone

Dominant Particle size: 10-60mm
Colour: Greenish grey
Strength: Strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

Presence of Laminations in hand 
specimen 

Local Slight Iron-Oxide

Clay/silt

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

Clay/silt

Local Slight Iron-Oxide

If YES, Laminar Spacing

Local Slight Iron-Oxide

Presence of Laminations in hand 
specimen 

If YES, Laminar Spacing

Clay/silt

 SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

RECEIVED: 28/06/2024



Project No. 22000 Sample Ref No. AA123621
Project Location: PPK 3 Profile Park Sample Location: TP54 - 0.30m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
120 25 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey/brown,  fine sand & silt / clay size

Rock Types

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

40%

Washed Fragments Sub-Sample Characteristics

Assessed Rock Types (lithologies) in Bulk Sample 

Type 1:  Muddy Limestone 60%

 Riffled & Quartered Sub-Sample

Grey/brown, silt or clay size

Image of Washed Fragments 
% Present

Sheet 1 of 2

Sample consists of muddy limestone & sandy limestone with fine grained 
grey/brown coatings. No mineralogical changes, encrustations (e.g. gypsum) 
or calcareous mudstone.  Sample in a dry state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

 SIMPLIFIED PETROLOGY ©

Type 2:  Sandy Limestone

RECEIVED: 28/06/2024



               Sheet 2 of 2

Muddy Limestone / Argillaceous Limestone

Dominant Particle size: 10-90mm
Colour: Dark grey/black
Strength: Strong
Apparent Porosity / Water Absorption: Moderate

Reaction to dilute HCL (Dry Sample): Low

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Sandy Limestone

Dominant Particle size: 10-120mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): Strong

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

Presence of Laminations in hand 
specimen 

Sparite

Clay/silt

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

If YES, Laminar Spacing

Local Slight Iron-Oxide

Presence of Laminations in hand 
specimen 

If YES, Laminar Spacing

Clay/silt

GEOLOGICAL CLASSIFICATION / SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

RECEIVED: 28/06/2024



Project No. 22000 Sample Ref No. AA128667
Project Location: PPK 3 Profile Park Sample Location: TP55 - 0.20m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
70 20 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey/brown,  fine sand & silt / clay size

Rock Types

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

20%

Washed Fragments Sub-Sample Characteristics

Assessed Rock Types (lithologies) in Bulk Sample 

Type 1:  Metamorphosed Sandstone 80%

 Riffled & Quartered Sub-Sample

Grey/brown, silt or clay size

Image of Washed Fragments 
% Present

Sheet 1 of 2

Sample consists of metamorphosed sandstone and concrete with fine 
grained grey/brown coatings. No evidence of mineralogical changes, 
encrustations (e.g. gypsum) or calcareous mudstone.  Sample in a damp 
state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

 SIMPLIFIED PETROLOGY ©

Type 2:  Concrete

RECEIVED: 28/06/2024



               Sheet 2 of 2

Metamorphosed Sandstone

Dominant Particle size: 10-80mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

Presence of Laminations in hand 
specimen 

Local Slight Iron-Oxide

Clay/silt

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

If YES, Laminar SpacingPresence of Laminations in hand 
specimen 

If YES, Laminar Spacing

SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

RECEIVED: 28/06/2024



Project No. 22000 Sample Ref No. AA123686
Project Location: PPK 3 Profile Park Sample Location: TP64 - 0.30m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
110 20 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey,  fine sand & silt / clay size

Rock Types

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

15%

Washed Fragments Sub-Sample Characteristics

Assessed Rock Types (lithologies) in Bulk Sample 

Type 1:  Metamorphosed Sandstone 85%

 Riffled & Quartered Sub-Sample

Grey, silt or clay size

Image of Washed Fragments 
% Present

Sheet 1 of 2

Sample consists of metamorphosed sandstone and concrete with fine 
grained grey coatings. No evidence of mineralogical changes, encrustations 
(e.g. gypsum) or calcareous mudstone.  Sample in a dry state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

SIMPLIFIED PETROLOGY ©

Type 2:  Concrete

RECEIVED: 28/06/2024



               Sheet 2 of 2

Metamorphosed Sandstone

Dominant Particle size: 10-110mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

Presence of Laminations in hand 
specimen 

Local Slight Iron-Oxide

Clay/silt

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

If YES, Laminar SpacingPresence of Laminations in hand 
specimen 

If YES, Laminar Spacing

 SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

RECEIVED: 28/06/2024



Project No. 22000 Sample Ref No. AA123683
Project Location: PPK 3 Profile Park Sample Location: TP67 - 0.20m
Client: PM Group Examination & Log by: J. Lawler BSc MSc P Geo

Date Logged: 30/10/18

Particle Sizes Estimation (mm): Max Mean Min.
110 20 10

Particle Shape:
Angular to subrounded

Nature of Fines:

Nature of Coatings:
Grey/dark brown, fine sand & silt / clay size

Rock Types

Note: Rock types and proportions assesed by 
examining bulk sample and washing the fragments 
and examining by naked eye, hand lens and 
binocular microscope.

Bulk Sample Sample Description

60%

Washed Fragments Sub-Sample Characteristics

Assessed Rock Types (lithologies) in Bulk Sample 

Type 1:  Metamorphosed Sandstone 85%

 Riffled & Quartered Sub-Sample

Grey/dark brown, silt or clay size

Image of Washed Fragments 
% Present

Sheet 1 of 2

Sample consists of metamorphosed sandstone and concrete and clay pipe 
with fine grained grey/dark brown coatings. No evidence of mineralogical 
changes, encrustations (e.g. gypsum) or  calcareous mudstone. Sample in a 
damp state.

Notes on sample preparation & examination: Sample reduced (riffled & quartered) in accordance with IS EN 932-2:1999.  Sample examined and classified by 
IGSL Professional Geologist in accordance with IS EN 14689-1:2004, IS EN 932-3:1997 and IS 398;2013 Part 1, Testing & Categorization Protocol. Sample 
examined with hand lens and bionocular microscope.

SIMPLIFIED PETROLOGY ©

Type 2:  Concrete & clay pipe

RECEIVED: 28/06/2024



               Sheet 2 of 2

Metamorphosed Sandstone

Dominant Particle size: 10-80mm
Colour: Blueish grey
Strength: Very strong
Apparent Porosity / Water Absorption: Low

Reaction to dilute HCL (Dry Sample): N/A

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO

Sulphate Mineralisation YES NO

Dominant Particle size:
Colour:

Strength:

Apparent Porosity / Water Absorption:

Reaction to dilute HCL (Dry Sample):

YES NO

Surface Coatings YES NO

Staining YES NO

Secondary Mineral Present YES NO

Carbonate Mineralisation YES NO
Sulphate Mineralisation YES NO

Selected Microscopy Images

Presence of Laminations in hand 
specimen 

Local Slight Iron-Oxide

Clay/silt

If YES, Laminar Spacing

ROCK Type 2

ROCK Type 3

If YES, Laminar SpacingPresence of Laminations in hand 
specimen 

If YES, Laminar Spacing

 SIMPLIFIED PETROLOGY ©

ROCK Type 1

Project No. 22000

Presence of Laminations in hand 
specimen 

RECEIVED: 28/06/2024
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Appendix 11 

 
Soil Laboratory Test Records 

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R106111 Contract No. 22000 Contract Name:

Customer PM Group

Samples Received: 19/09/19 Date Tested: 04/10/19

BH/TP Sample No. Depth (m) Lab. Ref Sample Moisture Liquid Plastic Plasticity % Preparation Liquid Limit Description
Type Content % Limit % Limit % Index <425µm Clause

Substation (Opt.2)  

TP06 AA113617 0.5 A19/4342 B 25 41 20 21 87 WS 4.4 C I
TP09 AA128699 0.6 A19/4343 B 40 48 NP NP 82 WS 4.4

TP12 AA113621 1.0 A19/4344 B 28 42 22 20 87 WS 4.4 C I
TP15 AA113630 0.6 A19/4345 B 21 46 24 22 64 WS 4.4 C I
TP19 AA113640 0.6 A19/4346 0 29 45 23 22 78 WS 4.4 C I
TP19 AA113641 1.3 A19/4347 B 22 42 22 20 67 WS 4.4 C I

Substation (Opt.1)

TP40 AA128659 1.3 A19/4386 B 8.9 30 19 11 33 WS 4.4 C L
TP41 AA128653 1.0 A19/4352 B 27 42 22 20 75 WS 4.4 C I
TP43 AA123700 0.6 A19/4354 B 18 42 19 23 75 WS 4.4 C I

Fuelling Station

TP47 AA128666 1.4 A19/4357 B 18 39 24 15 62 WS 4.4 C I
TP48 AA128666 1.2 A19/4359 B 16 32 NP NP 46 WS 4.4

TP49 AA123695 0.6 A19/4360 B 40 49 23 26 96 WS 4.4 C I
Notes: Preparation: WS - Wet sieved Sample Type: B - Bulk Disturbed Remarks:

AR - As received U - Undisturbed Results apply to the sample as received.

NP - Non plastic NOTE: *Clause 3.2 of BS1377 is a "withdrawn" standard due to publication of ISO17892-1:2014

Liquid Limit 4.3 Cone Penetrometer definitive method Opinions and interpretations are outside the scope of accreditation.

Clause: 4.4 Cone Penetrometer one point method The results relate to the specimens tested.  Any remaining material will be retained for one month.

Persons authorized to approve reports Approved by Date Page

H Byrne (Laboratory Manager)
IGSL Ltd Materials Laboratory

Test Report

Determination of Moisture Content, Liquid & Plastic Limits

Tested in accordance with BS1377:Part 2:1990, clauses 3.2*, 4.3, 4.4 & 5.3

Classification 

(BS5930)

PPK3 Profile Park

1 of 105/11/19

 

Grey/brown slightly sandy, slightly gravelly, CLAY

Grey/brown slightly sandy, slightly gravelly, SILT

Brown slightly sandy, slightly gravelly, CLAY

Brown slightly sandy, slightly gravelly, CLAY

Brown slightly sandy, slightly gravelly, CLAY

Brown sandy, slightly gravelly, CLAY

Brown slightly sandy, slightly gravelly, CLAY

Brown slightly sandy, slightly gravelly, SILT

Grey/brown slightly sandy, slightly gravelly, CLAY

Mottled brown slightly sandy, gravelly, CLAY with many cobbles

Grey/brown slightly sandy, slightly gravelly, CLAY

Brown slightly sandy, slightly gravelly, CLAY

R106111.PIA.xls Tmp: Pl.ll  Rev 02/10

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R106112 Contract No. 22000 Contract Name:

Customer PM Group

Samples Received: 19/09/19 Date Tested: 04/10/19

BH/TP Sample No. Depth (m) Lab. Ref Sample Moisture Liquid Plastic Plasticity % Preparation Liquid Limit Description
Type Content % Limit % Limit % Index <425µm Clause

Data Centre

TP52 AA128673 0.7 A19/4362 B 32 50 25 25 84 WS 4.4 C I

TP54 AA123622 0.8 A19/4364 B 3.8 39 NP NP 17 WS 4.4

TP57 AA123651 0.5 A19/4367 B 7.8 36 20 16 36 WS 4.4 C I

TP57 AA123653 1.0 A19/4368 0 16 29 19 10 43 WS 4.4 C L

TP59 AA123692 0.6 A19/4369 B 19 31 NP NP 70 WS 4.4

TP61 AA123611 0.4 A19/4371 B 24 46 23 23 78 WS 4.4 C I

TP62 AA123617 1.0 A19/4372 B 3.7 40 NP NP 20 WS 4.4

TP64 AA123687 1.0 A19/4373 B 11 36 19 17 45 WS 4.4 C I

TP66 AA123601 0.5 A19/4374 B 11 41 22 19 36 WS 4.4 C I

TP66 AA123602 1.4 A19/4375 B 2.9 42 20 22 13 WS 4.4 C I

TP69 AA123605 0.5 A19/4378 B 7.6 44 21 23 45 WS 4.4 C I

TP69 AA123607 1.5 A19/4379 B 6.9 39 20 19 62 WS 4.4 C I

TP70 AA123603 0.8 A19/4380 B 8.5 35 20 15 57 WS 4.4 C L

TP73 AA123676 0.5 A19/4383 B 26 48 24 24 79 WS 4.4 C I
Notes: Preparation: WS - Wet sieved Sample Type: B - Bulk Disturbed Remarks:

AR - As received U - Undisturbed Results apply to the sample as received.

NP - Non plastic NOTE: *Clause 3.2 of BS1377 is a "withdrawn" standard due to publication of ISO17892-1:2014

Liquid Limit 4.3 Cone Penetrometer definitive method Opinions and interpretations are outside the scope of accreditation.

Clause: 4.4 Cone Penetrometer one point method The results relate to the specimens tested.  Any remaining material will be retained for one month.

Persons authorized to approve reports Approved by Date Page

Grey/brown clayey, sandy, GRAVEL with many cobbles

Brown slightly sandy, slightly gravelly, CLAY

Brown slightly sandy, gravelly, CLAY with many cobbles

Brown clayey, sandy, GRAVEL with some cobbles

Brown slightly clayey, slightly sandy, GRAVEL with many cobbles

Brown clayey, sandy, GRAVEL with some cobbles

05/11/19

Brown slightly sandy, slightly gravelly, CLAY

Grey/brown silty, sandy, GRAVEL

Brown slightly sandy, gravelly, CLAY with some cobbles

Brown slightly sandy, gravelly, CLAY with many cobbles

Brown slightly sandy, gravelly, SILT

Brown slightly sandy, slightly gravelly, CLAY

Brown silty, sandy, GRAVEL with some cobbles

COBBLES with brown slightly sandy, gravelly, clay

H Byrne (Laboratory Manager)
IGSL Ltd Materials Laboratory

Test Report

Determination of Moisture Content, Liquid & Plastic Limits

Tested in accordance with BS1377:Part 2:1990, clauses 3.2*, 4.3, 4.4 & 5.3

Classification 

(BS5930)

PPK3 Profile Park

1 of 1

R106112.PIB.xls Tmp: Pl.ll  Rev 02/10

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R106113 Contract No. 22000 Contract Name:

Customer PM Group

Samples Received: 19/09/19 Date Tested: 04/10/19

BH/TP Sample No. Depth (m) Lab. Ref Sample Moisture Liquid Plastic Plasticity % Preparation Liquid Limit Description
Type Content % Limit % Limit % Index <425µm Clause

TP74 AA123628 0.7 A19/4385 B 9.8 35 19 16 44 WS 4.4 C L
TP74 AA123629 1.5 A19/4386 B 13 37 21 16 38 WS 4.4 C I

CUB (Gen & DC

TP76 AA123635 0.7 A19/4387 B 26 51 NP NP 88 WS 4.4

TP78 AA123679 0.8 A19/4389 B 8.0 32 NP NP 57 WS 4.4

TP80 AA113555 0.5 A19/4391 B 17 41 21 20 60 WS 4.4 C I
TP82 AA113558 0.5 A19/4392 B 15 43 22 21 53 WS 4.4 C I
TP83 AA113552 1.1 A19/4393 B 15 37 NP NP 32 WS 4.4

TP87 AA113582 0.6 A19/4394 B 25 44 23 21 78 WS 4.4 C I
TP89 AA111367 0.6 A19/4396 B 24 51 24 27 79 WS 4.4 C H
TP93 AA113571 0.5 A19/4397 B 20 27 NP NP 63 WS 4.4

TP95 AA113587 1.2 A19/4398 B 21 32 NP NP 53 WS 4.4

TP97 AA113595 0.6 A19/4399 B 14 40 20 20 46 WS 4.4 C I
TP99 AA113591 0.6 A19/4400 B 16 43 24 19 58 WS 4.4 C I

 

Notes: Preparation: WS - Wet sieved Sample Type: B - Bulk Disturbed Remarks:

AR - As received U - Undisturbed Results apply to the sample as received.

NP - Non plastic NOTE: *Clause 3.2 of BS1377 is a "withdrawn" standard due to publication of ISO17892-1:2014

Liquid Limit 4.3 Cone Penetrometer definitive method Opinions and interpretations are outside the scope of accreditation.

Clause: 4.4 Cone Penetrometer one point method The results relate to the specimens tested.  Any remaining material will be retained for one month.

Persons authorized to approve reports Approved by Date Page

H Byrne (Laboratory Manager)
IGSL Ltd Materials Laboratory

Test Report

Determination of Moisture Content, Liquid & Plastic Limits

Tested in accordance with BS1377:Part 2:1990, clauses 3.2*, 4.3, 4.4 & 5.3

Classification 

(BS5930)

PPK3 Profile Park

1 of 105/11/19

Brown slightly sandy, very gravelly, CLAY with many cobbles

Brown slightly sandy, gravelly, CLAY with many cobbles

Brown slightly sandy, slightly gravelly, SILT with many cobbles

Grey/brown silty, sandy, GRAVEL with many cobbles

Brown slightly sandy, gravelly, CLAY

Grey/brown slightly sandy, gravelly, CLAY

Brown sandy gravelly SILT 

Brown slightly sandy, gravelly, CLAY

Brown slightly sandy, gravelly, CLAY

Brown slightly sandy, slightly gravelly, CLAY

Brown slightly sandy, slightly gravelly, CLAY

Grey slightly sandy, slightly gravelly, SILT

Brown sandy, slightly gravelly, SILT with occasional cobbles

R106113.PIC.xls Tmp: Pl.ll  Rev 02/10

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106347  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP06 - Substation Opt.2

63 100 Sample No. AA113617 Lab. Sample No. A19/4342

50 100 Sample Type: B 

37.5 100 Depth (m) 0.50 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 11/10/2019

20 100 Description:

14 100

10 99 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 98

5 97

3.35 95

2 93

1.18 91

0.6 88

0.425 87

0.3 85

0.15 79

0.063 67

0.037 55

0.027 49

0.017 44

0.010 36

0.007 31

0.005 25

0.002 14
Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106348  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP09 - Substation Opt.2

63 100 Sample No. AA128699 Lab. Sample No. A19/4343

50 100 Sample Type: B 

37.5 97 Depth (m) 0.60 Customer: PM Group  

28 97 Date Received 19/09/2019 Date Testing started 11/10/2019

20 95 Description:

14 93

10 91 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 88

5 87

3.35 85

2 82

1.18 79

0.6 76

0.425 75

0.3 73

0.15 68

0.063 58

0.037 48

0.027 42

0.017 37

0.010 32

0.007 25

0.005 20

0.002 10

Approved by: Date: Page no:

18/10/19 1 of 1
IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown slightly sandy, slightly gravelly, SILT

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     

Determination of Particle Size Distribution                                                                                         
Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     

(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R107034  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP12 - Sub-Station (option 2)

63 100 Sample No. AA113621 Lab. Sample No. A19/4344

50 100 Sample Type: B 

37.5 100 Depth (m) 1.00 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 22/10/2019

20 99 Description:

14 98

10 97 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 93

5 92

3.35 90

2 87

1.18 85

0.6 80

0.425 77

0.3 73

0.15 69

0.063 60

Approved by: Date: Page no:

05/11/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

COBBLES

Brown slightly sandy, slightly gravelly, CLAY

GRAVEL
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106428  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 15 - Sub Station Opt.2

63 100 Sample No. AA113630 Lab. Sample No. A19/4345

50 100 Sample Type: B 

37.5 100 Depth (m) 0.60 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 11/10/2019

20 97 Description:

14 95

10 92 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 88

5 87

3.35 85

2 82

1.18 80

0.6 78

0.425 77

0.3 75

0.15 71

0.063 63

0.038 52

0.027 49

0.017 44

0.010 38

0.007 30

0.005 25

0.002 17

Approved by: Date: Page no:

22/10/19 1 of 1
IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     

Determination of Particle Size Distribution                                                                                         
Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     

(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106688  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP19 - Sub Station Opt.2

63 100 Sample No. AA113641 Lab. Sample No. A19/4347

50 100 Sample Type: B 

37.5 100 Depth (m) 0.60 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 22/10/2019

20 99 Description:

14 99

10 98 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 98

5 97

3.35 97

2 95

1.18 94

0.6 93

0.425 93

0.3 92

0.15 89

0.063 86

Approved by: Date: Page no:

29/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

COBBLES

Brown slightly sandy, slightly gravelly, CLAY

GRAVEL
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106396  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP19 - Sub Station Opt.2

63 100 Sample No. AA113640 Lab. Sample No. A19/4347

50 100 Sample Type: B 

37.5 100 Depth (m) 1.30 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 11/10/2019

20 99 Description:

14 99

10 98 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 97

5 92

3.35 86

2 80

1.18 74

0.6 69

0.425 65

0.3 59

0.15 48

0.063 22

0.038 17

0.027 15

0.017 13

0.010 12

0.007 11

0.005 9

0.002 7
Approved by: Date: Page no:

21/10/19 1 of 1

COBBLES

Brown sandy, slightly gravelly, CLAY

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No.  R106689  

 size passing Contract: PPK3 Profile Park

75 85 BH/TP : TP40 - Sub Station Opt.1

63 73 Sample No. AA128659 Lab. Sample No. A19/4350

50 68 Sample Type: B 

37.5 64 Depth (m) 1.30 Customer: PM Group  

28 53 Date Received 19/09/2019 Date Testing started 02/10/2019

20 48 Description:

14 44

10 42 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 38

5 37

3.35 34

2 33

1.18 31

0.6 30

0.425 29

0.3 29

0.15 25

0.063 22

Approved by: Date: Page no:

29/10/19 1 of 1

COBBLES

Mottled brown slightly sandy, gravelly, SILT/CLAY with many cobbles

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     

Determination of Particle Size Distribution                                                                                         
Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     

(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106349  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP41 - Substation Opt.1

63 100 Sample No. AA128653 Lab. Sample No. A19/4352

50 100 Sample Type: B 

37.5 100 Depth (m) 1.00 Customer: PM Group  

28 98 Date Received 19/09/2019 Date Testing started 05/10/2019

20 96 Description:

14 91

10 90 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 86

5 84

3.35 82

2 80

1.18 78

0.6 76

0.425 75

0.3 74

0.15 70

0.063 62

0.037 52

0.027 49

0.017 43

0.010 35

0.007 26

0.005 20

0.002 12
Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106350  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP42 - Substation Opt.1

63 100 Sample No. AA128656 Lab. Sample No. A19/4353

50 93 Sample Type: B 

37.5 80 Depth (m) 0.30 Customer: PM Group  

28 75 Date Received 19/09/2019 Date Testing started 04/10/2019

20 64 Description:

14 55

10 48 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 39

5 34

3.35 28

2 22

1.18 17

0.6 13

0.425 11

0.3 10

0.15 7

0.063 5

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown slightly clayey/silty, sandy, GRAVEL

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106429  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 43  - Sub Station Opt.1

63 100 Sample No. AA123700 Lab. Sample No. A19/4354

50 100 Sample Type: B 

37.5 100 Depth (m) 0.60 Customer: PM Group  

28 99 Date Received 19/09/2019 Date Testing started 15/10/2019

20 96 Description:

14 93

10 90 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 87

5 86

3.35 84

2 80

1.18 77

0.6 73

0.425 71

0.3 69

0.15 65

0.063 57

0.037 50

0.027 42

0.018 33

0.010 25

0.007 21

0.005 18

0.002 12

Approved by: Date: Page no:

22/10/19 1 of 1
IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, SILT/CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     

Determination of Particle Size Distribution                                                                                         
Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     

(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106690  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP47 - Fuelling Station

63 100 Sample No. AA128665 Lab. Sample No. A19/4356

50 100 Sample Type: B 

37.5 93 Depth (m) 0.70 Customer: PM Group  

28 85 Date Received 19/09/2019 Date Testing started 22/10/2019

20 72 Description:

14 59

10 53 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 43

5 40

3.35 32

2 26

1.18 22

0.6 18

0.425 17

0.3 16

0.15 14

0.063 12

Approved by: Date: Page no:

29/10/19 1 of 1

COBBLES

Grey clayey/silty, sandy, GRAVEL

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     

Determination of Particle Size Distribution                                                                                         
Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     

(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R107035  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP47 - Fueling Station 

63 100 Sample No. AA113621 Lab. Sample No. A19/4357

50 100 Sample Type: B 

37.5 96 Depth (m) 1.40 Customer: PM Group  

28 90 Date Received 19/09/2019 Date Testing started 22/10/2019

20 86 Description:

14 84

10 81 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 76

5 73

3.35 70

2 66

1.18 63

0.6 58

0.425 56

0.3 52

0.15 45

0.063 35

Approved by: Date: Page no:

05/11/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

COBBLES

Brown slightly sandy, slightly gravelly, CLAY

GRAVEL
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106691  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 48 - Fuelling Station

63 100 Sample No. AA128665 Lab. Sample No. A19/4358

50 84 Sample Type: B 

37.5 83 Depth (m) 0.50 Customer: PM Group  

28 79 Date Received 19/09/2019 Date Testing started 22/10/2019

20 69 Description:

14 60

10 53 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377 

6.3 44

5 40

3.35 36

2 32

1.18 27

0.6 22

0.425 20

0.3 18

0.15 15

0.063 12

Approved by: Date: Page no:

29/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

grey clayey/silty, very sandy, GRAVEL

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106199  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP48 - Fuelling Station

63 100 Sample No. AA12866 Lab. Sample No. A19/4359

50 82 Sample Type: B 

37.5 79 Depth (m) 1.20 Customer: PM Group  

28 79 Date Received 19/09/2019 Date Testing started 04/10/2019

20 76 Description:

14 75

10 73 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet requirements of BS1377

6.3 72

5 71

3.35 70

2 68

1.18 67

0.6 65

0.425 65

0.3 64

0.15 61

0.063 54

0.037 50

0.027 44

0.018 29

0.010 20

0.007 16

0.005 13

0.002 8
Approved by: Date: Page no:

11/10/19 1 of 1

COBBLES

Brown slightly sandy, slightly gravelly, SILT

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106351  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 49 - Fuelling Station

63 100 Sample No. AA123695 Lab. Sample No. A19/4360

50 100 Sample Type: B 

37.5 100 Depth (m) 0.60 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 04/10/2019

20 100 Description:

14 100

10 99 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 98

5 98

3.35 97

2 96

1.18 94

0.6 92

0.425 91

0.3 90

0.15 86

0.063 80

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106200  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP52 - Data Centre

63 100 Sample No. AA128672 Lab. Sample No. A19/4361

50 100 Sample Type: B 

37.5 85 Depth (m) 0.30 Customer: PM Group  

28 79 Date Received 19/09/2019 Date Testing started 04/10/2019

20 66 Description:

14 57

10 50 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 42

5 38

3.35 33

2 26

1.18 21

0.6 17

0.425 15

0.3 14

0.15 11

0.063 9

Approved by: Date: Page no:

11/10/19 1 of 1

COBBLES

Grey clayey/silty, sandy, GRAVEL

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106430  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP :  TP52 - Data Centre

63 100 Sample No. AA128673 Lab. Sample No. A19/4362

50 100 Sample Type: B 

37.5 100 Depth (m) 0.70 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 15/10/2019

20 96 Description:

14 95

10 93 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 91

5 90

3.35 89

2 87

1.18 85

0.6 83

0.425 82

0.3 81

0.15 79

0.063 76

Approved by: Date: Page no:

22/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106201  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP54 - Data Centre

63 100 Sample No. AA123621 Lab. Sample No. A19/4363

50 86 Sample Type: B 

37.5 78 Depth (m) 0.30 Customer: PM Group  

28 65 Date Received 19/09/2019 Date Testing started 05/10/2019

20 59 Description:

14 55

10 51 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 47

5 46

3.35 43

2 41

1.18 39

0.6 37

0.425 37

0.3 36

0.15 34

0.063 32

Approved by: Date: Page no:

11/10/19 1 of 1

COBBLES

Brown slightly sandy, gravelly, SILT/CLAY

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106352  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 54 - Data Centre

63 100 Sample No. AA123622 Lab. Sample No. A19/4364

50 74 Sample Type: B 

37.5 67 Depth (m) 0.80 Customer: PM Group  

28 54 Date Received 19/09/2019 Date Testing started 04/10/2019

20 44 Description:

14 37

10 33 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 25

5 23

3.35 19

2 15

1.18 12

0.6 9

0.425 9

0.3 8

0.15 6

0.063 5

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown silty, sandy, GRAVEL

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106353  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 55 - Data Centre

63 100 Sample No. AA128667 Lab. Sample No. A19/4365

50 100 Sample Type: B 

37.5 100 Depth (m) 0.20 Customer: PM Group  

28 98 Date Received 19/09/2019 Date Testing started 04/10/2019

20 89 Description:

14 76

10 69 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 57

5 52

3.35 45

2 36

1.18 30

0.6 23

0.425 21

0.3 18

0.15 14

0.063 10

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown clayey/silty, very sandy, GRAVEL

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R107038  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 57 - Data Centre

63 85 Sample No. AA123651 Lab. Sample No. A19/4367

50 80 Sample Type: B 

37.5 77 Depth (m) 0.50 Customer: PM Group  

28 73 Date Received 19/09/2019 Date Testing started 04/10/2019

20 69 Description:

14 66

10 62 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377 

6.3 58

5 55

3.35 50

2 45

1.18 42

0.6 38

0.425 36

0.3 33

0.15 30

0.063 25

Approved by: Date: Page no:

18/10/19 1 of 1

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

GRAVEL

Brown slightly sandy, gravelly, CLAY with some cobbles

COBBLES

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106354  

 size passing Contract: PPK3 Profile Park

75 78 BH/TP : TP 57 - Data Centre

63 63 Sample No. AA123653 Lab. Sample No. A19/4368

50 57 Sample Type: B 

37.5 57 Depth (m) 1.00 Customer: PM Group  

28 53 Date Received 19/09/2019 Date Testing started 04/10/2019

20 51 Description:

14 49

10 46 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377 

6.3 42

5 40

3.35 37

2 34

1.18 31

0.6 29

0.425 28

0.3 26

0.15 24

0.063 21

Approved by: Date: Page no:

18/10/19 1 of 1

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

GRAVEL

Brown slightly sandy, gravelly, CLAY with many cobbles

COBBLES

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106202  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP59 - Data Centre

63 100 Sample No. AA106202 Lab. Sample No. A19/4369

50 93 Sample Type: B 

37.5 78 Depth (m) 0.60 Customer: PM Group  

28 74 Date Received 19/09/2019 Date Testing started 05/10/2019

20 71 Description:

14 70

10 68 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 65

5 63

3.35 61

2 58

1.18 55

0.6 52

0.425 50

0.3 49

0.15 46

0.063 42

Approved by: Date: Page no:

11/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, gravelly, SILT

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare
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particle % Contract No: 22000 Report No. R106397  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 61 - Data Centre

63 100 Sample No. AA123611 Lab. Sample No. A19/4371

50 100 Sample Type: B 

37.5 100 Depth (m) 0.40 Customer: PM Group  

28 97 Date Received 19/09/2019 Date Testing started 11/10/2019

20 96 Description:

14 95

10 93 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 91

5 90

3.35 87

2 84

1.18 81

0.6 78

0.425 77

0.3 75

0.15 71

0.063 64

0.037 58

0.027 50

0.018 39

0.010 32

0.007 26

0.005 22

0.002 13
Approved by: Date: Page no:

21/10/19 1 of 1

COBBLES

Brown slightly sandy, slightly gravelly, CLAY

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106355  

 size passing Contract: PPK3 Profile Park

75 85 BH/TP : TP 62 - Data Centre

63 85 Sample No. AA123617 Lab. Sample No. A19/4372

50 79 Sample Type: B 

37.5 70 Depth (m) 1.00 Customer: PM Group  

28 52 Date Received 19/09/2019 Date Testing started 11/10/2019

20 36 Description:

14 31

10 28 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 23

5 23

3.35 20

2 17

1.18 14

0.6 12

0.425 11

0.3 10

0.15 8

0.063 6

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown silty, sandy, GRAVEL with some cobbles

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

7
5

6
3

5
0

3
7
.5

2
8

2
0

1
4

1
0

6
.3

53
.3

5

21
.1

8

0
.6

0
.4

2
5

0
.3

0
.1

5

0
.0

6
3

0

10

20

30

40

50

60

70

80

90

100

0.0001 0.001 0.01 0.1 1 10 100

CLAY                     SILT    Sieve size (mm)   SAND                       GRAVEL

Pe
rc

en
ta

ge
 p

as
si

ng
 (

%
)

IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106356  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 64 - Data Centre

63 100 Sample No. AA123686 Lab. Sample No. A19/4373

50 78 Sample Type: B 

37.5 68 Depth (m) 0.30 Customer: PM Group  

28 59 Date Received 19/09/2019 Date Testing started 05/10/2019

20 53 Description:

14 45

10 41 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377 

6.3 34

5 32

3.35 27

2 23

1.18 20

0.6 17

0.425 16

0.3 15

0.15 13

0.063 12

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown clayey/silty, sandy, GRAVEL

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R107037  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP64 - Data Centre

63 77 Sample No. AA123687 Lab. Sample No. A19/4372

50 77 Sample Type: B 

37.5 64 Depth (m) 1.00 Customer: PM Group  

28 59 Date Received 19/09/2019 Date Testing started 24/10/2019

20 56 Description:

14 54

10 51 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 48

5 46

3.35 43

2 40

1.18 37

0.6 34

0.425 33

0.3 31

0.15 28

0.063 24

Approved by: Date: Page no:

05/11/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

COBBLES

Brown slightly sandy, gravelly, CLAY with many cobbles

GRAVEL
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106357  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 66 - Data Centre

63 83 Sample No. AA123601 Lab. Sample No. A19/4374

50 83 Sample Type: B 

37.5 79 Depth (m) 0.50 Customer: PM Group  

28 66 Date Received 19/09/2019 Date Testing started 04/10/2019

20 56 Description:

14 48

10 42 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 36

5 34

3.35 30

2 26

1.18 24

0.6 23

0.425 23

0.3 23

0.15 22

0.063 20

0.037 18

0.027 17

0.017 14

0.010 13

0.007 12

0.005 11

0.002 8
Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown clayey, sandy, GRAVEL with some cobbles

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106203  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP66 - Data Centre

63 64 Sample No. AA106203 Lab. Sample No. A19/4375

50 27 Sample Type: B 

37.5 16 Depth (m) 1.40 Customer: PM Group  

28 10 Date Received 19/09/2019 Date Testing started 05/10/2019

20 7 Description:

14 6

10 5 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 4

5 4

3.35 4

2 3

1.18 3

0.6 3

0.425 3

0.3 2

0.15 2

0.063 2

Approved by: Date: Page no:

11/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly clayey, slightly sandy, GRAVEL with many cobbles

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106358  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP67

63 100 Sample No. AA123683 Lab. Sample No. A19/4376

50 92 Sample Type: B 

37.5 71 Depth (m) 0.20 Customer: PM Group  

28 64 Date Received 19/09/2019 Date Testing started 05/10/2019

20 61 Description:

14 59

10 56 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 54

5 50

3.35 39

2 30

1.18 28

0.6 26

0.425 25

0.3 24

0.15 21

0.063 17

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown clayey/silty, sandy, GRAVEL

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106398  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 69 - Data Centre

63 91 Sample No. AA123605 Lab. Sample No. A19/4378

50 63 Sample Type: B 

37.5 55 Depth (m) 0.50 Customer: PM Group  

28 43 Date Received 19/09/2019 Date Testing started 11/10/2019

20 37 Description:

14 33

10 31 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 28

5 27

3.35 25

2 23

1.18 22

0.6 20

0.425 19

0.3 18

0.15 17

0.063 16

Approved by: Date: Page no:

21/10/19 1 of 1

COBBLES

Brown clayey, sandy, GRAVEL with some cobbles

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106359  

 size passing Contract: PPK3 Profile Park

75 80 BH/TP : TP69

63 48 Sample No. AA123607 Lab. Sample No. A19/4374

50 42 Sample Type: B 

37.5 35 Depth (m) 1.50 Customer: PM Group  

28 32 Date Received 19/09/2019 Date Testing started 05/10/2019

20 30 Description:

14 28

10 28 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 26

5 26

3.35 25

2 25

1.18 24

0.6 24

0.425 24

0.3 23

0.15 23

0.063 22

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

COBBLES with brown slightly sandy, gravelly, clay

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106281  

 size passing Contract: PPK3 Profile Park

75 69 BH/TP : TP 70 - Data Centre

63 61 Sample No. AA123805 Lab. Sample No. A19/4380

50 38 Sample Type: B 

37.5 33 Depth (m) 0.80 Customer: PM Group  

28 33 Date Received 19/09/2019 Date Testing started 04/10/2019

20 30 Description:

14 29

10 27 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 25

5 24

3.35 23

2 22

1.18 21

0.6 20

0.425 19

0.3 19

0.15 18

0.063 16

Approved by: Date: Page no:

16/10/19 1 of 1

COBBLES

Grey/brown clayey, sandy, GRAVEL with many cobbles

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106360  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP72

63 94 Sample No. AA123625 Lab. Sample No. A190/4382

50 87 Sample Type: B 

37.5 72 Depth (m) 0.35 Customer: PM Group  

28 59 Date Received 19/09/2019 Date Testing started 04/10/2019

20 49 Description:

14 39

10 31 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 25

5 21

3.35 18

2 14

1.18 12

0.6 9

0.425 8

0.3 7

0.15 5

0.063 4

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly clayey/silty, sandy, GRAVEL with some cobbles

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare
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particle % Contract No: 22000 Report No. R106431  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP73 -  Data Centre

63 100 Sample No. AA123676 Lab. Sample No. A19/4383

50 100 Sample Type: B 

37.5 100 Depth (m) 0.50 Customer: PM Group  

28 100 Date Received 19/09/2019 Date Testing started 15/10/2019

20 100 Description:

14 100

10 99 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 99

5 98

3.35 97

2 96

1.18 94

0.6 92

0.425 90

0.3 88

0.15 83

0.063 74

0.037 62

0.027 55

0.018 43

0.010 37

0.007 29

0.005 24

0.002 16
Approved by: Date: Page no:

22/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare
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particle % Contract No: 22000 Report No. R106399  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 74 - Data Centre

63 57 Sample No. AA123628 Lab. Sample No. A19/4385

50 52 Sample Type: B 

37.5 52 Depth (m) 0.70 Customer: PM Group  

28 50 Date Received 19/09/2019 Date Testing started 11/10/2019

20 47 Description:

14 45

10 43 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 40

5 38

3.35 35

2 30

1.18 27

0.6 25

0.425 24

0.3 23

0.15 22

0.063 21

0.037 19

0.027 17

0.017 16

0.010 14

0.007 12

0.005 11

0.002 8
Approved by: Date: Page no:

21/10/19 1 of 1

COBBLES

Brown slightly sandy, very gravelly, CLAY with many cobbles

GRAVEL

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R107036  

 size passing Contract: PPK3 Profile Park

75 80 BH/TP : TP74 - Data Centre

63 80 Sample No. AA123629 Lab. Sample No. A19/4386

50 80 Sample Type: B 

37.5 65 Depth (m) 1.50 Customer: PM Group  

28 58 Date Received 19/09/2019 Date Testing started 24/10/2019

20 56 Description:

14 53

10 51 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 48

5 47

3.35 44

2 42

1.18 40

0.6 38

0.425 37

0.3 35

0.15 31

0.063 26

Approved by: Date: Page no:

05/11/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

COBBLES

Brown slightly sandy, gravelly, CLAY with many cobbles

GRAVEL
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106361  

 size passing Contract: PPK3 Profile Park

75 69 BH/TP : TP76 - CUB

63 69 Sample No. AA123635 Lab. Sample No. A19/4387

50 69 Sample Type: B 

37.5 69 Depth (m) 0.65 Customer: PM Group  

28 67 Date Received 19/09/2019 Date Testing started 05/10/2019

20 67 Description:

14 67

10 66 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 65

5 65

3.35 64

2 63

1.18 61

0.6 60

0.425 59

0.3 57

0.15 53

0.063 46

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, SILT with many cobbles

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106362  

 size passing Contract: PPK3 Profile Park

75 65 BH/TP : TP78 - CUB

63 53 Sample No. AA123679 Lab. Sample No. A19/4389

50 53 Sample Type: B 

37.5 51 Depth (m) 0.80 Customer: PM Group  

28 49 Date Received 19/09/2019 Date Testing started 05/10/2019

20 45 Description:

14 43

10 41 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 38

5 36

3.35 34

2 31

1.18 29

0.6 26

0.425 25

0.3 24

0.15 22

0.063 19

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown silty, sandy, GRAVEL with many cobbles

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106204  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP80 - CUB

63 100 Sample No. AA113555 Lab. Sample No. A19/4391

50 100 Sample Type: B 

37.5 97 Depth (m) 0.50 Customer: PM Group  

28 90 Date Received 19/09/2019 Date Testing started 04/10/2019

20 84 Description:

14 76

10 70 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 65

5 63

3.35 61

2 59

1.18 57

0.6 55

0.425 54

0.3 53

0.15 50

0.063 44

0.037 38

0.027 34

0.017 30

0.010 26

0.007 22

0.005 18

0.002 13
Approved by: Date: Page no:

11/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106363  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP82 - CUB

63 100 Sample No. AA113558 Lab. Sample No. A19/4392

50 95 Sample Type: B 

37.5 86 Depth (m) 0.50 Customer: PM Group  

28 75 Date Received 19/09/2019 Date Testing started 04/10/2019

20 69 Description:

14 64

10 59 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 54

5 53

3.35 50

2 47

1.18 45

0.6 44

0.425 43

0.3 42

0.15 40

0.063 37

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Grey/brown slightly sandy, gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106364  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP87 - CUB

63 100 Sample No. AA113582 Lab. Sample No. A19/4394

50 100 Sample Type: B 

37.5 100 Depth (m) 0.60 Customer: PM Group  

28 98 Date Received 19/09/2019 Date Testing started 05/10/2019

20 97 Description:

14 95

10 93 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 91

5 90

3.35 87

2 84

1.18 81

0.6 77

0.425 74

0.3 72

0.15 65

0.063 52

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106365  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP89 - CUB

63 100 Sample No. AA113678 Lab. Sample No. A19/4396

50 96 Sample Type: B 

37.5 91 Depth (m) 0.60 Customer: PM Group  

28 88 Date Received 19/09/2019 Date Testing started 04/10/2019

20 87 Description:

14 84

10 82 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 80

5 79

3.35 78

2 77

1.18 76

0.6 74

0.425 73

0.3 72

0.15 70

0.063 66

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, slightly gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106692  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP 93 - CUB

63 100 Sample No. AA113571 Lab. Sample No. A19/4397

50 100 Sample Type: B 

37.5 100 Depth (m) 0.50 Customer: PM Group  

28 94 Date Received 19/09/2019 Date Testing started 22/10/2019

20 87 Description:

14 83

10 79 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 75

5 74

3.35 70

2 66

1.18 63

0.6 59

0.425 57

0.3 55

0.15 48

0.063 42

Approved by: Date: Page no:

29/10/19 1 of 1

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

GRAVEL

Grey slightly sandy, slightly gravelly, SILT

COBBLES

IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R107033  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP95 - CUB

63 100 Sample No. AA113587 Lab. Sample No. A19/4398

50 100 Sample Type: B 

37.5 100 Depth (m) 1.20 Customer: PM Group  

28 94 Date Received 19/09/2019 Date Testing started 24/10/2019

20 93 Description:

14 89

10 87 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 83

5 81

3.35 80

2 76

1.18 72

0.6 65

0.425 63

0.3 59

0.15 49

0.063 41

Approved by: Date: Page no:

05/11/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)

SILT/CLAY

COBBLES

Brown sandy, slightly gravelly, SILT with occasional cobbles

GRAVEL

7
5

6
3

5
0

3
7
.5

2
8

2
0

1
4

1
0

6
.3

53
.3

5

21
.1

8

0
.6

0
.4

2
5

0
.3

0
.1

5

0
.0

6
3

0

10

20

30

40

50

60

70

80

90

100

0.0001 0.001 0.01 0.1 1 10 100

CLAY                     SILT    Sieve size (mm)   SAND                       GRAVEL

Pe
rc

en
ta

ge
 p

as
si

ng
 (

%
)

IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106366  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP97 - CUB

63 100 Sample No. AA113595 Lab. Sample No. A19/4399

50 81 Sample Type: B 

37.5 77 Depth (m) 0.60 Customer: PM Group  

28 71 Date Received 19/09/2019 Date Testing started 05/10/2019

20 62 Description:

14 58

10 56 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received. Sample size did not meet the requirements of BS1377

6.3 51

5 49

3.35 46

2 42

1.18 39

0.6 36

0.425 34

0.3 33

0.15 31

0.063 27

0.038 23

0.027 21

0.018 18

0.010 15

0.007 13

0.005 11

0.002 7
Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



particle % Contract No: 22000 Report No. R106367  

 size passing Contract: PPK3 Profile Park

75 100 BH/TP : TP99 - CUB

63 100 Sample No. AA113591 Lab. Sample No. A19/4400

50 92 Sample Type: B 

37.5 81 Depth (m) 0.60 Customer: PM Group  

28 73 Date Received 19/09/2019 Date Testing started 04/10/2019

20 64 Description:

14 59

10 56 Remarks Note: Clause 9.2 and Clause 9.5 of BS1377:Part 2:1990 have been superseded by ISO17892-4:2016 . Results apply to sample as received.

6.3 52

5 50

3.35 48

2 46

1.18 45

0.6 43

0.425 43

0.3 42

0.15 41

0.063 38

Approved by: Date: Page no:

18/10/19 1 of 1IGSL Ltd Materials Laboratory

Persons authorised to approve report:   J Barrett (Quality Manager)  H Byrne (Laboratory Manager) 

GRAVEL

Brown slightly sandy, gravelly, CLAY

COBBLES

SILT/CLAY

SAND

TEST REPORT                                                                                                     
Determination of Particle Size Distribution                                                                                         

Tested in accordance with: BS1377:Part2:1990 , clause 9.2 & 9.5                                                                                                     
(note: Sedimentation stage not accredited)
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IGSL Ltd, M7 Business Park, Newhall, Naas, Co Kildare

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106194 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 10/10/19

BH/TP No. TP06 - Sub Station (Opt.2) Sample No. AA113617 Type: B

Depth (m) 0.50 Lab sample No. A19/4342

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 25 Bulk Density (Mg/m3): 1.92

Surcharge (kg): 4 Dry Density (Mg/m3): 1.53
% Material >20mm: 0
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 1.6 0.8 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Grey/brown slightly sandy, slightly gravelly, CLAY

25 25

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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R106194.TP06@0.50m.CBR.xls Tmp: CBR Report.ML Rev 2 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106195 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 10/10/19

BH/TP No. TP09 - Sub Station (Opt.2) Sample No. AA128699 Type: B

Depth (m) 0.60 Lab sample No. A19/4343

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 39 Bulk Density (Mg/m3): 1.77

Surcharge (kg): 4 Dry Density (Mg/m3): 1.27
% Material >20mm: 7.3
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.5 0.4 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Grey/brown slightly sandy, slightly gravelly, SILT

39 40

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106542 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 22/10/19

BH/TP No. TP12 Sample No. AA113621 Type: B

Depth (m) 1.00 Lab sample No. A19/4344

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 22 Bulk Density (Mg/m3): 2.05

Surcharge (kg): 4 Dry Density (Mg/m3): 1.68
% Material >20mm: 11
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.8 0.6 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

22 22

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106196 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 10/10/19

BH/TP No. TP15 - Sub Station (Opt.2) Sample No. AA113630 Type: B

Depth (m) 0.60 Lab sample No. A19/4345

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 22 Bulk Density (Mg/m3): 1.99

Surcharge (kg): 4 Dry Density (Mg/m3): 1.63
% Material >20mm: 8.6
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 9.4 9.4 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

22 22

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106628 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 23/10/19

BH/TP No. TP19 - Sub Station Opt.2 Sample No. AA113640 Type: B

Depth (m) 0.60 Lab sample No. A19/4347

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 23 Bulk Density (Mg/m3): 2.02

Surcharge (kg): 4 Dry Density (Mg/m3): 1.64
% Material >20mm: 13
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.6 0.7 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

IGSL Ltd Materials Laboratory 24/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

23 23

PM Group

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106114 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP40 - Substation (Opt.1) Sample No. AA128659 Type: B

Depth (m) 1.30 Lab sample No. A19/4350

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 17 Bulk Density (Mg/m3): 2.12

Surcharge (kg): 4 Dry Density (Mg/m3): 1.81
% Material >20mm: 25
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.5 0.6 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Dark brown sandy gravelly CLAY

18 17

PM Group

IGSL Ltd Materials Laboratory 04/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106148 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP43 - Substation (Option 1) Sample No. AA123700 Type: B

Depth (m) 0.60 Lab sample No. A19/4354

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 19 Bulk Density (Mg/m3): 2.08

Surcharge (kg): 4 Dry Density (Mg/m3): 1.75
% Material >20mm: 4.2
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 1.0 0.9 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

19 19

PM Group

IGSL Ltd Materials Laboratory 10/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, SILT/CLAY

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106629 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 23/10/19

BH/TP No. TP47 - Fuelling Station Sample No. AA12866 Type: B

Depth (m) 1.40 Lab sample No. A19/4357

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 23 Bulk Density (Mg/m3): 1.99

Surcharge (kg): 4 Dry Density (Mg/m3): 1.61
% Material >20mm: 7.8
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.9 1.0 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

IGSL Ltd Materials Laboratory 24/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

23 23

PM Group

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106149 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP49 - Fuelling Station Sample No. AA123695 Type: B

Depth (m) 0.60 Lab sample No. A19/4360

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 41 Bulk Density (Mg/m3): 1.79

Surcharge (kg): 4 Dry Density (Mg/m3): 1.27
% Material >20mm: 0
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.6 0.3 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Grey/brown slightly sandy, slightly gravelly, CLAY

40 43

PM Group

IGSL Ltd Materials Laboratory 10/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106150 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP52 - Data Centre Sample No. AA128673 Type: B

Depth (m) 0.70 Lab sample No. A19/4362

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 35 Bulk Density (Mg/m3): 1.84

Surcharge (kg): 4 Dry Density (Mg/m3): 1.36
% Material >20mm: 1.8
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 2.1 1.8 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

36 35

PM Group

IGSL Ltd Materials Laboratory 10/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106151 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP54 - Data Centre Sample No. AA123622 Type: B

Depth (m) 0.80 Lab sample No. A19/4364

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 6 Bulk Density (Mg/m3): 2.33

Surcharge (kg): 4 Dry Density (Mg/m3): 2.20
% Material >20mm: 37
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 84 108 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Grey/brown silty, sandy, GRAVEL

6.0 6.0

PM Group

IGSL Ltd Materials Laboratory 10/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R105964 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 02/10/19

BH/TP No. TP57 - Data Center Sample No. AA123651 Type: B

Depth (m) 0.50 Lab sample No. A19/4367

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 7 Bulk Density (Mg/m3): 2.41

Surcharge (kg): 4 Dry Density (Mg/m3): 2.26
% Material >20mm: 42
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 72 50 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

PPK3 Profile Park

Brown slightly sandy, gravelly, CLAY with some cobbles

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

5.9 7.0

PM Group

IGSL Ltd Materials Laboratory 03/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106017 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 03/10/19

BH/TP No. TP57 - Data Center Sample No. AA123653 Type: B

Depth (m) 1.00 Lab sample No. A19/4368

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 12 Bulk Density (Mg/m3): 2.23

Surcharge (kg): 4 Dry Density (Mg/m3): 1.99
% Material >20mm: 15
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 31 31 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

IGSL Ltd Materials Laboratory 04/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, gravelly, CLAY with some cobbles

12 12

PM Group

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106115 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP59 - Data Centre Sample No. AA123692 Type: B

Depth (m) 0.60 Lab sample No. A19/4369

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 24 Bulk Density (Mg/m3): 2.02

Surcharge (kg): 4 Dry Density (Mg/m3): 1.63
% Material >20mm: 13
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.6 0.8 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, gravelly, SILT

25 23

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106116 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 04/10/19

BH/TP No. TP61 - Data Centre Sample No. AA123611 Type: B

Depth (m) 0.40 Lab sample No. A19/4371

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 26 Bulk Density (Mg/m3): 1.95

Surcharge (kg): 4 Dry Density (Mg/m3): 1.55
% Material >20mm: 0
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 5.4 3.5 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

26 26

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106117 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP62 - Data Centre Sample No. AA123617 Type: B

Depth (m) 1.00 Lab sample No. A19/4372

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 6 Bulk Density (Mg/m3): 2.30

Surcharge (kg): 4 Dry Density (Mg/m3): 2.16
% Material >20mm: 47
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 70 78 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown silty, sandy, GRAVEL with some cobbles

6.1 6.4

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106118 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP64 - Data Centre Sample No. AA123687 Type: B

Depth (m) 1.00 Lab sample No. AA123687

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 16 Bulk Density (Mg/m3): 2.15

Surcharge (kg): 4 Dry Density (Mg/m3): 1.85
% Material >20mm: 50
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.4 0.5 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

IGSL Ltd Materials Laboratory 09/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, gravelly, CLAY with many cobbles

16 16

PM Group

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106152 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP66 - Data Centre Sample No. AA123601 Type: B

Depth (m) 0.50 Lab sample No. A19/4374

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 15 Bulk Density (Mg/m3): 2.19

Surcharge (kg): 4 Dry Density (Mg/m3): 1.91
% Material >20mm: 31
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 14 18 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

15 14

PM Group

IGSL Ltd Materials Laboratory 10/10/19 1 of 1

PPK3 Profile Park

Brown clayey, sandy, GRAVEL with some cobbles

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106119 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP69 - Data Centre Sample No. AA123605 Type: B

Depth (m) 0.50 Lab sample No. A19/4378

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 15 Bulk Density (Mg/m3): 2.13

Surcharge (kg): 4 Dry Density (Mg/m3): 1.85
% Material >20mm: 30
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 17 15 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown clayey, sandy, GRAVEL with some cobbles

15 15

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106018 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 03/10/19

BH/TP No. TP 69 - Data Center Sample No. AA123607 Type: B

Depth (m) 1.50 Lab sample No. A19/4379

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 16 Bulk Density (Mg/m3): 2.16

Surcharge (kg): 4 Dry Density (Mg/m3): 1.86
% Material >20mm: 46
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 10 9 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

COBBLES with brown slightly sandy, gravelly, clay

16 16

PM Group

IGSL Ltd Materials Laboratory 04/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106153 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP70 - Data Centre Sample No. AA123603 Type: B

Depth (m) 0.80 Lab sample No. A19/4380

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 18 Bulk Density (Mg/m3): 2.12

Surcharge (kg): 4 Dry Density (Mg/m3): 1.80
% Material >20mm: 18
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.7 0.6 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Grey/brown clayey, sandy, GRAVEL with many cobbles

18 18

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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R106153.TP70@0.80m.CBR.xls Tmp: CBR Report.ML Rev 2 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106154 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP73 - Data Cetre Sample No. AA123676 Type: B

Depth (m) 0.50 Lab sample No. A19/4383

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 27 Bulk Density (Mg/m3): 1.95

Surcharge (kg): 4 Dry Density (Mg/m3): 1.54
% Material >20mm: 0
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 3.5 2.9 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

26 27

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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R106154.TP73@0.50m.CBR.xls Tmp: CBR Report.ML Rev 2 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106155 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP74 - Data Centre Sample No. AA123628 Type: B

Depth (m) 0.70 Lab sample No. A19/4385

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 20 Bulk Density (Mg/m3): 2.09

Surcharge (kg): 4 Dry Density (Mg/m3): 1.74
% Material >20mm: 20
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.4 0.7 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, very gravelly, CLAY with many cobbles

18 22

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106156 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 09/10/19

BH/TP No. TP74 - Data Centre Sample No. AA123629 Type: B

Depth (m) 1.50 Lab sample No. A19/4386

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 19 Bulk Density (Mg/m3): 2.06

Surcharge (kg): 4 Dry Density (Mg/m3): 1.73
% Material >20mm: 24
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.5 0.6 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

IGSL Ltd Materials Laboratory 11/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, gravelly, CLAY with many cobbles

19 19

PM Group

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106019 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 03/10/19

BH/TP No. TP 76 - CUB Sample No. AA123635 Type: B

Depth (m) 0.65 Lab sample No. A19/4387

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 40 Bulk Density (Mg/m3): 1.77

Surcharge (kg): 4 Dry Density (Mg/m3): 1.27
% Material >20mm: 27
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.3 0.3 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

40 39

PM Group

IGSL Ltd Materials Laboratory 04/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, SILT with many cobbles

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106120 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 08/10/19

BH/TP No. TP78 - CUB Sample No. AA106120 Type: B

Depth (m) 0.80 Lab sample No. A19/4389

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 15 Bulk Density (Mg/m3): 2.21

Surcharge (kg): 4 Dry Density (Mg/m3): 1.92
% Material >20mm: 13
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 1.4 1.3 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

16 15

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1

PPK3 Profile Park

Grey/brown silty, sandy, GRAVEL with many cobbles

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R105965 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 01/10/19

BH/TP No. TP80 - CUB Sample No. AA113555 Type: B

Depth (m) 0.50 Lab sample No. A19/4391

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 23 Bulk Density (Mg/m3): 1.96

Surcharge (kg): 4 Dry Density (Mg/m3): 1.60
% Material >20mm: 8
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 6.5 5.7 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

24 22

PM Group

IGSL Ltd Materials Laboratory 03/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, gravelly, CLAY

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R105966 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 02/10/19

BH/TP No. TP82 - CUB Sample No. AA113558 Type: B

Depth (m) 0.50 Lab sample No. A19/4392

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 17 Bulk Density (Mg/m3): 2.13

Surcharge (kg): 4 Dry Density (Mg/m3): 1.81
% Material >20mm: 29
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 6.3 5.7 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

17 18

PM Group

IGSL Ltd Materials Laboratory 03/10/19 1 of 1

PPK3 Profile Park

Grey/brown slightly sandy, gravelly, CLAY

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106197 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 10/10/19

BH/TP No. TP83 - CUB Sample No. AA113552 Type: B

Depth (m) 1.10 Lab sample No. A19/4393

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 14 Bulk Density (Mg/m3): 2.16

Surcharge (kg): 4 Dry Density (Mg/m3): 1.89
% Material >20mm: 26
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 14 18 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown sandy gravelly SILT 

14 15

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106198 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 10/10/19

BH/TP No. TP87 - CUB Sample No. AA113562 Type: B

Depth (m) 0.60 Lab sample No. A19/4394

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 25 Bulk Density (Mg/m3): 1.97

Surcharge (kg): 4 Dry Density (Mg/m3): 1.58
% Material >20mm: 4.8
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 1.4 1.8 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

24 25

PM Group

IGSL Ltd Materials Laboratory 11/10/19 1 of 1
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R105967 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 02/10/19

BH/TP No. TP89 - CUB Sample No. AA113678 Type: B

Depth (m) 0.60 Lab sample No. A19/4395

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 27 Bulk Density (Mg/m3): 2.02

Surcharge (kg): 4 Dry Density (Mg/m3): 1.59
% Material >20mm: 0
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 5.0 5.8 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

27 27

PM Group

IGSL Ltd Materials Laboratory 03/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, slightly gravelly, CLAY

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106630 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 23/10/19

BH/TP No. TP93 - CUB Sample No. AA113571 Type: B

Depth (m) 0.50 Lab sample No. A19/4397

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 21 Bulk Density (Mg/m3): 2.08

Surcharge (kg): 4 Dry Density (Mg/m3): 1.72
% Material >20mm: 8.5
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.4 0.3 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Grey slightly sandy, slightly gravelly, SILT/CLAY

21 20

PM Group

IGSL Ltd Materials Laboratory 24/10/19 1 of 1
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R106630.TP93@0.50m.CBR.xls Tmp: CBR Report.ML Rev 2 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106631 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 23/10/19

BH/TP No. TP95 - CUB Sample No. AA113587 Type: B

Depth (m) 1.20 Lab sample No. A19/4398

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 22 Bulk Density (Mg/m3): 2.04

Surcharge (kg): 4 Dry Density (Mg/m3): 1.67
% Material >20mm: 4.8
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.4 0.4 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Brown sandy, slightly gravelly, SILT with occasional cobbles

22 22

PM Group

IGSL Ltd Materials Laboratory 24/10/19 1 of 1
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RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R106121 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 07/10/19

BH/TP No. TP97 - CUB Sample No. AA113595 Type: B

Depth (m) 0.60 Lab sample No. A19/4399

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 18 Bulk Density (Mg/m3): 2.09

Surcharge (kg): 4 Dry Density (Mg/m3): 1.77
% Material >20mm: 20
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 0.7 0.4 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7

PPK3 Profile Park

Dark brown sandy gravelly CLAY

18 18

PM Group

IGSL Ltd Materials Laboratory 09/10/19 1 of 1
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R106121.TP97@0.60m.CBR.xls Tmp: CBR Report.ML Rev 2 02/10
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas Co.Kildare

045 899324

Report No. R105965 Contract

Contract No. 22000 Customer

Date received 19/09/19 Date Tested 02/10/19

BH/TP No. TP99 - CUB Sample No. AA113591 Type: B

Depth (m) 0.60 Lab sample No. A19/4400

Key: Top ----------------- Base

Description:

Initial Condition: Unsoaked

Moisture Content (%): 21 Bulk Density (Mg/m3): 2.04

Surcharge (kg): 4 Dry Density (Mg/m3): 1.69
% Material >20mm: 28
Method of compaction: Static Compaction Method 2

Test Result Top Base
Results apply to sample as received.

CBR % 3.6 4.5 Persons authorized to approve reports

Moisture J Barrett (Quality Manager)

Content % H Byrne (Laboratory Manager)

Approved by Date Page No.

22 20

PM Group

IGSL Ltd Materials Laboratory 03/10/19 1 of 1

PPK3 Profile Park

Brown slightly sandy, gravelly, CLAY

TEST REPORT
Determination of California Bearing 

Ratio (CBR)

Tested in accordance with BS1377:Part 4:1990, clause 7
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IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106276

Contract No.  22000

Contract Name:  PPK3 Profile Park

Customer:  PM Group

BH/TP  TP09

Sample No.  AA128699

Depth (m)  0.60

Sample Type:  B

Lab Sample No. A19/4343

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 11/10/19

Sample Cert: N/A

Moisture Content (%): 40

% Particles > 20mm 0
(By dry mass):

MCV: 3.2

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

16/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Grey/brown slightly sandy, slightly gravelly, SILT

File: R106276.TP09@0.60m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106632

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP 19 - Substation Opt.2

Sample No.  AA113640

Depth (m)  0.60

Sample Type:  B

Lab Sample No. A19/4347

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 23/10/19

Sample Cert: N/A

Moisture Content (%): 22

% Particles > 20mm 0
(By dry mass):

MCV: 5.2

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

24/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, slightly gravelly, CLAY

File: R106632.TP19@0.60m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106368

Contract No.  22000

Contract Name:  PPK3 Profile Park

Customer:  PM Group

BH/TP  TP43  Sub Station Opt.1

Sample No.  AA123700

Depth (m)  0.60

Sample Type:  B

Lab Sample No. A19/4354

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 16/10/19

Sample Cert: N/A

Moisture Content (%): 18

% Particles > 20mm 0
(By dry mass):

MCV: 7.7

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

18/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, slightly gravelly, SILT/CLAY

File: R106368.TP43@0.60m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106633

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP47 - Fuelling Station

Sample No.  AA128666

Depth (m)  1.40

Sample Type:  B

Lab Sample No. A19/4357

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 23/10/19

Sample Cert: N/A

Moisture Content (%): 22

% Particles > 20mm 0
(By dry mass):

MCV: 5.8

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

24/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, slightly gravelly, CLAY

File: R106633.TP47@1.40m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106369

Contract No.  22000

Contract Name:  PPK3 Profile Park

Customer:  PM Group

BH/TP  TP 52 - Data Centre

Sample No.  AA128673

Depth (m)  0.70

Sample Type:  B

Lab Sample No. A19/4362

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 16/10/19

Sample Cert: N/A

Moisture Content (%): 25

% Particles > 20mm 0
(By dry mass):

MCV: 8.2

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

18/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, slightly gravelly, CLAY

File: R106369.TP52@0.70m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R107039

Contract No.  22000

Contract Name:  PPK3 Profile Park

Customer:  PM Group

BH/TP  TP 57 - Data Centre

Sample No.  AA123651

Depth (m)  0.50

Sample Type:  B

Lab Sample No. A19/4367

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 16/10/19

Sample Cert: N/A

Moisture Content (%): 9.3

% Particles > 20mm 12
(By dry mass):

MCV: 12.3

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

18/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, gravelly, CLAY with some 
cobbles

File: R107039.TP57@0.50m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106277

Contract No.  22000

Contract Name:  PPK3 Profile Park

Customer:  PM Group

BH/TP  TP61

Sample No.  AA123611

Depth (m)  0.40

Sample Type:  B

Lab Sample No. A19/4371

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 11/10/19

Sample Cert: N/A

Moisture Content (%): 25

% Particles > 20mm 0
(By dry mass):

MCV: 11.6

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

16/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, slightly gravelly, CLAY

File: R106277.TP61@0.40m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106278

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP69

Sample No.  AA123605

Depth (m)  0.50

Sample Type:  B

Lab Sample No. A19/4378

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 11/10/19

Sample Cert: N/A

Moisture Content (%): 14

% Particles > 20mm 0
(By dry mass):

MCV: 11.6

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

16/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown clayey, sandy, GRAVEL with some cobbles

File: R106278.TP69@0.50m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106370

Contract No.  22000

Contract Name:  PPK3 Profile Park

Customer:  PM Group

BH/TP  TP 73 - Data Centre

Sample No.  AA123676

Depth (m)  0.50

Sample Type:  B

Lab Sample No. A19/4383

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 16/10/19

Sample Cert: N/A

Moisture Content (%): 19

% Particles > 20mm 0
(By dry mass):

MCV: 9.8

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

18/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, slightly gravelly, CLAY

File: R106370.TP73@0.50m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106693

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP 74 - Data Centre

Sample No.  AA123629

Depth (m)  1.50

Sample Type:  B

Lab Sample No. A19/4386

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 24/10/19

Sample Cert: N/A

Moisture Content (%): 23

% Particles > 20mm 0
(By dry mass):

MCV: 10.2

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

29/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, gravelly, CLAY with many 
cobbles

File: R106693.TP74@1.50m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106279

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP78

Sample No.  AA123679

Depth (m)  0.80

Sample Type:  B

Lab Sample No. A19/4389

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 11/10/19

Sample Cert: N/A

Moisture Content (%): 14

% Particles > 20mm 0
(By dry mass):

MCV: 6.8

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

16/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Grey/brown silty, sandy, GRAVEL with many cobbles

File: R106279.TP78@0.80m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106280

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP83

Sample No.  AA113552

Depth (m)  1.10

Sample Type:  B

Lab Sample No. A19/4393

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 11/10/19

Sample Cert: N/A

Moisture Content (%): 13

% Particles > 20mm 19
(By dry mass):

MCV: 11

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

16/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown sandy gravelly SILT 

File: R106280.TP83@1.00m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106634

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP93 - CUB

Sample No.  AA113571

Depth (m)  0.50

Sample Type:  B

Lab Sample No. A19/4397

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 23/10/19

Sample Cert: N/A

Moisture Content (%): 21

% Particles > 20mm 0
(By dry mass):

MCV: <1

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

24/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Grey slightly sandy, slightly gravelly, SILT/CLAY

File: R106634.TP93@0.50m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd

Materials Laboratory

Unit J5,M7 Business Park

Naas

Co. Kildare

045 899324

Report No.  R106205

Contract No.  22000

Contract Name:  PPK Profile Park

Customer:  PM Group

BH/TP  TP99

Sample No.  AA113591

Depth (m)  0.60

Sample Type:  B

Lab Sample No. A19/4400

Source (if applicable) unknown

Material Type (if applicable):    B

Sample Received: 19/09/19

Date Tested: 10/10/19

Sample Cert: N/A

Moisture Content (%): 18

% Particles > 20mm 0
(By dry mass):

MCV: 10.6

Interpretation of Plot: Steepest Straight Line

Description of Soil:

The result applies to the sample as received. Persons authorised to approve reports

Any remaining material will be retained for one month. J Barrett (Quality Manager)

Sampling and opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

11/10/19 1 of 1

Test Report

Determination of Moisture Condition Value at Natural Moisture 
Content

Tested in accordance with BS1377:Part 4:1990, clause 5.4

IGSL Ltd Materials Laboratory

Brown slightly sandy, gravelly, CLAY

File: R106205.TP99@0.60m.MCV.xls Tmp:MCV.Single Rev 1 02/10

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106557

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113617

Location TP6 0.5m

Soil description Yellow brown slightly sandy slightly gravelly CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 07/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.00
Dry density (Mg/m3) 1.60
Water Content (%) 24.9
Porosity 0.39
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.1715 0.87026

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.1586 0.8631
1.3794 0.7250
1.0392

Thermal Resistivity R

0.9569 1.0451
1.3232 0.7558

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.9623

Thermal Conductivity K 
(W/m.k)

File: R106557 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106558

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA128699

Location TP9 0.6m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 08/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.80
Dry density (Mg/m3) 1.27
Water Content (%) 41.7
Porosity 0.52
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.1160 0.8975

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.0575 0.9456
1.0676 0.9367
1.1680

Thermal Resistivity R

1.1442 0.8739
1.1427 0.8751

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.8562

Thermal Conductivity K 
(W/m.k)

File: R106558 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106936

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113621

Location TP12 1.0m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 06/11/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.98
Dry density (Mg/m3) 1.55
Water Content (%) 27.9
Porosity 0.42
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.3659 0.7381

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.2967 0.7712
1.4240 0.7023
1.1698

Thermal Resistivity R

1.5115 0.6616
1.4276 0.7005

IGSL Materials Laboratory 07/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.8549

Thermal Conductivity K 
(W/m.k)

File: R106936 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106559

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113630

Location TP15 0.6m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 08/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.68
Dry density (Mg/m3) 1.36
Water Content (%) 23.3
Porosity 0.49
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

0.8585 1.1708

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

0.9286 1.0769
0.7928 1.2613
0.7797

Thermal Resistivity R

0.8831 1.1323
0.9085 1.1007

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

1.2826

Thermal Conductivity K 
(W/m.k)

File: R106559 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106560

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113640

Location TP19 0.6m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 07/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.03
Dry density (Mg/m3) 1.64
Water Content (%) 23.6
Porosity 0.38
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.3110 0.7666

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.3233 0.7557
1.2498 0.8001
1.3933

Thermal Resistivity R

1.1705 0.8543
1.4181 0.7052

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.7177

Thermal Conductivity K 
(W/m.k)

File: R106560 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106937

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113641

Location TP19 1.3m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 06/11/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.00
Dry density (Mg/m3) 1.54
Water Content (%) 29.7
Porosity 0.42
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.3302 0.7565

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.2532 0.7980
1.3041 0.7668
1.1922

Thermal Resistivity R

1.4519 0.6888
1.4495 0.6899

IGSL Materials Laboratory 07/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.8388

Thermal Conductivity K 
(W/m.k)

File: R106937 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106561

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA128659

Location TP40 1.3m

Soil description Grey brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 18/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.91
Dry density (Mg/m3) 1.63
Water Content (%) 17.3
Porosity 0.39
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.5670 0.6413

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.5492 0.6455
1.6276 0.6144
1.3745

Thermal Resistivity R

1.6886 0.5922
1.5951 0.6269

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.7275

Thermal Conductivity K 
(W/m.k)

File: R106561 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106843

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA128653

Location TP41 1.0m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 24/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.01
Dry density (Mg/m3) 1.59
Water Content (%) 26.6
Porosity 0.40
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page
IGSL Materials Laboratory 04/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.7574

Thermal Conductivity K 
(W/m.k)

Thermal Resistivity R

1.4506 0.6894
1.3969 0.7159

1.3647 0.7339

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.3557 0.7376
1.3001 0.7692
1.3203

File: R106843 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106562

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123700

Location TP43 0.6m

Soil description Grey brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 14/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.12
Dry density (Mg/m3) 1.77
Water Content (%) 19.7
Porosity 0.33
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.5021 0.6718

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.5152 0.6600
1.6402 0.6097
1.6205

Thermal Resistivity R

1.4759 0.6775
1.2586 0.7945

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.6171

Thermal Conductivity K 
(W/m.k)

File: R106562 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106563

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123698

Location TP44 0.6m

Soil description Grey brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 14/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.12
Dry density (Mg/m3) 1.78
Water Content (%) 19.3
Porosity 0.33
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.4446 0.6967

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.5093 0.6625
1.2384 0.8075
1.4249

Thermal Resistivity R

1.4933 0.6697
1.5573 0.6421

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.7018

Thermal Conductivity K 
(W/m.k)

File: R106563 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106564

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123673

Location TP52 0.7m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 14/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.77
Dry density (Mg/m3) 1.32
Water Content (%) 34.2
Porosity 0.50
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.1251 0.8942

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.0920 0.9157
1.2597 0.7938
1.1887

Thermal Resistivity R

1.0738 0.9313
1.0111 0.9890

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.8413

Thermal Conductivity K 
(W/m.k)

File: R106564 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106844

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123687

Location TP64 1.0m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 24/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.13
Dry density (Mg/m3) 1.80
Water Content (%) 18.6
Porosity 0.32
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page
IGSL Materials Laboratory 04/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.6107

Thermal Conductivity K 
(W/m.k)

Thermal Resistivity R

1.4291 0.6998
1.5500 0.6452

1.5304 0.6551

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.4570 0.6863
1.5783 0.6336
1.6375

File: R106844 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106565

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123676

Location TP73 0.5m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 14/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.66
Dry density (Mg/m3) 1.32
Water Content (%) 25.9
Porosity 0.50
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.0807 0.9268

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.0482 0.9540
1.1260 0.8881
1.0885

Thermal Resistivity R

1.1244 0.8894
1.0166 0.9836

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.9187

Thermal Conductivity K 
(W/m.k)

File: R106565 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106566

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123629

Location TP74 1.5m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 14/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.97
Dry density (Mg/m3) 1.59
Water Content (%) 23.9
Porosity 0.40
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.4774 0.6819

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.3176 0.7590
1.3733 0.7282
1.6154

Thermal Resistivity R

1.4492 0.6900
1.6313 0.6130

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.6191

Thermal Conductivity K 
(W/m.k)

File: R106566 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106845

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA123679

Location TP78 0.8m

Soil description Grey brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 24/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.20
Dry density (Mg/m3) 1.92
Water Content (%) 14.7
Porosity 0.28
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page
IGSL Materials Laboratory 04/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.6158

Thermal Conductivity K 
(W/m.k)

Thermal Resistivity R

1.5845 0.6311
1.5481 0.6460

1.5303 0.6550

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.4747 0.6781
1.4202 0.7041
1.6240

File: R106845 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106846

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113582

Location TP87 0.6m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 24/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.01
Dry density (Mg/m3) 1.58
Water Content (%) 26.8
Porosity 0.40
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page
IGSL Materials Laboratory 04/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.7327

Thermal Conductivity K 
(W/m.k)

Thermal Resistivity R

1.5741 0.6353
1.5731 0.6357

1.4278 0.7053

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.3136 0.7615
1.3132 0.7615
1.3649

File: R106846 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106567

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113584

Location TP91 0.5m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 14/10/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.01
Dry density (Mg/m3) 1.56
Water Content (%) 28.7
Porosity 0.41
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.1335 0.8919

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.1655 0.8580
1.1565 0.8647
1.2402

Thermal Resistivity R

0.9206 1.0863
1.1849 0.8440

IGSL Materials Laboratory 23/10/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.8063

Thermal Conductivity K 
(W/m.k)

File: R106567 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106938

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113571

Location TP93 0.5m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 06/11/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 1.98
Dry density (Mg/m3) 1.55
Water Content (%) 27.6
Porosity 0.41
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.3385 0.7498

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.3017 0.7682
1.4902 0.6711
1.3225

Thermal Resistivity R

1.2429 0.8046
1.3351 0.7490

IGSL Materials Laboratory 07/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.7562

Thermal Conductivity K 
(W/m.k)

File: R106938 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



IGSL Ltd
Materials Laboratory
M7 Business Park
Naas
Co. Kildare

Report No. R106939

Contract No. 22000

Contract Name: PPk-3 Profile Park

Client:

Sample No. AA113595

Location TP97 0.6m

Soil description Brown slightly sandy slightly gravelly SILT/CLAY

Preparation <8mm material remoulded into container at as received
water content

Date Tested: 06/11/2019

Test No.

1
2
3
4
5

Average

Bulk density (Mg/m3) 2.00
Dry density (Mg/m3) 1.58
Water Content (%) 26.9
Porosity 0.41
Particle density (assumed) 2.65

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month. J Barrett (Quality Manager)
Opinions and interpretations are outside the scope of accreditation. H Byrne (Laboratory Manager)

Approved by Date Page

1.3205 0.7593

Notes: Water content measured in accordance with ISO 17892-1:2014. Bulk density measured 
by linear measurement. Porosity calculated (voids ratio/1+voids ratio). Thermal measurements 
undertake using a TEMPOS and TR3 probe (manufactured by METER Group).

1.3621 0.7341
1.2707 0.7870
1.2135

Thermal Resistivity R

1.3656 0.7323
1.3905 0.7192

IGSL Materials Laboratory 07/11/19 1 of 1

PM Group

Test Report

Determination of Thermal Conductivity of Soil by Thermal Needle 
Probe

0.8241

Thermal Conductivity K 
(W/m.k)

File: R106939 Template:Plastic.Liquid Rev 0 08/05

RECEIVED: 28/06/2024



       PPK3 Profile Park                                                                                                              Ground Investigation Report                                             

                                               
 
 

 
Appendix 12 

 
Rock Laboratory Test Records 
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Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC01 3.0 78 26.0 1.222 4.27 5.22 104 d //
4.7 78 14.0 1.222 2.30 2.81 56 d //
5.3 78 4.0 1.222 0.66 0.80 16 d //
5.7 78 25.0 1.222 4.11 5.02 100 d //
6.0 78 16.0 1.222 2.63 3.21 64 d //
7.5 78 2.0 1.222 0.33 0.40 8 d //

RC02 3.3 78 20.0 1.222 3.29 4.02 80 d //
3.7 78 23.0 1.222 3.78 4.62 92 d //
5.3 78 17.0 1.222 2.79 3.41 68 d //
6.6 78 26.0 1.222 4.27 5.22 104 d //
8.1 78 7.0 1.222 1.15 1.41 28 d //

RC03 3.2 78 2.0 1.222 0.33 0.40 8 d //
4.6 78 5.0 1.222 0.82 1.00 20 d //
4.8 78 8.0 1.222 1.31 1.61 32 d //
5.8 78 7.0 1.222 1.15 1.41 28 d //
6.9 78 19.0 1.222 3.12 3.81 76 d //

RC04 3.3 78 16.0 1.222 2.63 3.21 64 d //
4.1 78 8.0 1.222 1.31 1.61 32 d //
6.6 78 2.0 1.222 0.33 0.40 8 d //
7.4 78 22.0 1.222 3.62 4.42 88 d //
9.1 78 24.0 1.222 3.94 4.82 96 d //

10.6 78 31.0 1.222 5.10 6.22 124 d //
Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve

Number of Samples Tested 22 22 i irregular
Minimum 0.40 8 a axial
Average 2.96 59 b block
Maximum 6.22 124 d diametral
Standard Dev. 1.85 37  
Upper 95% Confidence Limit 6.59 131.85  
Lower 95% Confidence Limit -0.68 -13.57  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation to 
planes of 

weakness/bedding

0

0.05

0.1

0.15

0.2

0.25

0 100 200 300

RECEIVED: 28/06/2024



Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC05 3.2 78 30.0 1.222 4.93 6.02 120 d //
4.1 78 4.0 1.222 0.66 0.80 16 d //
6.5 78 26.0 1.222 4.27 5.22 104 d //
6.8 78 2.0 1.222 0.33 0.40 8 d //
7.0 78 32.0 1.222 5.26 6.42 128 d //

RC06 3.3 78 29.0 1.222 4.77 5.82 116 d //
4.6 78 20.0 1.222 3.29 4.02 80 d //
6.4 78 5.0 1.222 0.82 1.00 20 d //
6.5 78 18.0 1.222 2.96 3.61 72 d //
7.2 78 41.0 1.222 6.74 8.23 165 d //

RC07 2.8 78 32.0 1.222 5.26 6.42 128 d //
3.9 78 8.0 1.222 1.31 1.61 32 d //
5.1 78 11.0 1.222 1.81 2.21 44 d //
7.8 78 4.0 1.222 0.66 0.80 16 d //
8.5 78 29.0 1.222 4.77 5.82 116 d //
9.4 78 4.0 1.222 0.66 0.80 16 d //
10.1 78 12.0 1.222 1.97 2.41 48 d //

RC08 3.1 78 11.0 1.222 1.81 2.21 44 d //
4.6 78 19.0 1.222 3.12 3.81 76 d //
6.3 78 15.0 1.222 2.47 3.01 60 d //
6.7 78 9.0 1.222 1.48 1.81 36 d //
7.3 78 15.0 1.222 2.47 3.01 60 d //

Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve
Number of Samples Tested 22 22 i irregular
Minimum 0.40 8 a axial
Average 3.43 69 b block
Maximum 8.23 165 d diametral
Standard Dev. 2.28 46  
Upper 95% Confidence Limit 7.90 157.94  
Lower 95% Confidence Limit -1.03 -20.68  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation to 
planes of 

weakness/bedding

0

0.05

0.1

0.15

0.2

0.25

0 100 200 300
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Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC09 4.9 78 11.0 1.222 1.81 2.21 44 d //
5.1 78 4.0 1.222 0.66 0.80 16 d //
5.3 78 8.0 1.222 1.31 1.61 32 d //
5.9 78 26.0 1.222 4.27 5.22 104 d //
7.9 78 10.0 1.222 1.64 2.01 40 d //

RC10 3.8 78 11.0 1.222 1.81 2.21 44 d //
4.0 78 13.0 1.222 2.14 2.61 52 d //
4.8 78 20.0 1.222 3.29 4.02 80 d //
5.2 78 8.0 1.222 1.31 1.61 32 d //
6.2 78 4.0 1.222 0.66 0.80 16 d //
7.4 78 18.0 1.222 2.96 3.61 72 d //
7.9 78 8.0 1.222 1.31 1.61 32 d //
8.0 78 21.0 1.222 3.45 4.22 84 d //

RC11 3.2 78 18.0 1.222 2.96 3.61 72 d //
4.4 78 2.0 1.222 0.33 0.40 8 d //
5.6 78 6.0 1.222 0.99 1.20 24 d //
7.5 78 15.0 1.222 2.47 3.01 60 d //
7.9 78 2.0 1.222 0.33 0.40 8 d //

RC12 3.1 78 4.0 1.222 0.66 0.80 16 d //
4.3 78 8.0 1.222 1.31 1.61 32 d //
4.4 78 19.0 1.222 3.12 3.81 76 d //
6.3 78 22.0 1.222 3.62 4.42 88 d //
6.4 78 28.0 1.222 4.60 5.62 112 d //
7.2 78 8.0 1.222 1.31 1.61 32 d //
7.8 78 4.0 1.222 0.66 0.80 16 d //

Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve
Number of Samples Tested 25 25 i irregular
Minimum 0.40 8 a axial
Average 2.39 48 b block
Maximum 5.62 112 d diametral
Standard Dev. 1.54 31  
Upper 95% Confidence Limit 5.41 108.10  
Lower 95% Confidence Limit -0.62 -12.37  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation 
to planes of 

weakness/bedding

0

0.05

0.1

0.15

0.2

0.25

0.3

0.35
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Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC13 3.6 78 21.0 1.222 3.45 4.22 84 d //
4.6 78 22.0 1.222 3.62 4.42 88 d //
5.6 78 19.0 1.222 3.12 3.81 76 d //
6.3 78 12.0 1.222 1.97 2.41 48 d //
6.6 78 20.0 1.222 3.29 4.02 80 d //

RC14 3.0 78 21.0 1.222 3.45 4.22 84 d //
4.4 78 26.0 1.222 4.27 5.22 104 d //
5.8 78 19.0 1.222 3.12 3.81 76 d //
6.1 78 22.0 1.222 3.62 4.42 88 d //
6.6 78 8.0 1.222 1.31 1.61 32 d //
7.2 78 26.0 1.222 4.27 5.22 104 d //

RC15 3.2 78 28.0 1.222 4.60 5.62 112 d //
4.3 78 12.0 1.222 1.97 2.41 48 d //
4.9 78 2.0 1.222 0.33 0.40 8 d //
6.2 78 12.0 1.222 1.97 2.41 48 d //
7.3 78 24.0 1.222 3.94 4.82 96 d //
9.4 78 4.0 1.222 0.66 0.80 16 d //

RC16 3.5 78 18.0 1.222 2.96 3.61 72 d //
3.6 78 21.0 1.222 3.45 4.22 84 d //
4.5 78 20.0 1.222 3.29 4.02 80 d //
5.1 78 14.0 1.222 2.30 2.81 56 d //
5.9 78 26.0 1.222 4.27 5.22 104 d //
7.9 78 2.0 1.222 0.33 0.40 8 d //
9.3 78 17.0 1.222 2.79 3.41 68 d //

Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve
Number of Samples Tested 24 24 i irregular
Minimum 0.40 8 a axial
Average 3.48 70 b block
Maximum 5.62 112 d diametral
Standard Dev. 1.52 30  
Upper 95% Confidence Limit 6.46 129.21  
Lower 95% Confidence Limit 0.50 9.99  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation 
to planes of 

weakness/bedding
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Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC21 3.5 78 16.0 1.222 2.63 3.21 64 d //
4.2 78 5.0 1.222 0.82 1.00 20 d //
4.3 78 10.0 1.222 1.64 2.01 40 d //
5.9 78 22.0 1.222 3.62 4.42 88 d //
6.7 78 6.0 1.222 0.99 1.20 24 d //
7.0 78 12.0 1.222 1.97 2.41 48 d //

RC22 2.8 78 35.0 1.222 5.75 7.03 141 d //
5.4 78 9.0 1.222 1.48 1.81 36 d //
6.2 78 21.0 1.222 3.45 4.22 84 d //
6.9 78 6.0 1.222 0.99 1.20 24 d //
7.9 78 22.0 1.222 3.62 4.42 88 d //

RC23 3.0 78 22.0 1.222 3.62 4.42 88 d //
3.3 78 27.0 1.222 4.44 5.42 108 d //
5.0 78 23.0 1.222 3.78 4.62 92 d //
5.6 78 13.0 1.222 2.14 2.61 52 d //
7.2 78 29.0 1.222 4.77 5.82 116 d //

RC24 4.5 78 18.0 1.222 2.96 3.61 72 d //
5.2 78 9.0 1.222 1.48 1.81 36 d //
5.3 78 9.0 1.222 1.48 1.81 36 d //
5.5 78 24.0 1.222 3.94 4.82 96 d //
6.7 78 2.0 1.222 0.33 0.40 8 d //
7.8 78 26.0 1.222 4.27 5.22 104 d //

Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve
Number of Samples Tested 22 22 i irregular
Minimum 0.40 8 a axial
Average 3.34 67 b block
Maximum 7.03 141 d diametral
Standard Dev. 1.82 36  
Upper 95% Confidence Limit 6.90 137.97  
Lower 95% Confidence Limit -0.22 -4.36  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation 
to planes of 

weakness/bedding
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Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC25 3.6 78 25.0 1.222 4.11 5.02 100 d //
4.2 78 18.0 1.222 2.96 3.61 72 d //
5.2 78 26.0 1.222 4.27 5.22 104 d //
7.0 78 16.0 1.222 2.63 3.21 64 d //

RC26 2.4 78 16.0 1.222 2.63 3.21 64 d //
3.6 78 4.0 1.222 0.66 0.80 16 d //
4.1 78 18.0 1.222 2.96 3.61 72 d //
5.2 78 24.0 1.222 3.94 4.82 96 d //
6.7 78 6.0 1.222 0.99 1.20 24 d //

RC27 2.6 78 26.0 1.222 4.27 5.22 104 d //
3.6 78 14.0 1.222 2.30 2.81 56 d //
5.2 78 11.0 1.222 1.81 2.21 44 d //
6.3 78 20.0 1.222 3.29 4.02 80 d //
7.7 78 9.0 1.222 1.48 1.81 36 d //

RC28 2.9 78 2.0 1.222 0.33 0.40 8 d //
4.7 78 20.0 1.222 3.29 4.02 80 d //
5.5 78 18.0 1.222 2.96 3.61 72 d //
6.9 78 20.0 1.222 3.29 4.02 80 d //
7.9 78 24.0 1.222 3.94 4.82 96 d //

Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve
Number of Samples Tested 19 19 i irregular
Minimum 0.40 8 a axial
Average 3.35 67 b block
Maximum 5.22 104 d diametral
Standard Dev. 1.48 30  
Upper 95% Confidence Limit 6.25 125.01  
Lower 95% Confidence Limit 0.45 8.98  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation 
to planes of 

weakness/bedding
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Contract: PPK3 Profile Park Sample Type:  Core
Contract no. 22000
Date of test:  17/10/19

RC No. Depth D (Diameter) P (failure load) F Is (index strength) Is(50) (index *UCS
m mm kN Mpa  strength) Mpa MPa Type Orienation

RC29 2.9 78 2.0 1.222 0.33 0.40 8 d //
3.5 78 21.0 1.222 3.45 4.22 84 d //
4.9 78 11.0 1.222 1.81 2.21 44 d //
5.6 78 18.0 1.222 2.96 3.61 72 d //
7.0 78 21.0 1.222 3.45 4.22 84 d //

RC30 3.5 78 12.0 1.222 1.97 2.41 48 d //
4.6 78 36.0 1.222 5.92 7.23 145 d //
4.8 78 32.0 1.222 5.26 6.42 128 d //
6.3 78 29.0 1.222 4.77 5.82 116 d //
7.8 78 8.0 1.222 1.31 1.61 32 d //

    
    
    
    
    
    
    
    
    

Statistical Summary Data Is(50) UCS* *UCS Normal Distribution Curve
Number of Samples Tested 10 10 i irregular
Minimum 0.40 8 a axial
Average 3.81 76 b block
Maximum 7.23 145 d diametral
Standard Dev. 2.21 44  
Upper 95% Confidence Limit 8.15 162.91  
Lower 95% Confidence Limit -0.52 -10.32  

 
Comments:  U unknown
*UCS taken as k x Point Load Is(50):      k= 20  P perpendicular

 // parallel

(Diametrial) POINT LOAD STRENGTH INDEX TEST DATA

Abbreviations

approx. orientation 
to planes of 

weakness/bedding
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IGSL Ltd
Unit J5, Materials Laboratory
M7 Business Park
Naas
Co. Kildare
045-899324

Report No. R107041

Client:

Contract:

Contract No: 22000

Sample No. A19/4906

Client Ref: Tex 1

Location: Tex 1

Source:

Material Type:    Rock 

Sample Received: 10/10/2019

Date tested: 01/11/2019

Sample Cert: Attached /Not Provided

Size of Material: 1 <14mm  >12.5mm
2 <12.5mm >10mm

Los Angeles Coefficient: 17

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Sampling and opinions and interpretations are outside the scope of accreditation. J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

Approved by Date Page

PM Group

Site 

1 of 1IGSL Materials Laboratory 7/11/19

PPK3 Profile Park

Test Report

Resistance to Fragmentation - Los Angeles Test

Tested in accordance with BS EN1097-2:2010

File: R107041 Tex 1 LA .xls Template:LA.1097 Rev 0 05/05

RECEIVED: 28/06/2024



IGSL Ltd
Unit J5, Materials Laboratory
M7 Business Park
Naas
Co. Kildare
045-899324

Report No. R107040

Client:

Contract:

Contract No: 22000

Sample No. A19/4907

Client Ref: Tex 2

Location: Tex 2

Source:

Material Type:    Rock 

Sample Received: 10/10/2019

Date tested: 01/11/2019

Sample Cert: Attached /Not Provided

Size of Material: 1 <14mm  >12.5mm
2 <12.5mm >10mm

Los Angeles Coefficient: 52

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Sampling and opinions and interpretations are outside the scope of accreditation. J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

Approved by Date Page

PM Group

Site 

1 of 1IGSL Materials Laboratory 7/11/19

PPK3 Profile Park

Test Report

Resistance to Fragmentation - Los Angeles Test

Tested in accordance with BS EN1097-2:2010

File: R107040 Tex 2 LA .xls Template:LA.1097 Rev 0 05/05
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IGSL Ltd
Unit J5, Materials Laboratory
M7 Business Park
Naas
Co. Kildare
045-899324

Report No. R107042

Client:

Contract:

Contract No: 22000

Sample No. A19/4904

Client Ref: Tex 3

Location: Tex 3

Source:

Material Type:    Rock 

Sample Received: 10/10/2019

Date tested: 01/11/2019

Sample Cert: Attached /Not Provided

Size of Material: 1 <14mm  >12.5mm
2 <12.5mm >10mm

Los Angeles Coefficient: 36

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Sampling and opinions and interpretations are outside the scope of accreditation. J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

Approved by Date Page

PM Group

Site 

1 of 1IGSL Materials Laboratory 7/11/19

PPK3 Profile Park

Test Report

Resistance to Fragmentation - Los Angeles Test

Tested in accordance with BS EN1097-2:2010

File: R107042 Tex 3 LA .xls Template:LA.1097 Rev 0 05/05

RECEIVED: 28/06/2024



IGSL Ltd
Unit J5, Materials Laboratory
M7 Business Park
Naas
Co. Kildare
045-899324

Report No. R107043

Client:

Contract:

Contract No: 22000

Sample No. A19/4905

Client Ref: Tex 4

Location: Tex 4

Source:

Material Type:    Rock 

Sample Received: 10/10/2019

Date tested: 01/11/2019

Sample Cert: Attached /Not Provided

Size of Material: 1 <14mm  >12.5mm
2 <12.5mm >10mm

Los Angeles Coefficient: 25

The result relates to the specimen tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Sampling and opinions and interpretations are outside the scope of accreditation. J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

Approved by Date Page

PM Group

Site 

1 of 1IGSL Materials Laboratory 7/11/19

PPK3 Profile Park

Test Report

Resistance to Fragmentation - Los Angeles Test

Tested in accordance with BS EN1097-2:2010

File: R107043 Tex 4 LA .xls Template:LA.1097 Rev 0 05/05
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IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R107044

Contract No. 22000

Contract Name:

Client:

Sample No.

Client Ref Tex 1

Location Tex 1

Sample Certificate Approved /Provided

Date Received 04/10/19

Date Tested 01/11/19

Slake Durability

Cycle 1 99.9

Cycle 2 99.7

Description of the rock

Pre Test:

Post Test:

The slaking fluid is tap water at 20oC unless otherwise stated in this report.

The results relate to the specimens tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Opinions and interpretations are outside the scope of accreditation.

Approved by Date

7/11/19

PM Group

Test Report

Slake Durability

Tested in accordance with ISRM Part 2 (1981)

PPK3 Profile Park

A19/4906

Page

crushed rock limestone

Crushed rock limestone

IGSL Materials Laboratory

J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

1 of 1

R107044 Tex 1 SD.xls Slake Rev 0 07/07
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IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R107045

Contract No. 22000

Contract Name:

Client:

Sample No.

Client Ref Tex 2

Location Tex 2

Sample Certificate Approved /Provided

Date Received 04/10/19

Date Tested 01/11/19

Slake Durability

Cycle 1 89.7

Cycle 2 88.4

Description of the rock

Pre Test:

Post Test:

The slaking fluid is tap water at 20oC unless otherwise stated in this report.

The results relate to the specimens tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Opinions and interpretations are outside the scope of accreditation.

Approved by Date

7/11/19

A19/4907

Page

crushed rock mudstone/limestone

crushed rock mudstone/limestone

IGSL Materials Laboratory

J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

1 of 1

PM Group

Test Report

Slake Durability

Tested in accordance with ISRM Part 2 (1981)

PPK3 Profile Park

R107045 Tex 2 SD.xls Slake Rev 0 07/07
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IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R107047

Contract No. 22000

Contract Name:

Client:

Sample No.

Client Ref Tex 3

Location Tex 3

Sample Certificate Approved /Provided

Date Received 04/10/19

Date Tested 01/11/19

Slake Durability

Cycle 1 98.1

Cycle 2 97.1

Description of the rock

Pre Test:

Post Test:

The slaking fluid is tap water at 20oC unless otherwise stated in this report.

The results relate to the specimens tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Opinions and interpretations are outside the scope of accreditation.

Approved by Date

7/11/19

PM Group

Test Report

Slake Durability

Tested in accordance with ISRM Part 2 (1981)

PPK3 Profile Park

A19/4904

Page

crushed rock limestone

Crushed rock limestone

IGSL Materials Laboratory

J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

1 of 1

R107047 Tex 3 SD.xls Slake Rev 0 07/07
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IGSL Ltd
Materials Laboratory
Unit J5, M7 Business Park
Newhall, Naas
Co. Kildare
045 846176

Report No. R107046

Contract No. 22000

Contract Name:

Client:

Sample No.

Client Ref Tex 4

Location Tex 4

Sample Certificate Approved /Provided

Date Received 04/10/19

Date Tested 01/11/19

Slake Durability

Cycle 1 98.9

Cycle 2 98.3

Description of the rock

Pre Test:

Post Test:

The slaking fluid is tap water at 20oC unless otherwise stated in this report.

The results relate to the specimens tested. Persons authorised to approve report
Any remaining material will be retained for one month.

Opinions and interpretations are outside the scope of accreditation.

Approved by Date

7/11/19

PM Group

Test Report

Slake Durability

Tested in accordance with ISRM Part 2 (1981)

PPK3 Profile Park

A19/4905

Page

crushed rock limestone

Crushed rock limestone

IGSL Materials Laboratory

J Barrett (Quality Manager)

H Byrne (Laboratory Manager)

1 of 1

R107046 Tex 4 SD.xls Slake Rev 0 07/07

RECEIVED: 28/06/2024
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DHIGSL                                              

Analytical Test Report: L19/2349/IGS/001                 

Your Project Reference: 22000 - PPK3                                                                                                Samples Received on: 07/10/2019

Your Order Number: 16584                         Testing Instruction Received: 07/10/2019

Report Issue Number: 1 Sample Tested: 07/10 to 17/10/2019

17/10/19

Samples Analysed: Report issued: 17/10/2019

Signed

James Gane
Group Data Manager

Nicholls Colton Group

General

Samples were supplied by customer, results are representative of the material provided

Accreditation Key

Date of Issue 24.01.2017     

Owned by Emily Blissett - Customer Services Supervisor

Authorised by James Gane - Commercial Manager

J:\Public\Projects\2019\L19\IGS\L19-2349-IGS\[L19-2349-IGS-001.xlsx]Cover Sheet

Unit F
M7 Business Park
Nass

UKAS = UKAS Accreditation, u = Unaccredited

Notes: 

Please refer to Methodologies tab for details pertaining to the analytical methods undertaken.

Samples will be retained for 14 days after issue of this report unless otherwise requested.

32 soil samples

Page 1 of 10
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference 55145 55146 55147 55148

Client Sample Number A19/4342 A19/4350 A19/4354 A19/4355

Material Soil Soil Soil Soil

Source/Client Ref. TP6 @ 0.50m TP40 @ 1.3m TP43 @ 0.6m TP44 @ 0.6m

Sample Description Brown gravelly clay Brown clay Brown clay Brown crushed rock

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS 0.03 0.03 0.26 0.18

Acid soluble sulphate content (as SO3) (%) UKAS < 0.01 0.08 < 0.01 0.26

Acid soluble sulphate content (as SO4) (%) u < 0.01 0.09 < 0.01 0.31

Water soluble sulphate content (as SO3) (%) UKAS < 0.01 0.02 < 0.01 < 0.01

Water soluble sulphate content (as SO3) (mg/l) u < 50 83 < 50 < 50

Water soluble sulphate content (as SO4) (%) u < 0.01 0.02 < 0.01 < 0.01

Water soluble sulphate content (as SO4) (mg/l) u < 60 100 < 60 < 60

Water Soluble chloride content (%) UKAS 0.001 0.002 0.001 0.001

Page 2 of 10
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55149 55150 55151 55152

A19/4359 A19/4360 A19/4361 A19/4363

Soil Soil Soil Soil

TP48 @ 1.2m TP49 @ 0.6m TP52 @ 0.3m TP54 @ 0.3m

Brown crushed rock Brown clay Brown crushed rock Brown crushed rock

0.02 0.24 0.02 0.02

0.03 0.07 < 0.01 < 0.01

0.04 0.08 < 0.01 < 0.01

< 0.01 < 0.01 < 0.01 < 0.01

< 50 < 50 < 50 < 50

< 0.01 < 0.01 < 0.01 < 0.01

< 60 < 60 < 60 < 60

0.001 0.002 0.002 0.001

Page 3 of 10
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55153 55154 55155 55156

A19/4365 A19/4368 A19/4370 A19/4372

Soil Soil Soil Soil

TP55 @ 0.2m TP57 @ 1.0m TP59 @ 2.7m TP62 @ 1.0m

Grey crushed rock Brown crushed rock Brown gravelly clay Grey crushed rock

0.02 0.02 0.02 0.03

0.09 < 0.01 < 0.01 < 0.01

0.11 < 0.01 < 0.01 < 0.01

0.02 < 0.01 < 0.01 < 0.01

82 < 50 < 50 < 50

0.02 < 0.01 < 0.01 < 0.01

98 < 60 < 60 < 60

- 0.001 0.003 0.002

Page 4 of 10
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55157 55158 55159 55160

A19/4373 A19/4374 A19/4375 A19/4376

Soil Soil Soil Soil

TP64 @ 0.3m TP66 @ 0.5m TP66 @ 1.4m TP67 @ 0.2m

Grey crushed rock
Brown clay with 

mudstone
Brown clayey crushed 

rock
Brown gravelly with 

occasional plastic

0.02 0.02 0.02 0.02

0.02 0.02 0.02 < 0.01

0.03 0.02 0.02 < 0.01

0.02 < 0.01 < 0.01 0.03

98 < 50 < 50 140

0.02 < 0.01 < 0.01 0.03

117 < 60 < 60 167

0.002 0.002 0.002 0.002
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55161 55162 55163 55164

A19/4377 A19/4379 A19/4382 A19/4384

Soil Soil Soil Soil

TP68 @ 1.3m TP69 @ 1.5m TP72 @ 0.35m TP73 @ 2.0m

Brown gravelly clay 
with crushed rock

Brown gravelly clay Grey crushed rock Brown crushed rock

0.02 0.02 0.01 0.02

0.03 0.01 0.04 0.05

0.03 0.02 0.05 0.06

< 0.01 < 0.01 < 0.01 < 0.01

< 50 < 50 < 50 < 50

< 0.01 < 0.01 < 0.01 < 0.01

< 60 < 60 < 60 < 60

0.002 0.001 0.002 0.002
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55165 55166 55167 55168

A19/4386 A19/4388 A19/4393 A19/4396

Soil Soil Soil Soil

TP74 @ 1.5m TP77 @ 1.1m TP83 @ 1.1m TP91 @ 0.5m

Brown clay with 
crushed rock

Brown clay with 
crushed rcok

Brown crushed rock Brown garvelly clay

0.02 0.03 0.03 0.03

0.05 0.05 0.04 0.04

0.06 0.06 0.04 0.05

< 0.01 0.01 < 0.01 < 0.01

< 50 52 < 50 < 50

< 0.01 0.01 < 0.01 < 0.01

< 60 62 < 60 < 60

0.001 - 0.002 -
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55169 55170 55171 55172

A19/4400 A19/4348 A19/4344 A19/4357

Soil Soil Soil Soil

TP99 @ 0.6m TP19 @ 1.3m TP12 @ 1.0m TP47 @ 1.4m

Brown slightly 
gravelly clay

Brown gravelly clay
Brown slightly 
gravelly clay

Brown gravelly clay

0.02 0.01 0.04 0.02

< 0.01 0.03 0.03 0.04

< 0.01 0.04 0.04 0.05

< 0.01 < 0.01 < 0.01 < 0.01

< 50 < 50 < 50 < 50

< 0.01 < 0.01 < 0.01 < 0.01

< 60 < 60 < 60 < 60

0.001 0.002 0.001 0.002
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Number

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO3) (%) UKAS

Water soluble sulphate content (as SO3) (mg/l) u

Water soluble sulphate content (as SO4) (%) u

Water soluble sulphate content (as SO4) (mg/l) u

Water Soluble chloride content (%) UKAS

55173 55174 55175 55176

A19/4381 A19/4384 A19/4390 A19/4398

Soil Soil Soil Soil

TP70 @ 1.4m TP73 @ 2.0m TP78 @ 1.4m TP95 @ 1.2m

Brown gravelly clay Grey crushed rock
Grey brown garvelly 

clay
Brown gravelly clay

0.02 0.03 0.07 0.02

0.06 < 0.01 0.08 0.03

0.07 < 0.01 0.09 0.03

< 0.01 0.04 < 0.01 < 0.01

< 50 214 < 50 < 50

< 0.01 0.05 < 0.01 < 0.01

< 60 257 < 60 < 60

0.002 0.002 - -
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Nicholls Colton Group

7 - 11 Harding Street

Leicester

LE1 4DH
L19/2349/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                                

Analysis Methodologies and Notes

Determinant Test method and notes

EN 1744 Total Sulphur Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 11.

EN 1744 Acid Soluble Sulphate Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 12.

EN 1744 Water Soluble Sulphate Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 10.

EN 1744 Water Soluble Chloride Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 7 (Reference Method).
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DHIGSL                                              

Analytical Test Report: L19/2491/IGS/001                 

Your Project Reference: 22000 - PPK3 Profile Park                                                                           Samples Received on: 23/10/2019

Your Order Number: 16667                         Testing Instruction Received: 23/10/2019

Report Issue Number: 1 Sample Tested: 23/10 to 29/10/2019
29/10/19

Samples Analysed: Report issued: 29/10/2019

Signed

Peter Swanston
Environmental Laboratories Manager
Nicholls Colton Group

General

Samples were supplied by customer, results are representative of the material provided

Accreditation Key

Date of Issue 24.01.2017     

Owned by Emily Blissett - Customer Services Supervisor

Authorised by James Gane - Commercial Manager

J:\Public\Projects\2019\L19\IGS\L19-2491-IGS\[L19-2491-IGS-001.xlsx]Cover Sheet

Unit F
M7 Business Park
Nass

UKAS = UKAS Accreditation, u = Unaccredited

Notes: 

Please refer to Methodologies tab for details pertaining to the analytical methods undertaken.

Samples will be retained for 14 days after issue of this report unless otherwise requested.

12 aggregate samples
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DH

L19/2491/IGS/001                 

Project Reference  - 22000 - PPK3 Profile Park                                                                           

Analytical Test Results - Aggregate Testing

NC Reference 58799 58800 58801 58802

Client Sample Reference RC01 - 3.40m RC08 - 4.10m RC10 - 5.70m RC18 - 7.80m

Material Core Core Core Core

Source/Client Ref. RC01 - 3.40m RC08 - 4.10m RC10 - 5.70m RC18 - 7.80m

Sample Description Black rock core Black rock core Black rock core Black rock core

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS 0.09 0.43 1.39 0.59

Acid soluble sulphate content (as SO3) (%) UKAS 0.09 0.03 0.15 0.09

Acid soluble sulphate content (as SO4) (%) u 0.10 0.03 0.18 0.11

Total Potential Sulphate (as SO4) (%) u 0.27 1.29 4.17 1.77

Oxidisable Sulphides (as SO4) (%) u 0.17 1.26 3.99 1.66

Equivalent Pyrite Content (FeS2) (%) u 0.11 0.78 2.49 1.03
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DH

L19/2491/IGS/001                 

Project Reference  - 22000 - PPK3 Profile Park                                                                           

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Reference

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Total Potential Sulphate (as SO4) (%) u

Oxidisable Sulphides (as SO4) (%) u

Equivalent Pyrite Content (FeS2) (%) u

58803 58804 58805 58806

RC13 - 5.70m RC14 - 7.00m RC17 - 5.50m RC18 - 6.80m

Core Core Core Core

RC13 - 5.70m RC14 - 7.00m RC17 - 5.50m RC18 - 6.80m

Black rock core Black rock core Black rock core Black rock core

0.05 0.82 0.76 0.79

0.11 0.08 0.09 0.10

0.13 0.10 0.10 0.11

0.15 2.46 2.28 2.37

0.02 2.36 2.18 2.26

0.01 1.47 1.36 1.41
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DH

L19/2491/IGS/001                 

Project Reference  - 22000 - PPK3 Profile Park                                                                           

Analytical Test Results - Aggregate Testing

NC Reference

Client Sample Reference

Material

Source/Client Ref.

Sample Description

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS

Acid soluble sulphate content (as SO3) (%) UKAS

Acid soluble sulphate content (as SO4) (%) u

Total Potential Sulphate (as SO4) (%) u

Oxidisable Sulphides (as SO4) (%) u

Equivalent Pyrite Content (FeS2) (%) u

58807 58808 58809 58810

RC19 - 5.50m RC20 - 6.80m RC23 - 4.00m RC24 - 5.80m

Core Core Core Core

RC19 - 5.50m RC20 - 6.80m RC23 - 4.00m RC24 - 5.80m

Black rock core Black rock core Black rock core Black rock core

0.73 0.71 0.98 0.82

0.04 0.04 0.08 0.08

0.05 0.05 0.10 0.09

2.19 2.13 2.94 2.46

2.14 2.08 2.84 2.37

1.33 1.30 1.77 1.48
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DH

L19/2491/IGS/001                 

Project Reference  - 22000 - PPK3 Profile Park                                                                           

Analysis Methodologies and Notes

Determinant Test method and notes

EN 1744 Total Sulphur Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 11.

EN 1744 Acid Soluble Sulphate Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 12.

EN 1744 Total Potential Sulphate Derived from the Total sulphur concentration determined in accordance with EN1744.

EN 1744 Oxidisable Sulphides Calculated in accordance with TRL 447 using results determined in accordance with EN1744

Equivalent Pyrite Concentration Derived from Oxidisable sulphides
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DHIGSL                                              

Analytical Test Report: L19/2492/IGS/001                 

Your Project Reference: 22000 - PPK3                                                                                        Samples Received on: 23/10/2019

Your Order Number: 16669                         Testing Instruction Received: 23/10/2019

Report Issue Number: 1 Sample Tested: 23/10 to 31/10/2019
31/10/19

Samples Analysed: Report issued: 31/10/2019

Signed

Peter Swanston
Environmental Laboratories Manager
Nicholls Colton Group

General

Samples were supplied by customer, results are representative of the material provided

Accreditation Key

Date of Issue 24.01.2017     

Owned by Emily Blissett - Customer Services Supervisor

Authorised by James Gane - Commercial Manager

J:\Public\Projects\2019\L19\IGS\L19-2492-IGS\[L19-2492-IGS-001.xlsx]Cover Sheet

Unit F
M7 Business Park
Nass

UKAS = UKAS Accreditation, u = Unaccredited

Notes: 

Please refer to Methodologies tab for details pertaining to the analytical methods undertaken.

Samples will be retained for 14 days after issue of this report unless otherwise requested.

4 aggregate samples
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DH

L19/2492/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                        

Analytical Test Results - Aggregate Testing

NC Reference 58834 58835 58836 58837

Client Sample Reference A19/4904 A19/4905 A19/4906 A19/4907

Material Aggregate Aggregate Aggregate Aggregate

Source/Client Ref TEX1 @ 3.4m TEX 2 @ 3.2m TEX 3 @ 3.1m TEX 4 @ 3.5m

Sample Description Black crushed rock Black crushed rock Black crushed rock Brown crushed rock

Determinant
EN 1744 Determinations Units Accreditation

Total Sulphur content (as S) (%) UKAS 0.28 0.01 0.14 0.04

Acid soluble sulphate content (as SO3) (%) UKAS 0.03 0.05 < 0.01 0.03

Acid soluble sulphate content (as SO4) (%) u 0.03 0.06 < 0.01 0.03

Water soluble sulphate content (as SO3) (%) UKAS 0.06 < 0.01 < 0.01 < 0.01

Water soluble sulphate content (as SO3) (mg/l) u 304 < 50 < 50 < 50

Water soluble sulphate content (as SO4) (%) u 0.07 < 0.01 < 0.01 < 0.01

Water soluble sulphate content (as SO4) (mg/l) u 365 < 60 < 60 < 60
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Nicholls Colton Group
7 - 11 Harding Street

Leicester
LE1 4DH

L19/2492/IGS/001                 

Project Reference  - 22000 - PPK3                                                                                        

Analysis Methodologies and Notes

Determinant Test method and notes

EN 1744 Total Sulphur Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 11.

EN 1744 Acid Soluble Sulphate Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 12.

EN 1744 Water Soluble Sulphate Testing was in accordance with BS EN 1744-1:2009 + A1:2012 clause 10.
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       PPK3 Profile Park                                                                                                              Ground Investigation Report                                             
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Thin Section Petrographic & XRD Analysis Records 

RECEIVED: 28/06/2024
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Environmental Test Records  
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Chemtest Ltd.
Depot Road
Newmarket

CB8 0AL
Tel: 01638 606070 

Email: info@chemtest.com

Report No.: 19-32968-1

Initial Date of Issue: 15-Oct-2019

Client IGSL

Client Address: M7 Business Park 
Naas 
County Kildare 
Ireland

Contact(s): Darren Keogh

Project PPK3

Quotation No.: Date Received: 02-Oct-2019

Order No.: Date Instructed: 07-Oct-2019

No. of Samples: 13

Turnaround (Wkdays): 7 Results Due: 15-Oct-2019

Date Approved: 15-Oct-2019

Approved By:

Details: Robert Monk, Technical Manager 

Final Report
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Results - Leachate

Client: IGSL 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968
Quotation No.: 898655 898656 898657 898658 898659 898660 898661 898662 898663 898664 898665 898666 900765

TP6 TP17 TP39 TP41 TP42 TP47 TP54 TP55 TP67 TP76 TP82 TP93 TP48
SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL
0.50 0.50 0.40 0.30 0.30 0.70 0.80 0.50 0.20 0.65 0.60 0.50 0.50

Determinand Accred. SOP Type Units LOD
pH U 1010 10:1 N/A 9.0 8.4 10.5 11.1 11.1 10.3 10.2 10.0 9.7 9.7 9.0 9.0 9.0
Ammonium U 1220 10:1 mg/l 0.050 0.090 0.12 < 0.050 < 0.050 < 0.050 < 0.050 < 0.050 < 0.050 < 0.050 < 0.050 0.056 0.24 < 0.050
Ammonium N 1220 10:1 mg/kg 0.10 1.4 1.4 0.52 0.91 0.85 1.1 1.5 1.7 1.4 0.95 0.90 3.7 0.67
Boron (Dissolved) U 1450 10:1 µg/l 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20 < 20
Boron (Dissolved) U 1450 10:1 mg/kg 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20 < 0.20

Top Depth (m):

Project: PPK3
Chemtest Job No.:

Chemtest Sample ID.:
Sample Location:

Sample Type:
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Results - Soil

Client: IGSL 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968
Quotation No.: 898655 898656 898657 898658 898659 898660 898661 898662 898663

TP6 TP17 TP39 TP41 TP42 TP47 TP54 TP55 TP67
SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL
0.50 0.50 0.40 0.30 0.30 0.70 0.80 0.50 0.20

COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY
Determinand Accred. SOP Units LOD
ACM Type U 2192 N/A - - - - - - - - -

Asbestos Identification U 2192 % 0.001 No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

No Asbestos 
Detected

ACM Detection Stage U 2192 N/A - - - - - - - - -
Moisture N 2030 % 0.020 19 17 12 12 13 14 5.0 6.8 11
Boron (Hot Water Soluble) U 2120 mg/kg 0.40 0.40 0.44 0.50 0.51 0.57 0.50 < 0.40 < 0.40 0.48
Sulphur (Elemental) U 2180 mg/kg 1.0 [A] < 1.0 [A] 1.9 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] 4.6 [A] 1.3 [A] < 1.0 [A] 3.0
Cyanide (Total) U 2300 mg/kg 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50 [A] < 0.50
Sulphide (Easily Liberatable) N 2325 mg/kg 0.50 [A] 1.1 [A] 10 [A] 4.4 [A] 4.8 [A] 6.2 [A] 5.9 [A] 3.3 [A] 4.9 [A] 23
Sulphate (Acid Soluble) U 2430 % 0.010 [A] 0.035 [A] 0.18 [A] 0.45 [A] 0.39 [A] 0.39 [A] 0.037 [A] 0.017 [A] 0.010 [A] 0.071
Arsenic U 2450 mg/kg 1.0 13 22 33 24 25 14 48 110 24
Barium U 2450 mg/kg 10 78 53 79 69 67 37 120 79 100
Cadmium U 2450 mg/kg 0.10 2.2 2.1 0.70 0.60 0.76 0.37 0.24 0.12 0.73
Chromium U 2450 mg/kg 1.0 25 17 19 23 21 17 39 29 29
Molybdenum U 2450 mg/kg 2.0 2.8 4.8 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0
Antimony N 2450 mg/kg 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0
Copper U 2450 mg/kg 0.50 17 29 18 18 15 24 33 24 23
Mercury U 2450 mg/kg 0.10 < 0.10 0.13 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Nickel U 2450 mg/kg 0.50 46 59 25 30 23 36 47 39 39
Lead U 2450 mg/kg 0.50 26 27 34 34 35 17 43 17 27
Selenium U 2450 mg/kg 0.20 0.45 1.3 < 0.20 < 0.20 < 0.20 0.42 < 0.20 < 0.20 < 0.20
Zinc U 2450 mg/kg 0.50 75 65 46 53 62 26 77 64 70
Chromium (Trivalent) N 2490 mg/kg 1.0 25 17 19 23 21 17 39 29 29
Chromium (Hexavalent) N 2490 mg/kg 0.50 < 0.50 < 0.50 < 0.50 < 0.50 < 0.50 < 0.50 < 0.50 < 0.50 < 0.50
Total Organic Carbon U 2625 % 0.20 [A] 0.62 [A] 0.89 [A] 0.45 [A] 0.44 [A] 0.61 [A] 0.46 [A] 0.68 [A] 0.34 [A] 1.3
Mineral Oil N 2670 mg/kg 10 < 10 < 10 < 10 < 10 < 10 < 10 < 10 < 10 < 10
Aliphatic TPH >C5-C6 N 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C6-C8 N 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C8-C10 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C10-C12 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C12-C16 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C16-C21 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C21-C35 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aliphatic TPH >C35-C44 N 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Total Aliphatic Hydrocarbons N 2680 mg/kg 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0
Aromatic TPH >C5-C7 N 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aromatic TPH >C7-C8 N 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aromatic TPH >C8-C10 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aromatic TPH >C10-C12 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aromatic TPH >C12-C16 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0

Project: PPK3

Top Depth (m):
Asbestos Lab:

Chemtest Job No.:
Chemtest Sample ID.:

Sample Type:
Sample Location:
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Results - Soil

Client: IGSL 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968 19-32968
Quotation No.: 898655 898656 898657 898658 898659 898660 898661 898662 898663

TP6 TP17 TP39 TP41 TP42 TP47 TP54 TP55 TP67
SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL SOIL
0.50 0.50 0.40 0.30 0.30 0.70 0.80 0.50 0.20

COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY COVENTRY
Determinand Accred. SOP Units LOD

Project: PPK3

Top Depth (m):
Asbestos Lab:

Chemtest Job No.:
Chemtest Sample ID.:

Sample Type:
Sample Location:

Aromatic TPH >C16-C21 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aromatic TPH >C21-C35 U 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Aromatic TPH >C35-C44 N 2680 mg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Total Aromatic Hydrocarbons N 2680 mg/kg 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0
Total Petroleum Hydrocarbons N 2680 mg/kg 10.0 [A] < 10 [A] < 10 [A] < 10 [A] < 10 [A] < 10 [A] < 10 [A] < 10 [A] < 10 [A] < 10
Benzene U 2760 µg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Toluene U 2760 µg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Ethylbenzene U 2760 µg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
m & p-Xylene U 2760 µg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
o-Xylene U 2760 µg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Methyl Tert-Butyl Ether U 2760 µg/kg 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
Naphthalene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Acenaphthylene N 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Acenaphthene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Fluorene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Phenanthrene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Benzo[j]fluoranthene N 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Anthracene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Fluoranthene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Pyrene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Benzo[a]anthracene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Chrysene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Benzo[b]fluoranthene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Benzo[k]fluoranthene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Benzo[a]pyrene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Indeno(1,2,3-c,d)Pyrene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Dibenz(a,h)Anthracene N 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Benzo[g,h,i]perylene U 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Coronene N 2800 mg/kg 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10 < 0.10
Total Of 17 PAH's N 2800 mg/kg 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0 < 2.0
PCB 28 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
PCB 52 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
PCB 90+101 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
PCB 118 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
PCB 153 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
PCB 138 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
PCB 180 U 2815 mg/kg 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
Total PCBs (7 Congeners) N 2815 mg/kg 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10
Total Phenols U 2920 mg/kg 0.30 < 0.30 < 0.30 < 0.30 < 0.30 < 0.30 < 0.30 < 0.30 < 0.30 < 0.30
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Results - Soil

Client: IGSL
Quotation No.:

Determinand Accred. SOP Units LOD
ACM Type U 2192 N/A

Asbestos Identification U 2192 % 0.001

ACM Detection Stage U 2192 N/A
Moisture N 2030 % 0.020
Boron (Hot Water Soluble) U 2120 mg/kg 0.40
Sulphur (Elemental) U 2180 mg/kg 1.0
Cyanide (Total) U 2300 mg/kg 0.50
Sulphide (Easily Liberatable) N 2325 mg/kg 0.50
Sulphate (Acid Soluble) U 2430 % 0.010
Arsenic U 2450 mg/kg 1.0
Barium U 2450 mg/kg 10
Cadmium U 2450 mg/kg 0.10
Chromium U 2450 mg/kg 1.0
Molybdenum U 2450 mg/kg 2.0
Antimony N 2450 mg/kg 2.0
Copper U 2450 mg/kg 0.50
Mercury U 2450 mg/kg 0.10
Nickel U 2450 mg/kg 0.50
Lead U 2450 mg/kg 0.50
Selenium U 2450 mg/kg 0.20
Zinc U 2450 mg/kg 0.50
Chromium (Trivalent) N 2490 mg/kg 1.0
Chromium (Hexavalent) N 2490 mg/kg 0.50
Total Organic Carbon U 2625 % 0.20
Mineral Oil N 2670 mg/kg 10
Aliphatic TPH >C5-C6 N 2680 mg/kg 1.0
Aliphatic TPH >C6-C8 N 2680 mg/kg 1.0
Aliphatic TPH >C8-C10 U 2680 mg/kg 1.0
Aliphatic TPH >C10-C12 U 2680 mg/kg 1.0
Aliphatic TPH >C12-C16 U 2680 mg/kg 1.0
Aliphatic TPH >C16-C21 U 2680 mg/kg 1.0
Aliphatic TPH >C21-C35 U 2680 mg/kg 1.0
Aliphatic TPH >C35-C44 N 2680 mg/kg 1.0
Total Aliphatic Hydrocarbons N 2680 mg/kg 5.0
Aromatic TPH >C5-C7 N 2680 mg/kg 1.0
Aromatic TPH >C7-C8 N 2680 mg/kg 1.0
Aromatic TPH >C8-C10 U 2680 mg/kg 1.0
Aromatic TPH >C10-C12 U 2680 mg/kg 1.0
Aromatic TPH >C12-C16 U 2680 mg/kg 1.0

Project: PPK3

Top Depth (m):
Asbestos Lab:

Chemtest Job No.:
Chemtest Sample ID.:

Sample Type:
Sample Location:

19-32968 19-32968 19-32968 19-32968
898664 898665 898666 900765
TP76 TP82 TP93 TP48
SOIL SOIL SOIL SOIL
0.65 0.60 0.50 0.50

COVENTRY COVENTRY COVENTRY COVENTRY

- - - -
No Asbestos 

Detected
No Asbestos 

Detected
No Asbestos 

Detected
No Asbestos 

Detected
- - - -

21 13 15 8.9
0.44 < 0.40 0.42 0.41

[A] 2.9 [A] 2.0 [A] 2.5 [A] 1.3
[A] < 0.50 [A] < 0.50 [A] 8.8 [A] < 0.50

[A] 18 [A] 4.8 [A] 1.7 [A] 12
[A] 0.094 [A] 0.018 [A] 0.044 [A] 0.11

23 28 23 35
100 43 41 100
2.1 0.85 1.7 0.56
26 14 14 23
3.0 < 2.0 3.4 < 2.0

< 2.0 < 2.0 < 2.0 < 2.0
34 22 28 22

0.18 < 0.10 < 0.10 < 0.10
49 44 43 33
59 19 25 19
1.6 < 0.20 0.35 < 0.20
110 41 59 60
26 14 14 23

< 0.50 < 0.50 < 0.50 < 0.50
[A] 1.8 [A] 0.57 [A] 0.93 [A] 0.37
< 10 < 10 < 10 < 10

[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
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Results - Soil

Client: IGSL
Quotation No.:

Determinand Accred. SOP Units LOD

Project: PPK3

Top Depth (m):
Asbestos Lab:

Chemtest Job No.:
Chemtest Sample ID.:

Sample Type:
Sample Location:

Aromatic TPH >C16-C21 U 2680 mg/kg 1.0
Aromatic TPH >C21-C35 U 2680 mg/kg 1.0
Aromatic TPH >C35-C44 N 2680 mg/kg 1.0
Total Aromatic Hydrocarbons N 2680 mg/kg 5.0
Total Petroleum Hydrocarbons N 2680 mg/kg 10.0
Benzene U 2760 µg/kg 1.0
Toluene U 2760 µg/kg 1.0
Ethylbenzene U 2760 µg/kg 1.0
m & p-Xylene U 2760 µg/kg 1.0
o-Xylene U 2760 µg/kg 1.0
Methyl Tert-Butyl Ether U 2760 µg/kg 1.0
Naphthalene U 2800 mg/kg 0.10
Acenaphthylene N 2800 mg/kg 0.10
Acenaphthene U 2800 mg/kg 0.10
Fluorene U 2800 mg/kg 0.10
Phenanthrene U 2800 mg/kg 0.10
Benzo[j]fluoranthene N 2800 mg/kg 0.10
Anthracene U 2800 mg/kg 0.10
Fluoranthene U 2800 mg/kg 0.10
Pyrene U 2800 mg/kg 0.10
Benzo[a]anthracene U 2800 mg/kg 0.10
Chrysene U 2800 mg/kg 0.10
Benzo[b]fluoranthene U 2800 mg/kg 0.10
Benzo[k]fluoranthene U 2800 mg/kg 0.10
Benzo[a]pyrene U 2800 mg/kg 0.10
Indeno(1,2,3-c,d)Pyrene U 2800 mg/kg 0.10
Dibenz(a,h)Anthracene N 2800 mg/kg 0.10
Benzo[g,h,i]perylene U 2800 mg/kg 0.10
Coronene N 2800 mg/kg 0.10
Total Of 17 PAH's N 2800 mg/kg 2.0
PCB 28 U 2815 mg/kg 0.010
PCB 52 U 2815 mg/kg 0.010
PCB 90+101 U 2815 mg/kg 0.010
PCB 118 U 2815 mg/kg 0.010
PCB 153 U 2815 mg/kg 0.010
PCB 138 U 2815 mg/kg 0.010
PCB 180 U 2815 mg/kg 0.010
Total PCBs (7 Congeners) N 2815 mg/kg 0.10
Total Phenols U 2920 mg/kg 0.30

19-32968 19-32968 19-32968 19-32968
898664 898665 898666 900765
TP76 TP82 TP93 TP48
SOIL SOIL SOIL SOIL
0.65 0.60 0.50 0.50

COVENTRY COVENTRY COVENTRY COVENTRY

[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 5.0 [A] < 5.0 [A] < 5.0 [A] < 5.0
[A] < 10 [A] < 10 [A] < 10 [A] < 10
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
[A] < 1.0 [A] < 1.0 [A] < 1.0 [A] < 1.0
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 0.10 < 0.10 < 0.10 < 0.10
< 2.0 < 2.0 < 2.0 < 2.0

[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.010 [A] < 0.010 [A] < 0.010 [A] < 0.010
[A] < 0.10 [A] < 0.10 [A] < 0.10 [A] < 0.10

< 0.30 < 0.30 < 0.30 < 0.30
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.62 3 5 6
Loss On Ignition 2610 U % 3.1 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 7.8 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.23 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U 0.0019 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U < 0.0010 < 0.050 0.5 10 70
Copper 1450 U < 0.0010 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.013 0.13 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U 0.0011 0.011 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.19 1.9 10 150 500
Sulphate 1220 U 13 130 1000 20000 50000
Total Dissolved Solids 1020 N 53 530 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 3.1 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 19

Waste Acceptance Criteria

0.50

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898655

TP6
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.89 3 5 6
Loss On Ignition 2610 U % 2.3 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 7.7 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.36 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U 0.0059 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.0030 < 0.050 0.5 10 70
Copper 1450 U < 0.0010 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.012 0.12 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U 0.0012 0.012 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.17 1.7 10 150 500
Sulphate 1220 U 130 1300 1000 20000 50000
Total Dissolved Solids 1020 N 210 2100 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 3.7 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 17

Waste Acceptance Criteria

0.50

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898656

TP17
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.45 3 5 6
Loss On Ignition 2610 U % 2.0 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 11.5 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.16 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U 0.031 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.022 0.22 0.5 10 70
Copper 1450 U 0.0026 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.014 0.14 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U 0.0016 0.016 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.11 1.1 10 150 500
Sulphate 1220 U 26 260 1000 20000 50000
Total Dissolved Solids 1020 N 360 3600 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 6.3 63 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 12

Waste Acceptance Criteria

0.40

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898657

TP39

Page 9 of 24

RECEIVED: 28/06/2024



Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.44 3 5 6
Loss On Ignition 2610 U % 1.8 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 11.4 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.12 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U 0.022 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.049 0.49 0.5 10 70
Copper 1450 U 0.0031 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.016 0.16 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.13 1.3 10 150 500
Sulphate 1220 U 25 250 1000 20000 50000
Total Dissolved Solids 1020 N 360 3600 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 3.6 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 12

Waste Acceptance Criteria

0.30

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898658

TP41

Page 10 of 24

RECEIVED: 28/06/2024



Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.61 3 5 6
Loss On Ignition 2610 U % 1.8 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 11.2 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.098 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U 0.0015 < 0.050 0.5 2 25
Barium 1450 U 0.018 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.058 0.58 0.5 10 70
Copper 1450 U 0.0034 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.016 0.16 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.15 1.5 10 150 500
Sulphate 1220 U 35 350 1000 20000 50000
Total Dissolved Solids 1020 N 240 2400 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 3.9 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 13

Waste Acceptance Criteria

0.30

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898659

TP42

Page 11 of 24

RECEIVED: 28/06/2024



Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.46 3 5 6
Loss On Ignition 2610 U % 3.1 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 10.2 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.078 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U 0.0012 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.016 0.16 0.5 10 70
Copper 1450 U < 0.0010 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.011 0.11 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.27 2.7 10 150 500
Sulphate 1220 U 8.3 83 1000 20000 50000
Total Dissolved Solids 1020 N 58 580 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 4.3 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 14

Waste Acceptance Criteria

0.70

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898660

TP47

Page 12 of 24

RECEIVED: 28/06/2024



Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.68 3 5 6
Loss On Ignition 2610 U % 1.5 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 9.4 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.087 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U 0.022 0.22 0.5 2 25
Barium 1450 U 0.017 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.039 0.39 0.5 10 70
Copper 1450 U 0.0018 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.015 0.15 0.4 10 40
Lead 1450 U 0.0013 0.013 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U < 0.050 < 1.0 10 150 500
Sulphate 1220 U 17 170 1000 20000 50000
Total Dissolved Solids 1020 N 38 380 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 3.5 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 5.0

Waste Acceptance Criteria

0.80

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898661

TP54

Page 13 of 24

RECEIVED: 28/06/2024



Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.34 3 5 6
Loss On Ignition 2610 U % 0.93 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 9.3 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.097 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U 0.12 1.2 0.5 2 25
Barium 1450 U 0.013 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.041 0.41 0.5 10 70
Copper 1450 U 0.0015 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.016 0.16 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U < 0.050 < 1.0 10 150 500
Sulphate 1220 U 7.3 73 1000 20000 50000
Total Dissolved Solids 1020 N 40 400 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 4.0 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 6.8

Waste Acceptance Criteria

0.50

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898662

TP55
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 1.3 3 5 6
Loss On Ignition 2610 U % 3.4 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 8.5 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.082 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U 0.012 0.12 0.5 2 25
Barium 1450 U 0.0093 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.11 1.1 0.5 10 70
Copper 1450 U 0.0041 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.029 0.29 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.16 1.6 10 150 500
Sulphate 1220 U 13 130 1000 20000 50000
Total Dissolved Solids 1020 N 72 710 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 5.6 56 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 11

Waste Acceptance Criteria

0.20

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898663

TP67
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 1.8 3 5 6
Loss On Ignition 2610 U % 5.4 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 7.3 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.018 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U 0.0013 < 0.050 0.5 2 25
Barium 1450 U 0.0023 < 0.50 20 100 300
Cadmium 1450 U 0.00020 < 0.010 0.04 1 5
Chromium 1450 U 0.25 2.5 0.5 10 70
Copper 1450 U 0.0058 0.058 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U 0.0020 < 0.050 0.5 10 30
Nickel 1450 U 0.059 0.59 0.4 10 40
Lead 1450 U 0.0010 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.19 1.9 10 150 500
Sulphate 1220 U 15 150 1000 20000 50000
Total Dissolved Solids 1020 N 44 440 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 6.7 67 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 21

Waste Acceptance Criteria

0.65

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898664

TP76
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RECEIVED: 28/06/2024



Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.57 3 5 6
Loss On Ignition 2610 U % 3.3 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 8.5 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.027 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U < 0.0010 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.072 0.72 0.5 10 70
Copper 1450 U 0.0016 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.024 0.24 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.12 1.2 10 150 500
Sulphate 1220 U 3.7 37 1000 20000 50000
Total Dissolved Solids 1020 N 120 1200 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 3.5 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 13

Waste Acceptance Criteria

0.60

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898665

TP82
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.93 3 5 6
Loss On Ignition 2610 U % 3.8 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 8.2 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.027 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U < 0.0010 < 0.050 0.5 2 25
Barium 1450 U 0.0011 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.052 0.52 0.5 10 70
Copper 1450 U 0.0017 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.020 0.20 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.26 2.6 10 150 500
Sulphate 1220 U 6.4 64 1000 20000 50000
Total Dissolved Solids 1020 N 65 650 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 7.0 70 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 15

Waste Acceptance Criteria

0.50

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
898666

TP93
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Results - Single Stage WAC

Chemtest Job No: Landflll Waste Acceptance Criteria
Chemtest Sample ID: Limits
Sample Ref: Stable, Non-
Sample ID: reactive
Sample Location: hazardous Hazardous
Top Depth(m): Inert Waste waste in non- Waste
Bottom Depth(m): Landfill hazardous Landfill
Sampling Date ($): Landfill 
Determinand SOP Accred. Units
Total Organic Carbon 2625 U % [A] 0.37 3 5 6
Loss On Ignition 2610 U % 1.7 -- -- 10
Total BTEX 2760 U mg/kg [A] < 0.010 6 -- --
Total PCBs (7 Congeners) 2815 U mg/kg < 0.10 1 -- --
TPH Total WAC (Mineral Oil) 2670 U mg/kg [A] < 10 500 -- --
Total (Of 17) PAH's 2800 N mg/kg < 2.0 100 -- --
pH 2010 U 10.8 -- >6 --
Acid Neutralisation Capacity 2015 N mol/kg 0.13 -- To evaluate To evaluate
Eluate Analysis 10:1 Eluate 10:1 Eluate

mg/l mg/kg
Arsenic 1450 U 0.011 0.11 0.5 2 25
Barium 1450 U 0.0094 < 0.50 20 100 300
Cadmium 1450 U < 0.00010 < 0.010 0.04 1 5
Chromium 1450 U 0.038 0.38 0.5 10 70
Copper 1450 U 0.0021 < 0.050 2 50 100
Mercury 1450 U < 0.00050 < 0.0050 0.01 0.2 2
Molybdenum 1450 U < 0.0010 < 0.050 0.5 10 30
Nickel 1450 U 0.016 0.16 0.4 10 40
Lead 1450 U < 0.0010 < 0.010 0.5 10 50
Antimony 1450 U < 0.0010 < 0.010 0.06 0.7 5
Selenium 1450 U < 0.0010 < 0.010 0.1 0.5 7
Zinc 1450 U < 0.0010 < 0.50 4 50 200
Chloride 1220 U < 1.0 < 10 800 15000 25000
Fluoride 1220 U 0.089 < 1.0 10 150 500
Sulphate 1220 U 16 160 1000 20000 50000
Total Dissolved Solids 1020 N 65 650 4000 60000 100000
Phenol Index 1920 U < 0.030 < 0.30 1 - -
Dissolved Organic Carbon 1610 U 4.8 < 50 500 800 1000

Solid Information
Dry mass of test portion/kg 0.090
Moisture (%) 8.9

Waste Acceptance Criteria

0.50

Limit values for compliance leaching test
using BS EN 12457 at L/S 10 l/kg

Landfill WAC analysis (specifically leaching test results) must not be used for hazardous waste classification purposes. This analysis is only applicable 
for hazardous waste landfill acceptance and does not give any indication as to whether a waste may be hazardous or non-hazardous.

Project:  PPK3
19-32968
900765

TP48
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Deviations

Sample: Sample Ref: Sample ID: Sample 
Location:

Sampled 
Date: Deviation Code(s): Containers 

Received:

898655 TP6 A Amber Glass 
250ml

898655 TP6 A Amber Glass 
60ml

898656 TP17 A Amber Glass 
250ml

898656 TP17 A Amber Glass 
60ml

898657 TP39 A Amber Glass 
250ml

898657 TP39 A Amber Glass 
60ml

898658 TP41 A Amber Glass 
250ml

898658 TP41 A Amber Glass 
60ml

898659 TP42 A Amber Glass 
250ml

898659 TP42 A Amber Glass 
60ml

898660 TP47 A Amber Glass 
60ml

898660 TP47 A Plastic Tub 
1000g

898661 TP54 A Amber Glass 
250ml

898661 TP54 A Amber Glass 
60ml

898662 TP55 A Amber Glass 
250ml

898662 TP55 A Amber Glass 
60ml

898663 TP67 A Amber Glass 
250ml

898663 TP67 A Amber Glass 
60ml

898664 TP76 A Amber Glass 
250ml

898664 TP76 A Amber Glass 
60ml

898665 TP82 A Amber Glass 
250ml

898665 TP82 A Amber Glass 
60ml

898666 TP93 A Amber Glass 
60ml

In accordance with UKAS Policy on Deviating Samples TPS 63. Chemtest have a procedure to ensure 'upon receipt of each sample a competent laboratory shall 
assess whether the sample is suitable with regard to the requested test(s)'. This policy and the respective holding times applied, can be supplied upon 

request.The reason a sample is declared as deviating is detailed below. Where applicable the analysis remains UKAS/MCERTs accredited but the results may 
be compromised.
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Deviations

Sample: Sample Ref: Sample ID: Sample 
Location:

Sampled 
Date: Deviation Code(s): Containers 

Received:

In accordance with UKAS Policy on Deviating Samples TPS 63. Chemtest have a procedure to ensure 'upon receipt of each sample a competent laboratory shall 
assess whether the sample is suitable with regard to the requested test(s)'. This policy and the respective holding times applied, can be supplied upon 

request.The reason a sample is declared as deviating is detailed below. Where applicable the analysis remains UKAS/MCERTs accredited but the results may 
be compromised.

898666 TP93 A Plastic Tub 
1000g

900765 TP48 A Amber Glass 
250ml

900765 TP48 A Amber Glass 
60ml
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Test Methods

SOP Title Parameters included Method summary
1010 pH Value of Waters pH pH Meter

1020
Electrical Conductivity and 
Total Dissolved Solids (TDS) in 
Waters

Electrical Conductivity and Total Dissolved 
Solids (TDS) in Waters Conductivity Meter

1220 Anions, Alkalinity & Ammonium 
in Waters

Fluoride; Chloride; Nitrite; Nitrate; Total; 
Oxidisable Nitrogen (TON); Sulfate; Phosphate; 
Alkalinity; Ammonium

Automated colorimetric analysis using 
‘Aquakem 600’ Discrete Analyser.

1450 Metals in Waters by ICP-MS

Metals, including: Antimony; Arsenic; Barium; 
Beryllium; Boron; Cadmium; Chromium; Cobalt; 
Copper; Lead; Manganese; Mercury; 
Molybdenum; Nickel; Selenium; Tin; Vanadium; 
Zinc

Filtration of samples followed by direct 
determination by inductively coupled plasma 
mass spectrometry (ICP-MS).

1610 Total/Dissolved Organic Carbon 
in Waters Organic Carbon TOC Analyser using Catalytic Oxidation

1920 Phenols in Waters by HPLC
Phenolic compounds including: Phenol, 
Cresols, Xylenols, Trimethylphenols Note: 
Chlorophenols are excluded.

Determination by High Performance Liquid 
Chromatography (HPLC) using electrochemical 
detection.

2010 pH Value of Soils pH pH Meter

2015 Acid Neutralisation Capacity Acid Reserve Titration

2030
Moisture and Stone Content of 
Soils(Requirement of 
MCERTS)

Moisture content
Determination of moisture content of soil as a 
percentage of its as received mass obtained at 
<37°C.

2120 Water Soluble Boron, Sulphate, 
Magnesium & Chromium Boron; Sulphate; Magnesium; Chromium Aqueous extraction / ICP-OES

2180 Sulphur (Elemental) in Soils by 
HPLC Sulphur Dichloromethane extraction / HPLC with UV 

detection
2192 Asbestos Asbestos Polarised light microscopy / Gravimetry

2300 Cyanides & Thiocyanate in 
Soils

Free (or easy liberatable) Cyanide; total 
Cyanide; complex Cyanide; Thiocyanate

Allkaline extraction followed by colorimetric 
determination using Automated Flow Injection 
Analyser.

2325 Sulphide in Soils Sulphide
Steam distillation with sulphuric acid / analysis 
by ‘Aquakem 600’ Discrete Analyser, using 
N,N–dimethyl-p-phenylenediamine.

2430 Total Sulphate in soils Total Sulphate Acid digestion followed by determination of 
sulphate in extract by ICP-OES.

2450 Acid Soluble Metals in Soils

Metals, including: Arsenic; Barium; Beryllium; 
Cadmium; Chromium; Cobalt; Copper; Lead; 
Manganese; Mercury; Molybdenum; Nickel; 
Selenium; Vanadium; Zinc

Acid digestion followed by determination of 
metals in extract by ICP-MS.

2490 Hexavalent Chromium in Soils Chromium [VI]

Soil extracts are prepared by extracting dried 
and ground soil samples into boiling water. 
Chromium [VI] is determined by ‘Aquakem 600’ 
Discrete Analyser using 1,5-diphenylcarbazide.

2610 Loss on Ignition loss on ignition (LOI) Determination of the proportion by mass that is 
lost from a soil by ignition at 550°C.

2625 Total Organic Carbon in Soils Total organic Carbon (TOC)
Determined by high temperature combustion 
under oxygen, using an Eltra elemental 
analyser.

2670 Total Petroleum Hydrocarbons 
(TPH) in Soils by GC-FID

TPH (C6–C40); optional carbon banding, e.g. 3-
band – GRO, DRO & LRO*TPH C8–C40 Dichloromethane extraction / GC-FID

2680 TPH A/A Split

Aliphatics: >C5–C6, >C6–C8,>C8–C10, 
>C10–C12, >C12–C16, >C16–C21, >C21– 
C35, >C35– C44Aromatics: >C5–C7, >C7–C8, 
>C8– C10, >C10–C12, >C12–C16, >C16– C21,  
>C21– C35, >C35– C44

Dichloromethane extraction / GCxGC FID 
detection
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Test Methods

SOP Title Parameters included Method summary

2760
Volatile Organic Compounds 
(VOCs) in Soils by Headspace 
GC-MS

Volatile organic compounds, including BTEX 
and halogenated Aliphatic/Aromatics.(cf. 
USEPA Method 8260)*please refer to UKAS 
schedule

Automated headspace gas chromatographic 
(GC) analysis of a soil sample, as received, 
with mass spectrometric (MS) detection of 
volatile organic compounds.

2800
Speciated Polynuclear 
Aromatic Hydrocarbons (PAH) 
in Soil by GC-MS

Acenaphthene*; Acenaphthylene; Anthracene*; 
Benzo[a]Anthracene*; Benzo[a]Pyrene*; 
Benzo[b]Fluoranthene*; Benzo[ghi]Perylene*; 
Benzo[k]Fluoranthene; Chrysene*; 
Dibenz[ah]Anthracene; Fluoranthene*; 
Fluorene*; Indeno[123cd]Pyrene*; 
Naphthalene*; Phenanthrene*; Pyrene*

Dichloromethane extraction / GC-MS

2815
Polychlorinated Biphenyls 
(PCB) ICES7Congeners in 
Soils by GC-MS

ICES7 PCB congeners Acetone/Hexane extraction / GC-MS

2920 Phenols in Soils by HPLC

Phenolic compounds including Resorcinol, 
Phenol, Methylphenols, Dimethylphenols, 1-
Naphthol and TrimethylphenolsNote: 
chlorophenols are excluded.

60:40 methanol/water mixture extraction, 
followed by HPLC determination using 
electrochemical detection.

640 Characterisation of Waste 
(Leaching C10)

Waste material including soil, sludges and 
granular waste

ComplianceTest for Leaching of Granular 
Waste Material and Sludge
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Report Information

Key
U UKAS accredited
M MCERTS and UKAS accredited
N Unaccredited
S This analysis has been subcontracted to a UKAS accredited laboratory that is accredited for this analysis

SN This analysis has been subcontracted to a UKAS accredited laboratory that is not accredited for this analysis
T This analysis has been subcontracted to an unaccredited laboratory

I/S Insufficient Sample
U/S Unsuitable Sample
N/E not evaluated

< "less than"
> "greater than"
$ This information has been supplied by the client and can affect the integrity of test data.

Comments or interpretations are beyond the scope of UKAS accreditation
The results relate only to the items tested
Uncertainty of measurement for the determinands tested are available upon request 
None of the results in this report have been recovery corrected
All results are expressed on a dry weight basis
The following tests were analysed on samples as received and the results subsequently corrected to a dry 
weight basis TPH, BTEX, VOCs, SVOCs, PCBs, Phenols
For all other tests the samples were dried at < 37°C prior to analysis
All Asbestos testing is performed at the indicated laboratory 
Issue numbers are sequential starting with 1 all subsequent reports are incremented by 1

Sample Deviation Codes
A - Date of sampling not supplied
B - Sample age exceeds stability time (sampling to extraction)
C - Sample not received in appropriate containers
D - Broken Container
E - Insufficient Sample (Applies to LOI in Trommel Fines Only)

Sample Retention and Disposal
All soil samples will be retained for a period of 45 days from the date of receipt
All water samples will be retained for 14 days from the date of receipt
Charges may apply to extended sample storage

If you require extended retention of samples, please email your requirements to: 
customerservices@chemtest.com
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22000 - PPK3 
Area 1 - SI Locations 

Legend    

Rock Excavation Trial Location

Trial Pit/Dynamic Probe/Soakaway/Plate Test Location

60 m

N

➤➤

N
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22000 - PPK3 
Area 2 - SI Locations 

Legend    

Trial Pit/Dynamic Probe/Soakaway/Plate Test Location

50 m

N

➤➤

N
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22000 - PPK3 
Area 3 - SI Locations 

Legend    

Rock Excavation Trial

Rotary Borehole

Trial Pit/Dynamic Probe/Soakaway/Plate Test Location

80 m

N

➤➤

N
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22000 - PPK3 
Area 4 (Pg 1 of 2) - SI Locations 

Legend    

Rock Excavation Trial

Rotary Borehole

Trial Pit/Dynamic Probe/Soakaway/Plate Test Location

90 m

N

➤➤

N
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22000 - PPK3 
Area 4 (Pg 2 of 2) - SI Locations 

Legend    

Rock Excavation Trial

Rotary Borehole

Trial Pit/Dynamic Probe/Soakaway/Plate Test Location

100 m

N

➤➤

N
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