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1. For Planning purposes only. Not for construction.

All dimensions are in metres.
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Notes

Onshore Grid Connection

Offshore Export Cables

Transition Joint Bay (TJB)

Reinstated Ground

Please refer to Onshore Grid  Connection Layout Sheet 6012 -

Drawing Reference "IRE1-HMV-ONC-EL-PD-0612" For The

Location Of The Transition Joint Bay.
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Transition Joint Bay Detail

Sceirde Rocks Offshore Wind Farm
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