
150mm Ø PIPE

SHAFT 500mm Ø 6D.934 OR
6D.938

DI COVER AND FRAME CLASS BS EN
124-B125 MEDIUM DUTY 4D.942

100mm BED AS PER PIPE
BEDDING SPECIFICATION

100mm MIN. COVERING
LAYER

RESTRICTOR CAP WITH 350mm
OPENING & SEALING RING150mm CONCRETE PLINTH

PRECAST CONCRETE SLAB
1260mm Ø WITH 600 x 600mm
OPENING

150mm SIDE FILL AS DUG
MATERIAL WITH NO PARTICLE
SIZES LARGER THAN 40mm

GAP BETWEEN
SLAB AND RESTRICTOR
CAP TO BE FOAM FILLED

TYPICAL NON-ENTRY INSPECTION CHAMBER
Scale: 1/20 @ A1, 1/40 @ A3

6UR.936 CHAMBER BASE

FGL

PROPRIETARY BLOCK PAVING
TO ARCHITECTS SPEC.FGL

TYPICAL PERMEABLE PAVING
DETAIL
Scale: 1/10 @ A1, 1/20 @ A3

50mm OF 2-6mm SINGLE SIZE CLEAN
CRUSHED STONE

GEOTEXTILE LAYER

100mm UPPER SUB-BASE OF CLEAN
GRANULAR 5-20mm STONE

250mm LOWER SUB-BASE OF CLEAN
GRANULAR 10-63mm STONE

FGL

TYPICAL PERMEABLE PAVING DRAINAGE DETAIL
Scale: 1/20 @ A1, 1/40 @ A3
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150mm Ø PERFORATED DRAINAGE
PVC-U PIPE WRAPPED IN GEOTEXTILE
MATERIAL
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NOTES:
1. ALL DIMENSIONS ARE IN MILLIMETRES EXCEPT WHERE STATED.

2. THE MINIMUM DEPTH FROM THE TOP OF THE GRATING TO THE TOP
OF THE GULLY  OUTLET IS TO BE 750 WHEN THE CONNECTING PIPE IS
UNDER A CARRIAGEWAY OR A HARD SHOULDER AND 600
ELSEWHERE.

3.  PRECAST CONCRETE GULLIES AND COVER SLABS SHALL BE TO IS
EN 1917 OR BS 5911-6.

4. WHERE THE GULLY HAS A TRAP THE STOPPERS SHALL COMPLY
WITH THE REQUIREMENTS OF BS 5911-4 ANS IS EN 1917.

150mm Ø CONCRETE PIPE

75
0m

m

375mm
150mm 20N20 CONCRETE
BED & SURROUND

20mm FLEXIBLE JOINT

150mmØ 20N20 CONCRETE
BED & SURROUND

PRECAST TRAPPED
ROAD GULLY

CLEANING EYE WITH
STOPPER & CHAIN TO
BE KEPT IN PLACE

KERB

DUCTILE IRON GULLY GRATING & FRAME TO
E.N. 124 / B.S. 7903 CLASS C (MIN. 75mm DEEP)
AT KERBS AND IN CARPARKS GENERALLY
CLASS D400 (MIN. 100mm DEEP) AT HEAVILY
TRAFFICKED AREAS. GULLY GRADE AND
FRAME TO HAVE FLAT SURFACE PROFILE

"X"

"Y
" DIRECTION

OF TRAFFIC

GULLY HINGE LINE

SEE NRA RCD/500/16  FOR
"GULLY GRATING DETAIL"

NOTE:
"X" & "Y" DIMENSIONS FIXED TO SUIT THE AREA
DRAINED. DESIGN IN ACCORDANCE WITH B.S
6367 (DRAINAGE OF ROOFS AND PAVED
AREAS.

GEOTEXTILE LAYER

GEOTEXTILE LAYER

BITUMINOUS SEALANT

TYPICAL PRECAST ROAD GULLY DETAIL
Scale: 1/20 @ A1, 1/40 @ A3
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KERB

SECTION A-A

OUT FLOW
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OUTLET SPIGOT
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IN FLOW OUT FLOW

100 MIN

80
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PLAN

PIVOTING BY-PASS DOOR
OPERATING STEEL ROPE
(WHERE SUPPLIED)

ACCESS TO BE POSITIONED
ABOVE BY-PASS DOOR
(WHERE SUPPLIED)

PULL HANDLE (WHERE SUPPLIED)
EYE BRACKET FOR OPERATING
ROPE (WHERE SUPPLIED)

FIXING LUGS WITH MASONRY
STUD ANCHOR FIXING BOLTS

NEOPRENE RUBBER GASKET

CONCRETE MOUNTING BLOCK
HYDRO-BRAKE FLOW CONTROL
FITTED WITH PIVOTING BY-PASS
DOOR (WHERE SUPPLIED)

A

TO/FROM
ATTENUATION

IN FLOW

TYPICAL HYDRO BRAKE CHAMBER
Scale: 1/20 @ A1, 1/40 @ A3

A

SURFACE BOX

PENSTOCK (O.S.A.)

PENSTOCK (O.S.A.)

TYPICAL HYDROCARBON INTERCEPTOR DETAIL
SCALE: 1/20 @ A1, 1/40 @ A3

250mm C30/37 CONCRETE WITH ONE
LAYER (BOTTOM) A393 MESH

75mm SAND CEMENT SCREED
ON 300mm WELL COMPACTED
HARDCORE

LEAN MIX SURROUND

250

INLET

BY-PASS SEPERATOR INSTALLED
TO SUPPLIERS SPECIFICATION &
DETAIL

PLAN

OUTLET

63.95 FGL

COVER & BASE AS SPECIFIED
BY SUPPLIER

4800

20
25

250 MIN.25
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250 MIN.

SECTION B-B

B B

BY-PASS SEPERATOR INSTALLED
TO SUPPLIERS SPECIFICATION &
DETAIL
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(iii) This drawing is the property of RPS, it is a project
confidential classified document. It must not be copied
used or its contents divulged without prior written
consent. The needs and expectations of client and RPS
must be considered when working with this drawing.

(iv) Information including topographical survey, geotechnical
investigation and utility detail used in the design have
been provided by others.

(v) All Levels refer to Ordnance Survey Datum, Malin Head.

General Notes
(i) Hard copies, dwf and pdf will form a controlled issue of the drawing. All

other formats (dwg etc.) are deemed to be an uncontrolled issue and any
work carried out based on these files is at the recipients own risk. RPS will
not accept any responsibility for any errors from the use of these files,
either by human error by the recipient, listing of the un-dimensioned
measurements, compatibility with the recipients software, and any errors
arising when these files are used to aid the recipients drawing production,
or setting out on site.

(ii) DO NOT SCALE, use figured dimensions only.
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SITE 5
TYPICAL DRAINAGE DETAILS
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Foul Sewer Notes:
1. All foul sewer works shall be carried out in accordance with Irish

Water Standard Details and Code of Practice for Wastewater
Infrastructure Document CDS-5030-03.

2. All pipe materials shall comply with Section 3.13 of the Irish Water
Code of Practice for Wastewater Infrastructure Document
CDS-5030-03.

3. Foul sewer service connections and inspection chambers to each
dwelling shall be in accordance with Irish Water standard detail
STD-WW-02.

4. All manhole chambers shall be in accordance with Irish Water
standard detail STD-WW-10.

5. Trench backfill and bedding shall be in accordance with Irish Water
standard detail STD-WW-07.

6. Concrete bed, haunch and surround shall be in accordance with Irish
Water standard detail STD-WW-08.

4. Separation distances from other services, boundary walls etc. shall
be in accordance with Irish Water standard detail STD-WW-05.

5. Separation distances from trees, shrubs etc. shall be in accordance
with Irish Water standard detail STD-WW-06 & 06A.

Storm Sewer Notes:
1. All pipe materials shall comply with Section 3.13 of the Irish Water

Code of Practice for Wastewater Infrastructure Document
CDS-5030-03.

2. All manhole chambers shall be in accordance with Irish Water
standard detail STD-WW-10.

3. Trench backfill and bedding shall be in accordance with Irish Water
standard detail STD-WW-07.

4. Concrete bed, haunch and surround shall be in accordance with Irish
Water standard detail STD-WW-08.

Watermain Notes:
1. All watermain works shall be carried out in accordance with Irish

Water Standard Details and Code of Practice for Water Infrastructure
Document CDS-5020-03.

2. All pipe materials shall be in compliance with Section 3.9 of Irish
Water Code of Practice Document-CDS-5020-03.

3. Individual water service connections and boundary boxes to each
dwelling shall be in compliance with Irish Water standard detail
STD-W-02.

4. Separation distances from other services, boundary walls etc. shall
be in accordance with Irish Water standard detail STD-W-11.

5. Separation distances from trees, shrubs etc. shall be in accordance
with Irish Water standard detail STD-W-12 & 12A.

6. On line and off-line air valve details shall be in accordance with Irish
Water standard detail STD-W-22 & STD-W-23 respectively.

7. Sluice valve details shall be in accordance with Irish Water standard
detail STD-W-15.

8. On line and off-line hydrant details shall be in accordance with Irish
Water standard detail STD-W-18 & STD-W-19 respectively.

9. Scour valve and chamber details shall be in accordance with Irish
Water standard detail STD-W-30.
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