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EXTENT OF WORKS. PROVISION

FOR FUTURE CONNECTION

EXISTING TOILET LOCATION

PF
W

PROPOSED PUMP STATION

AS PER IRISH WATER

STANDARD DRAWING:

STD-WW-28 REV 3

PROPOSED TOILET LOCATION
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NOTE:

· GULLY CONNECTIONS TO BE 150Ø PVC OR SIMILAR APPROVED
· ALL NEW GULLIES TO BE CONNECTED TO EXISTING STORM WATER NETWORK

UNLESS SHOWN OTHERWISE
· CONTRACTOR TO CONFIRM LOCATION OF EXISTING STORM WATER PIPES

PRIOR TO COMMENCEMENT OF WORK
· ALL GULLIES TO BE PRECAST CONCRETE TO TII CC-SCD-00510
· ALL SLOT DRAINS AND DROP CONNECTORS TO BE "GATIC CAST SLOT

TREAD-SAFE" OR SIMILARLY APPROVED
· ALL SLOT DRAIN ACCESS BOXES TO BE "GATIC 308x308mm ACCESS BOX" WITH

RECESSED COVER OR SIMILAR APPROVED
· ALL INSPECTION CHAMBERS TO BE WAVIN 450mm INSPECTION CHAMBER OR

SIMILARLY APPROVED

PROPOSED 24HR EMERGENCY STORAGE

PROPOSED PUMP STATION

PROPOSED FOUL WATER DRAINAGE:

EXISTING SURFACE WATER PIPE

EXISTING SURFACE WATER MANHOLE

PROPOSED FOUL WATER PIPE

PROPOSED FOUL WATER MANHOLE

EXISTING SURFACE & FOUL WATER DRAINAGE:

EXISTING SURFACE WATER GULLY RETAINED

EXISTING FOUL SEWER PIPE

G

PROPOSED GULLY AS PER TII DETAIL CC-SCD-00510
AND GRATING AS PER TII CC-SCD-514

PROPOSED SLOT DRAIN

GATIC 308x308mm ACCESS BOX OR
SIMILAR APPROVED

PROPOSED SURFACE WATER DRAINAGE:

G

PROPOSED STORM WATER PIPE

PROPOSED STORM WATER MANHOLE

EXISTING PUBLIC TOILET TO BE MOVED

EXISTING GULLY PIPE

EXISTING PIPE TO BE REMOVED

PROPOSED RELOCATED PUBLIC TOILET

EXISTING GULLY TO BE REMOVED
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