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Note:
Number, size and depth of anchors for
each site to be decided after full Site
Investigation.
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Rock Anchors 40mm Dia to 86mm Dia ———=
Boreholes 120mm to 150mm Dia
Foundation {m) {m)
Width Min Max
400kV SC Int 2.2 3.7
400kV SC 30 3.8 7.3
E 400kV SC 60 4.9 8.1
400kV SC 90 5.1 8.8
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