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PARALLEL IN / OUT PIPE OPTION
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2 x 110mm uPVC vent pipes
(one for each riser) to finish 2.5m
above ground level. Suitable safe
location near on site and agreed with
Engineer / Architect.
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Inlet socket

Inflow Outflow

Outlet spigot

150mm thick C30/37 concrete
slab with 1 layer A393 mesh

300mm thick C30/37
concrete surround to
separator unit

200m thick thick C30/37 concrete base
slab with 1 layer of A393 mesh on 150mm
Clause 804 material
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Duct from alarm probe
socket
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150mm thick C30/37 concrete
slab with 1 layer A393 mesh
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Finished Ground Level
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150mm thick C30/37 concrete
surround to riser pieces
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Unit backfilled with well
compacted Clause 804 material

Unit backfilled with well
compacted Clause 804
material

Bird proof cowl on vent stack

Outline of concrete surround

Outline of protection slab

B

Alarm probe duct

100mmØ uPVC vent pipe Alarm probe duct

100mmØ uPVC vent pipe

Heavy duty class D400 cover and
frame to IS EN 124 set onto cover slab.

Concrete riser pieces to protect access
shaft and install cover at ground level

300

150mm thick C30/37 concrete
foundation to vent stack

300mm thick C30/37 concrete
surround to separator unit

200mm thick thick C30/37 concrete base
slab with 1 layer of A393 mesh on 150mm
Clause 804 material
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Celtic Interconnector

Converter Station Site (at Ballyadam)
Typical Drainage Details - Sheet 2 of 6
Oil / Fuel Interceptor
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This document is issued for the party which commissioned it and for specific purposes connected with the captioned project only. It should not be relied upon by any other party or used for any other purpose.
We accept no responsibility for the consequences of this document being relied upon by any other party, or being used for any other purpose, or containing any error or omission which is due to an error or omission in data supplied to us by other parties.
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1. Design suitable for planning purposes only. Not suitable for
construction.

2. This drawing to be read in conjunction with all other drawings and
specifications.

3. Do not scale off this drawing. Use figured dimensions only.
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229100428-MMD-00-XX-DR-E-3040 - Overview of Water and Drainage Proposals
229100428-MMD-00-XX-DR-E-3041 - Proposed Storm Water Drainage Layout Sheet 1 of 2
229100428-MMD-00-XX-DR-E-3042 - Proposed Storm Water Drainage Layout Sheet 2 of 2
229100428-MMD-00-XX-DR-E-3043 - Proposed Foul Drainage Layout
229100428-MMD-00-XX-DR-E-3044 - Proposed Watermain Layout - Sheet 1 of 2
229100428-MMD-00-XX-DR-E-3045 - Proposed Watermain Layout - Sheet 2 of 2
229100428-MMD-00-XX-DR-E-3046 - Typical Drainage Details Sheet 1 of 6 -
                                                             Stormwater Manholes and Gullies
229100428-MMD-00-XX-DR-E-3048 - Typical Drainage Details Sheet 3 of 6 -
                                                             Flow Control Chamber
229100428-MMD-00-XX-DR-E-3049 - Typical Drainage Details Sheet 4 of 6 -
                                                             Attenuation Storage Tank -
229100428-MMD-00-XX-DR-E-3050 - Typical Drainage Details Sheet 5 of 6 -
                                                             Compensation Storage Tank
229100428-MMD-00-XX-DR-E-3051 - Typical Drainage Details Sheet 6 of 6 -
                                                             Emergency Shut-Off Valve Chamber
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