
Plan

Section B-BSection A-A

Roof Plan

Recess in concrete
sized to suit penstock

3051
A

Fixing details to
manufacturers requirements

Class D400 chamber and
spindle access cover

Flow

Inlet  pipe

Flow

3051
B

1:301:30

Flow

Intlet  pipe

Flow

Medium duty wall mounted
penstock.

Spindle bracket fixed to
manhole wall

Non rising spindle

Toe hole

Shut-off valve (Penstock) manhole
Scale 1:20

C30/37 concrete

Medium duty wall mounted
penstock.

Non rising spindle

Standard rungs

Non-standard opening size to
accommodate shared access

for chamber and spindle

Class D400 chamber and
spindle access cover

C30/37 concrete mounting
block for penstock

Fixing details to
manufacturers requirements

Note:
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for notes related to standard manhole elements
(cover slabs, pre-cast rings, concrete surround etc)
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1. Design suitable for planning purposes only. Not suitable for
construction.

2. This drawing to be read in conjunction with all other drawings and
specifications.

3. All levels are in metres relative to Ordnance Datum at Malin Head.
4. Do not scale off this drawing. Use figured dimensions only.
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