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PROPOSED EXTERNAL FINISHES
ALTERNATIVE 1
CONTROL ROOM & CONVERTER
BUILDING GA21/01/20 RD - -

0 13 m 25 m
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C-BD-202

1    RAL 7016 ANTHRACITE GREY (FOR BUILDING ELEMENTS VIEWED PREDOMINANTLY AGAINST RURAL BACKDROP)

2   RAL 1805005 MERLIN GREY (FOR BUILDING ELEMENTS VIEWED PREDOMINANTLY AGAINST RURAL BACKDROP)

3   RAL 080 7005 GOOSEWING GREY (FOR BUILDING UPPER PORTIONS OF THE SOUTHERN ELEVATIONS WHICH MAY BE
     SEEN AGAINST THE SKY WITH VIEWS FROM THE SOUTH)
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WORKING DRAFT


