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1. All dimensions in metres unless noted otherwise.

2. Do not scale, use figured dimensions only.

3. Drawings for planning purposes only, not for bid or construction.

4. Land levels shown relate to Ordnance Datum Malin Head

unless otherwise noted.

5. Coordinates shown are to Irish Transverse Mercator in metres.

6. The HVAC cable will cross under the existing gas pipeline and

all crossing design and works will be carried out in accordance

with the GNI 'Code of Practice 2015'.

7. Landscape planting will be kept 6m back from the HVAC cable.
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Existing Gas Transmission Line
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