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Colin,  
 
I have completed a desk study and a site visit to complete an assessment on the integrity of the waste water drainage 
system at your home in Cornode, Garykennedy Nenagh, E45 CY94. Grid reference 52.90715, -8.36681.  
 
There is a 4 bed, 6 PE, principal dwelling on the site, with 2 independent log chalets North of the dwelling towards Lough 
Derg. The house has a private well which is located at the entrance laneway to the site. 
 

Waste water treatment unit 
 
The Biological waste from the main dwelling house is currently being processed in a secondary packaged system located 
15m West of the principal private dwelling.  This Water treatment unit is a precast concrete aerated unit which was 
supplied by /ƻǊŎƻǊŀƴΩǎ Precast, Carlow .  
It has in internal aerator and separate pump chamber. At the time of inspection it was working with no visual defects. 
The storm water from the principal private dwelling is not being treated in the WWT unit. 
 
There are 2 Puraflow tertiary modules located 10m South of the WWT unit providing tertiary treatment to the waste water 
from the WWT unit. I was unable to determine the size of the surface area for the percolation bed, however there was no 
evidence of eutrophication, breakout or excessive grass growth in the immediate area. 
 

4 P.E Log Cabin x 2 
 
The first independent 4 P.E log cabin is located 30m South from the lakeshore. The waste water from this unit is being 
treated in a 3.2m Precast concrete aerated treatment plant. This precast unit was manufactured by Cronin Concrete in 
Macroom, Co Cork, and it holds a PIA certificate. The tank is located 10m West from the dwelling unit and is 30m upstream 
from the lakeshore. 
There is a pump chamber associated with this concrete waste water treatment unit and the treated waste water from the 
aerated unit is being pumped to the tertiary modules which provide tertiary treatment for the principal dwelling house. 
 
The second independent 4 P.E log cabin is located 15m South from the lakeshore. The waste water from this unit is being 
treated in a 3.2m Klargester Bio-Efficient aerated unit. This unit is placed 5m from the log cabin and 10m from the 
lakeshore. The treated waste water is being pumped to the tertiary treatment unit which treats the waste water from the 
principal private dwelling. 
 
A site assessment has been completed to design and locate a waste water treatment system for the two log cabins. The 
new waste water treatment system will comply with the EPA CoP 2021. 
 
Please contact me on the attached number if you require further clarification. 
 
Kind Regards, 
 
Regards, 
John Fanning 
EPA  Site Assessor / EPA DWWTS inspector. 

www.siteassessment.ie   

mailto:info@siteassessment.ie
http://www.siteassessment.ie/
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S.A.C Details. 

 

 
 

Monuments and historical details.  
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 Bedrock and soil details  

 

 
 

 

Ground Water protection response R21  
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